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CODES, REGULATIONS AND STANDARDS 

1.	 Meet the requirements of applicable Federal codes and 

regulations. These include, but may not be limited to: 

a.	 Title II Americans with Disability Act, 28 CFR Part 35, 

Appendix IV Americans with Disabilities Architectural 

Guidelines (ADAAG). 

b.	 Federal Aviation Administration 

2.	 Meet the requirements of applicable State codes and 

regulations. These include, but may not be limited to: 

a.	 California Code of Regulations, Title 15, Chapter 1, Rules 

& Regulations of Adult Operations and Programs 

b.	 California Code of Regulations, Title 19, Public Safety 

c.	 California Code of Regulations, Title 22, Licensing and 

Certification of Health Facilities, Correctional Treatment 

Centers 

d.	 California State Fire Marshal 

e.	 Board of State and Community Corrections 

f.	 Office Statewide Health Planning & Development, 

OSHPD 4, Correctional Treatment Centers 

3.	 Meet the requirements for applicable Los Angeles County 

and City codes and regulations. These include, but may not 

be limited to: 

a.	 2014 County of Los Angeles Building Code (Title 26), 

based on the 2013 California Building Code (California 

Code of Regulations (CCR), Title 24, Part 2) and the 2012 

International Building Code 

b.	 2014 County of Los Angeles Electrical Code (Title 27), 

based on the 2013 California Electrical Code (CCR Title 

24, Part 3) and the 2012 International Electrical Code 

c.	 2014 County of Los Angeles Plumbing Code (Title 28), 

based on the 2013 California Plumbing Code (CCR Title 

24, Part 5) and the 2012 International Plumbing Code 

d.	 2014 County of Los Angeles Mechanical Code (Title 29), 

based on the 2013 California Mechanical Code (CCR 

Title 24, Part 4) and the 2012 International Mechanical 

Code 

e.	 2014 County of Los Angeles Green Building Standards 

Code (Title 31), based on the 2013 California Green 

Building Standards Code (CCR Title 24, Part 11) 
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f.	 2014 County of Los Angeles Building Code (Title 26), 

based on the 2013 California Building Code (California 

Code of Regulations (CCR Title 24, Part 2, Chapter 12), 

Correctional Treatment Centers 

g.	 2013 California Code of Regulations, Title 24, Part 9, 

California Fire Code 

h.	 Los Angeles Department of City Planning 

i.	 Los Angeles County General Plan, Government Code 

65432 

j.	 South Coast Air Quality Management District 

k.	 Los Angeles Region Water Quality Control Board 

l.	 Los Angeles County Sanitation District 4 

m.	 Los Angeles County Fire Department 

n.	 Los Angeles City Fire Department 

4.	 Design a facility meeting the requirements necessary to 

obtain U.S. Green Building Council’s Leadership in Energy 

and Environmental Design (LEED) Silver certification. 

5.	 Plan for compliance with the confidentiality requirements of 

the Health Insurance Portability and Accountability Act 

(HIPAA) where applicable. 

SITE PLANNING 

1.	 Orient the visitor entry/public lobby for both the Jail and 

the Courts to promote effective wayfinding and allow easy 

access for visitors. 

2.	 Ensure wheelchair accessibility (ADA) on all paths‐of‐travel 

for staff and visitors from parking areas to the building 

entries. 

3.	 Limit pedestrian and vehicle cross‐traffic wherever possible. 

4.	 Develop the site to accommodate a secure perimeter road 

allowing continuous traffic flow and emergency access 

around all sides of the building(s). 

5.	 Provide secure ambulance parking in near proximity to an 

elevator accessing the Outpatient Clinic (Urgent Care and 

Dialysis) and the Correctional Treatment Center. 

6.	 Provide secure loading and delivery area to accommodate 

truck deliveries to the warehouses, as well as collection of 

laundry, trash, recycling, etc. Inmates will be working in this 

area. 
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7.	 Provide secure bus access to Court Line, including bus 

loading/drop‐off bays adjacent to sallyports. Also provide 

adjacent secure staging area for buses awaiting access to 

the loading bays. 

8.	 Provide a tunnel or bridge connection between the CCTF 

and Twin Towers Correctional Facility to accommodate 

continuous inmate movement. 

a.	 Design the connection to allow mechanical 

transportation such as golf carts, people‐movers, etc. 

b.	 Ensure compliance with ADA requirements. 

INTERNAL BUILDING SECURITY 

1.	 Avoid blind spots. Ensure that lines‐of‐sight from all 

surveillance locations are clear and free of obstacles. 

2.	 Avoid narrow corridors and tight spaces that cause
 

bottlenecks.
 

3.	 Avoid hardware and other wall projections that can be used 

as weapons, or by inmates trying to resist control by staff. 

4.	 Locate any required cuffing slots at the sides of doors so 

inmates can be continuously controlled as doors are opened 

or closed. 

5.	 Use solid cell‐fronts and doors at cells and dormitories. 

6.	 Consider the use of vision panels in doors and the front 

walls of inmates cells and dormitories, especially where the 

mentally ill will be housed. 

7.	 Inside the security perimeter, swing the door out of the 

room to prevent an inmate’s ability to barricade themselves 

inside. 

8.	 Limit the number of door openings in sallyports. Ideally, 

there should be just two interlocking doors or gates. 

Provide total, clear visibility from the control room into the 

entire sallyport, including all of its doors. 

9.	 Provide glazing in doors and walls to allow surveillance by 

staff into inmate‐occupied areas. Provide a window sill 

height at 36" for rooms where staff will sit and provide 

visual supervision. Provide a window sill at 48" for areas 

monitored by roving patrol staff. 

10.	 Provide inmate showers and toilet rooms with appropriate 

privacy screening, while still allowing visual surveillance. 
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11.	 Design access into control rooms from a sallyport or secure 

(non‐inmate) corridor. 

12.	 Locate a subarmory with less‐than‐lethal weapons and 

emergency response gear on each housing floor. 

13.	 Ensure emergency response access as required per LASD 

policy. 

14.	 Provide fire alarms and smoke detectors as required by 

code and LASD policy. 

15.	 Provide personal duress alarms as required per LASD policy. 

16.	 Provide camera for visual surveillance and recording in the 

following areas: 

a.	 All inmate housing, program and recreation areas. 

b.	 All interview rooms. 

c.	 All visiting rooms. 

d.	 All hearing rooms. 

e.	 All facility shops. 

17.	 Provide audio surveillance in the following areas: 

a.	 All inmate cells and dormitories. 

b.	 All custody interview rooms. 

c.	 All visiting rooms. 

18.	 Mentally‐ill inmates may pose a high risk of danger both to 

self and others. Consider these potential risks in the layout 

and design features of all inmate/patient occupied areas. 

GENERAL BUILDING DESIGN 

Overall Considerations 

1.	 Develop a building design that will include consideration of 

both construction costs and long‐term operating costs, 

including access for building service and the quality of 

materials used in construction. 

2.	 Provide wheelchair accessibility (ADA) for: 

a.	 All visitor areas of the building. 

b.	 All staff areas of the building. Control rooms or other 

specific locations are exempted when the duty 

requirements of the position preclude individuals with 

disabilities from working in that functional area. 

c.	 All inmate areas of the building. Cells, dormitories and 

showers located on the upper‐tier (mezzanine) of the 

housing units are exempted. 
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3.	 Design all Housing Units to allow inmates to access program 

and recreation areas directly from their dayrooms. 

4.	 Provide acoustical control treatments to maintain 

confidentiality in treatment program consultation/interview 

rooms, video hearing rooms, and visiting rooms used by 

outside professionals (attorneys and law enforcement). 

5.	 All cabinets and drawers in fixed casework must be 

lockable. 

6.	 All refrigerators and freezers containing medications, 

specimens or other medical products must be lockable, 

including those in the pharmacy, laboratory, medication 

rooms, nourishment rooms and nurses’ stations. 

7.	 Location of kitchen and cooking areas below grade are not 

desirable. If design ultimately drives a below‐grade 

location, direct access to delivery docks must be 

accommodated. 

Designing for a Therapeutic Environment 

1.	 Provide natural light wherever possible. 

2.	 Provide windows in inmate cells and dormitories. Locate 

the windows to allow inmates a view. 

3.	 Provide durable, appropriate finishes reflective of a 

therapeutic atmosphere in a custody environment in all 

treatment program areas. 

4.	 Consider the use of color to augment therapeutic 

environments. Environmental and Therapeutic Issues in 

Psychiatric Hospital Design: Towards Best Practices notes 

recommendations as follows: 

a.	 “Monochromatic, bland color schemes and fashionable 

or trendy palettes or pastels should be avoided.” 

b.	 “Brighter colors may be preferred for patients with 

depression and some older adults, but they could be 

overstimulating for highly agitated patients.” 

c.	 “Warm blue tones often have a soothing or sedating 

effect . . . and they may be particularly suitable for the 

calmest areas.” 

d.	 “Blue‐green colors can have a negative effect on mood 

for patients with depression and less energy.” 

“Sunlight in patient rooms 
can promote recovery of 
psychiatric patients with 
severe depression.” 
Environmental and 
Therapeutic Issues in 
Psychiatric Hospital Design: 
Toward Best Practices 
Bradley E. Karlin, PH.D. & 
Robert A. Zeiss, Ph.D. 
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5.	 Consider the use of nature murals on the wall. Research 

indicates that views of nature, including murals, can help 

reduce stress levels of inmates and staff. (Farbstein, et. al.) 

6.	 In areas where mentally‐ill inmates will be housed and 

program, design features should augment suicide reduction 

measures. 

Technology 

1.	 Consider technology for inmate communication,
 

entertainment and education:
 

a.	 Accommodate the use of tablets or other similar 

devices in housing and program areas 

b.	 Evaluate the use of kiosks in the dayroom to 

accommodate grievances, commissary, etc. 

c.	 Evaluate the in‐cell use of fixed tablets or other similar 

devices for visiting, education, entertainment, 

grievances, commissary, etc. 

d.	 Provide master override at Housing Unit officer’s station 

to shutdown inmate access during night hours or 

emergencies. 

2.	 Provide secure WIFI capabilities throughout the building for 

staff and inmate networks. 

3.	 Accommodate separate computer networking for different 

departments or agencies, e.g. LASD, DMH, DPH/SUD, 

LASD/EBI (inmate access) 

4.	 Provide data and phone connectivity in all offices, 

workstations, conference rooms, copier/workrooms and 

staff rooms. 

5.	 Provide wall‐mounted flat screen monitors in all small and 

medium size conference rooms. In large conference rooms, 

provide ceiling‐mounted projection systems. 

6.	 Design building for RFI inmate wristband tracking and staff 

personal alarm devices. 

CORRECTIONAL TREATMENT CENTER (CTC) 

1.	 Design all CTC Modules and Nursing Unit to fully‐comply 

with CTC licensing requirements and standards. Refer to 

Appendix H for CTC Licensing Design Guidelines. 

“Given the length of 
exposure, the fact that 
inmates can’t leave, features 
of the setting (such as 
regulations, density, 
crowding, noise, lighting and 
thermal conditions) can have 
exaggerated impacts on the 
occupants.” 
Developing the Evidence for 
Evidence‐Based Design: The 
Impact of Simulated Nature 
Views on Stress in a 
Correctional Setting 
Jay Farbstein, Melissa 
Farling, and Richard Wener 

Making the best use of 

technology is desirable 

wherever appropriate for 

staff, security systems, and 

inmate programs. 

Vanir Construction Management, Inc. Solutions for Success	 Consolidated Correctional Treatment Facility 

IX-A-6
 



 
 

                                                                                                              
                  

 

 

              

                       

 

              

                  

               

                

                 

                 

               

      

                  

 

              

                

           

                

                   

                 

                  

                 

     

                  

                 

           

                  

                     

               

                

                  

                 

   

                        

     

                    

                  

       

                    

                   

                  

       

     

       

     

       

       

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

GUIDELINES FOR 
DESIGN & SECURITY INDEPENDENT REVIEW |COMPREHENSIVE REPORT 

a.	 Design one stand‐alone 60‐bed CTC Module (two 30‐

bed Nursing Units) to be licensed at the time the CCTF is 

activated. 

b.	 Design four stand‐alone 50‐bed CTC Modules (two 25‐

bed Nursing Units) to be licensable. These CTC Modules 

may be licensed subsequently, one at a time. 

c.	 To facilitate incremental licensing of the CTC Modules 

over time, ensure that all staff and services areas 

required to support the two Nursing Units within each 

CTC Module are included within the defined perimeter 

of the Module. 

2.	 Design all CTC Nursing Units to comply with licensing 

requirements: 

a.	 Ensure 8’‐0” wide corridors (minimum) within the 

Nursing Unit. Specific corridor widths may be required 

to be larger depending on design. 

b.	 Ensure that the distance between the nurses’ station 

entrance and the center of the doorway of the most 

remote patient room shall not exceed 90 linear feet. 

3.	 Ensure that all required services required for CTC Licensing 

have been designed to comply with CTC standards (e.g. 

Dental, Pharmacy). 

4.	 Ensure that any optional services being provided for CTC 

Licensing have been designed to comply with CTC standards 

(e.g. Radiology, Standby Emergency Services). 

5.	 Ensure that the path‐of‐travel for inmates, staff or services 

that are not specifically part of the CTC does not pass 

through any part of the Licensed CTC. 

6.	 Ensure that there is direct emergency elevator access 

between the CTC and the ambulance loading area. This 

adjacency is most important for the licensed, 60‐bed Acute 

CTC Module. 

7.	 Ensure that all of the CTC Modules are in close proximity to 

Outpatient Clinical Services. 

8.	 Locate the CTC Kitchen in close proximity to the CTC 

Modules. This adjacency is most important for the licensed, 

60‐bed Acute CTC Module. 

9.	 Do not incorporate the CDC Kitchen into the main cook‐chill 

kitchen that provides food services for other inmates in the 

CCTF. Collocation of these two functions could result in 

Ensure that the four 

licensable 50‐bed Subacute 

CTC Modules are designed 

as stand‐alone units, 

allowing them to be 

licensed one at a time. 

Vanir Construction Management, Inc. Solutions for Success	 Consolidated Correctional Treatment Facility 

IX-A-7
 



 
 

                                                                                                             
                  

 

 

             

                 

                   

           

            

                 

              

         

                    

               

                 

 

              

               

                   

                      

                     

                     

                   

              

           

 

                     

           

     

 

 

                

                     

       

                  

                   

         

              

                  

              

             

               

             

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

GUIDELINES FOR 
DESIGN & SECURITY INDEPENDENT REVIEW |COMPREHENSIVE REPORT 

complications resulting from the Public Health inspections 

that area required for licensing (either by compromising the 

CTC license, or conversely, opening the main kitchen to the 

rigors of the CTC inspection process). 

10.	 Design patient rooms, safety/seclusion rooms and 

observation rooms with the audio and video monitoring. 

11.	 Provide appropriate personal hygiene, supply and storage 

areas required for CTC licensing. 

12.	 Design patient rooms with 11’‐6” to 12’‐0” ceiling height to 

limit inmate tampering with lighting fixtures or sprinkler 

heads, or attempting suicide by tying off on ventilation 

grilles. 

13.	 Where grab bars are mandatory for accessibility 

compliance, use a configuration that will limit opportunities 

for inmates to attempt suicide by tying off on rails. 

14.	 Consider the use of epoxy floor coating in all Nursing Units. 

15.	 Provide a hose cabinet directly adjacent to all safety cells. 

The cabinet should be in the corridor outside the cell, but 

near enough to allow staff to hose down the room. 

16.	 Confirm patient furnishes during design to ensure 

appropriateness, durability and compliance with CTC 

regulations. 

17.	 CTC regulations require one tub room on every CTC floor. 

Confirm specific requirements and most appropriate 

location during design. 

ELEVATORS 

1.	 Provide dedicated Public elevators as required to allow 

visitors to travel from the Building Lobby to the Visiting area 

on each Housing Floor. 

2.	 Provide an elevator with direct, emergency access from the 

CTC and Clinical Services (near Urgent Care and Dialysis) to 

an ambulance loading area. 

3.	 Consider providing a dedicated elevator for transporting 

food between the Main Kitchen and the Housing Floors. 

4.	 The building design must consider inmate movement, 

security supervision and path‐of‐travel for goods and 

services. Locate elevators at appropriate circulation nodes. 

Provide appropriate security vestibules or control points. 
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5.	 Provide elevator operation emergency override in Main 

Control room. 

6.	 If there are mechanical rooms located on the roof of the 

building, one of the elevators must extend to the roof to 

allow access for maintenance equipment and materials.. 

FACILITIES & MAINTENANCE 

General 

1.	 Design inmate doors to allow installation of food boxes over 

the cuff slots. 

2.	 Evaluate the requirements for rooftop helipad to 

accommodate emergency evacuation and/or life‐flight. 

3.	 Use impact resistant glazing (“attack glass”) in inmate 

occupied areas. 

4.	 Consider the use of bullet resistant glazing on the exterior 

of the building, as determined by a comprehensive risk 

assessment of the site and the building envelope. 

5.	 Specify durable roofing system with consideration for 30‐

year, no dollar limit warranty. 

6.	 Consider locating the power plant away from the main jail 

building to provide better access and ease of service when 

large equipment (cranes) is needed. 

7.	 Consider providing redundancy for utility services, e.g. 

multiple feeds, smaller packages, etc. 

HVAC Systems 

1.	 Provide good ventilation in all inmate program areas, toilet 

rooms and janitor rooms. 

2.	 Provide interlock for HVAC systems to limit migration, and 

maximize removal of chemical agents when they are 

dispersed. 

Electrical/Data 

1.	 Provide sufficient electrical outlet in corridors and 

circulation areas to accommodate floor cleaning equipment. 

2.	 Incorporate additional data and electrical access passages 

throughout facility 

3.	 Integrate building management, security and life safety 

systems; ensure compatibility. 

Vanir Construction Management, Inc. Solutions for Success	 Consolidated Correctional Treatment Facility 
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4.	 Backup generators to handle the entire facility with 

redundancy. Provide UPS to handle critical systems during 

cut‐over. 

Plumbing 

1.	 Provide floor drains in inmate Housing Units as follows: 

a.	 All inmate showers. 

b.	 All housing unit mezzanine (upper tier) walkways 

outside of inmate cells and dormitories. 

c.	 All housing unit dayrooms (lower tier) outside of inmate 

cells and dormitories. 

2.	 Provide hose cabinets on all Housing Unit tiers for all inmate 

populations. 

3.	 Provide flush control system on inmate toilets to limit an 

inmate’s ability to flood their cell or dormitory. 

4.	 Provide water shutoff for each Housing Unit tier in a nearby 

mechanical room. 

5.	 Consider water shutoff for individual cells in adjacent 

plumbing chase. 

6.	 Reasonable physical access to all pipe chases must be 

provided. 

7.	 Maximize waste water lines in vertical configuration as 

much as possible. 

8.	 During design, evaluate the sanitation system to determine 

if code minimums will be adequate for the facility. 

9.	 Investigate the possibility of vacuum waste system (toilets) 

to reduce water usage. 

Vanir Construction Management, Inc. Solutions for Success	 Consolidated Correctional Treatment Facility 

IX-A-10
 



 
 

   
 

   

 

 

  
 

 
 

  

 
 

  

 
 

  

                                                                                                            
          

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 
INDEPENDENT REVIEW |COMPREHENSIVE REPORT 

VOLUME 6
 

GUIDELINES FOR DESIGN AND SECURITY
 

ADJACENCY DIAGRAMS
 

ROOM DATA SHEETS
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VOLUME 6 Adjacency Diagrams
 

USER GUIDE FOR THE ADJACENCY DIAGRAMS 

VI. ADJACENCY REQUIREMENTS FOR THE CCTF 

A. ADMINISTRATION 
1. CCTF Facility Administration ..................................................................................... AD-A01
 

2. Facility Staff Services ................................................................................................. AD-A02
 

3. Staff Training Center ................................................................................................. AD-A03
 

4. Data Services Bureau ................................................................................................ AD-A04
 

C. CUSTODY 
1. Facility Administration .............................................................................................. AD-C01
 

2. Facility Entry Lobby.................................................................................................... AD-C02
 

3. CISU Office Space (Outside Security) ......................................................................... AD-C03
 

4. CISU Support Space (Inside Security) ........................................................................ AD-C04
 

5. Court Transport Offices ............................................................................................. AD-C05
 

6. Court Transport Processing Area............................................................................... AD-C06
 

7. Court Transport Support Spaces................................................................................ AD-C07
 

8. Laundry Staging ....................................................................................................... AD-C08
 

9. Central Control and Armory....................................................................................... AD-C09
 

10. Visiting & Hearing Center........................................................................................... AD-C10
 

F. FORENSIC INPATIENT PROGRAM/CORRECTIONAL TREATMENT CENTER 
1. Forensic Inpatient Program/Correctional Treatment Center   

a. Options 1A, 1B, 2 and 4 ....................................................................................... AD-F01a
 

b. Option 3 in Downtown Los Angeles..................................................................... AD-F01b
 

c. Option 3 in Pitchess Detention Center ................................................................ AD-F01c
 

2. CTC Housing and Treatment Module......................................................................... AD-F02
 

H. HOUSING 
1. Housing Floor   

a. High Security Housing Floor................................................................................. AD-H01a
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b. Low Security Housing Floor ................................................................................. AD-H01b
 

2. High Security Housing Unit Support Services Core .................................................. AD-H02
 

3. Low Security Housing Unit Support Services Core ................................................... AD-H03
 

4. High Security Housing Unit ...................................................................................... AD-H04
 

5. Medical Outpatient Specialty Housing Unit  ............................................................. AD-H05
 

6. High Observation Housing (HOH) Unit  ..................................................................... AD-H06
 

7. Service Area Housing Unit  ........................................................................................ AD-H07
 

8. SUD Treatment Housing Unit – Level 3 .................................................................... AD-H08
 

9. SUD Treatment Housing Unit – Level 2 .................................................................... AD-H09
 

10. SUD Treatment Housing Unit – Level 1 .................................................................... AD-H10
 

M. MEDICAL 
1. Access to Care Administration ................................................................................. AD-M01
 

2. Outpatient Clinical Services ...................................................................................... AD-M02
 

3. Outpatient General Clinic ......................................................................................... AD-M03
 

4. Outpatient Specialty Clinic ....................................................................................... AD-M04
 

5. Radiology .................................................................................................................. AD-M05
 

6. Pharmacy .................................................................................................................. AD-M06
 

7. Pharmacy Dispensing ............................................................................................... AD-M07
 

8. Pharmacy Receiving & Warehousing ....................................................................... AD-M08
 

9. Dental & OMFS ......................................................................................................... AD-M09
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User Guide for the Adjacency Diagrams 

Adjacency diagrams are a tool used to illustrate the spatial relationships
 

between the functional areas or components that are identified on the
 

space lists. The purpose of the adjacency diagrams is to help the architects
 

organize the building during the design phase by providing information
 

about the strength of relationships between the functional components
 

within the building.
 

The importance, or strength, of the functional relationships may have to do
 

with operational characteristics, work flow, security requirements, inmate
 

movement, sight‐lines, materials management or a variety of other
 

characteristics. Organizing the building in conformance with these
 

relationships will ensure an efficient building design that supports the on‐

going, daily needs of the people who work and live there.
 

An adjacency diagram includes only those functional components that are
 

necessary to illustrate important relationships. They are not drawn to scale,
 

nor are they intended to represent a floor plan. The accuracy and strength
 

of the relationships indicated on the diagram will ultimately drive the design
 

of the floor plans.
 

A legend is included at the bottom of each adjacency diagram. In general, a
 

circle, or “bubble,” on a diagram indicates a function, a room, or a group of
 

rooms or functions (e.g., a housing unit). Lines between the bubbles
 

indicate a relationship between two bubbles, as well as the strength of the
 

relationship. An arrow typically indicates access patterns or circulation
 

pathways.
 

The adjacency diagrams in this section apply to all of the Options for the
 

Consolidated Correctional Treatment Facility. On each space list, refer to
 

the column labeled “Adj. Dia. No.” for any adjacency diagrams that are
 

applicable to the specific functional component.
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-A01 
CCTF ADMINISTRATION 

STAFF 
SERVICES 

CONF. 
CENTER 

MSB 

MENTAL 
HEALTH 

UNIT 

HEALTHCARE 
UNIT 

DPH 

SUD 
DMH 

SHARED 

See: AD-M01 

EXECUTIVE 
ADMIN. 

LASD 
ACCESS-TO-CARE 

WOMEN’S 
PROGRAM 

JMHS 

MEN’S 
PROGRAM 

CTC 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-A02 
FACILITY STAFF SERVICES 

WOMEN’S STAFF 
LOCKER ROOM 

MEN’S STAFF 
LOCKER ROOM 

TOILET 

SHOWER / 
DRESSING 

LOCKER 
ROOM 

(LARGE) 

TOILET 

SHOWER / 
DRESSING 

LOCKER 
ROOM 

(SMALL) 

LOCKER 
ROOM 

(LARGE) 

CORRIDOR 

BUNK 
ROOMS 

BUNK 
ROOMS 

TRAINING 
CENTER 

See: AD-A03 

PHYSICAL 
TRAINING 

STAFF MAIL 
BOXES 

VENDING 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-A03 
STAFF TRAINING CENTER 

LARGE 
CLASSROOM 

COMPUTER 
CLASSROOM 

CLASSROOMS 

SHARED 

CUSTODY MATROOM/ 
SUB-ARMORY/ ETC. 

CUSTODY 
STAFF 

MSB STAFF 

STAFF 
DEVELOPMENT 

& TRAINING 
OFFICES 

STAFF VENDING 

HEALTHCARE 
SKILLS LAB 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-A04 
DATA SERVICES BUREAU 

SUPERVISOR 

TECH 
SUPPORT 
ANALYST 

AIDE 

COPY/ 
SUPPLY 

ANALYST 
II 

HELP DESK GROUP 
OFFICES 

CO
RR

ID
O

R 

HELP DESK TECH LAB 

SERVER ROOM 

HELP DESK SECURE STORAGE 

CONFERENCE 
ROOM 

SENIOR 
ADMIN. 

ADMIN. II 

ADMIN. I 

COPY/ 
SUPPLY 

NETWORK 
GROUP 
OFFICES 

BUISINESS MACHINE 
TECH LAB 

NETWORK TECH LAB 

CCTV SERVER ROOM 

MAIN COMM. 

MPOE 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-C01 
FACILITY ADMINISTRATION 

FACILITY 
CAPTAIN 

OPERATIONS 
LIEUTENANTS 

WAITING 

SECRETARY 
OPS. 

DEPUTY 

FACILITY 
OPERATIONS 

COPY/ 
SUPPLY 

OPS. 
SERGEANT 

OPS. 
SECRETATIES 

OPS. 
ASSTS. 

CONFERENCE 
ROOM 

PPO 

BRIEFING 
ROOM 

LOGISTICS 
LEGAL 

SCHEDULING 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-C02 
FACILITY ENTRY LOBBY 

ENTRANCE VESTIBULE 

ADA 
FEMALE 
VISITOR 
TOILET 

SCREENING 
AREA JANITOR 

CLOSET 
GUN 

LOCKERS 

LOBBY AREA 

ADA 
MALE 

VISITOR 
TOILET 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 



 
 

   
 

    
  

   
 

 

 
 
 
 
 

 
 

  
 

       

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN ADJACENCY DIAGRAM INDEPENDENT REVIEW |COMPREHENSIVE REPORT 

Adjacency Diagram No.: AD-C03 
CISU OFFICE SPACE (OUTSIDE SECURITY) 

ENTRY 

SUPPORT 
OFFICES 

CONFERENCE 

INTERVIEW 
ROOM 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-C04 
CISU SUPPORT SPACE (INSIDE SECURITY) 

STAGING 

VESTIBULE 

CORRIDOR 

INTERVIEW 
ROOM 

INTERVIEW 
ROOM 

INTERVIEW 
ROOM 

HOLDING 
CELL 

HOLDING ROOM HOLDING 
CELL 

HOLDING 
CELL 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-C05 
COURT TRANSPORT OFFICES 

COURT LINE 
& TRANSPORTATION 
OFFICES 

SUPERVISOR 
OFFICE 

(Court Transport) 

WORK & BRIEFING 
ROOM 

COPY 
AREA 

SUPERVISOR 
OFFICE 

(Transportation) 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-C06 
COURT TRANSPORT PROCESSING AREA 

RFID 
SCAN 

RFID 
SCAN 

BUS LOADING AND UNLOADING AREA 

SPECIAL 
DESK 

FEMALE 
PROCESSING 

AREA 

50-PERSON 
STAGING CELLS 

MALE 
SALLYPORT 

CCTF SALLYPORT 

16-PERSON 
STAGING 

CONTROL 
BOOTH INDIVIDUAL 

STAGING CELLS 

32-PERSON 
STAGING 

SEARCH 
/SCAN 

INDIVIDUAL 
STAGING CELLS 

16-PERSON 
STAGING 

SEARCH 
/SCAN 

PROCESSING 
BOOTH 

TTCF SALLYPORT 

MALE 
SALLYPORT 

SPECIAL 
SALLYPORT 

FEMALE 
SALLYPORT 

FEMALE 
SALLYPORT 

COURT 
TRANSPORT 

SUPPORT 

MALE 
PROCESSING 

AREA 

TRANSFER 
CENTER 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-C07 
COURT TRANSPORT SUPPORT SPACES 

COURT 
TRANSPORT 

SUPPORT 
SPACES STAFF 

TOILET 

SUB-
ARMORY 

STAFF 
BREAK/ 
READY 
ROOM 

JANITOR 
CLOSET 

COURT TRANSPORT PROCESSING AREA
 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-C08 
LAUNDRY STAGING 

STORAGE 
AREA 

STAFF 
TOILET 

TRUCK/DELIVERY BAY 

LAUNDRY 
DELIVERY 

DOCK 

LAUNDRY 
PICK-UP 

DOCK 

LAUNDRY 
OFFICE 

LAUNDRY 
STAGING/ 
STORAGE 

AREA 

CLEAN 
CART 

STAGING 

SOILED 
CART 

STAGING 

LAUNDRY 
MACHINES 

SOILED 
LAUNDRY 

AREA 

CLEAN 
LAUNDRY 
AREA 

INMATE 
TOILET 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-C09 
CENTRAL CONTROL AND ARMORY 

ARMORY
 

MAIN 
CONTROL 

ROOM 

SALLYPORT 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 
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Adjacency Diagram No.: AD-C10 
VISITING & HEARINGS CENTER 

VISITING 
ROOM 

VISITING 
ROOM 

VISITING 
ROOM 

VISITING 
ROOM 

CUSTODY 

VISITOR 
PROCESSING 

LOBBY 
VIDEO VISITING 

CUST. 

INMATE 
PROCESSING 

JAIL 

VESTIBULE 

HEARING 
ROOM 

HEARING 
ROOM 

HEARING 
ROOM 

HEARING 
ROOM 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-F01a 
FORENSIC INPATIENT PROGRAM/CORRECTIONAL TREATMENT CENTER (CTC) 

DMH 
CTC 

ADMINISTRATION 

CTC 
DIETARY 
KITCHEN 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC ACUTE 
(LICENSED) 

CTC HOUSING MODULE 
(60 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC SUB-ACUTE 
(LICENSABLE) 

CTC HOUSING MODULE 
(50 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC SUB-ACUTE 
(LICENSABLE) 

CTC HOUSING MODULE 
(50 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC SUB-ACUTE 
(LICENSABLE) 

CTC HOUSING MODULE 
(50 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC SUB-ACUTE 
(LICENSABLE) 

CTC HOUSING MODULE 
(50 BEDS) 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-F01b 
FORENSIC INPATIENT PROGRAM/CORRECTIONAL TREATMENT CENTER (CTC) 

DMH 
CTC 

ADMINISTRATION 

CTC 
DIETARY 
KITCHEN 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC ACUTE 
(LICENSED) 

CTC HOUSING MODULE 
(40 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC SUB-ACUTE 
(LICENSABLE) 

CTC HOUSING MODULE 
(40 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC SUB-ACUTE 
(LICENSABLE) 

CTC HOUSING MODULE 
(40 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC SUB-ACUTE 
(LICENSABLE) 

CTC HOUSING MODULE 
(40 BEDS) 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-F01c 
FORENSIC INPATIENT PROGRAM/CORRECTIONAL TREATMENT CENTER (CTC) 

DMH 
CTC 

ADMINISTRATION 

CTC 
DIETARY 
KITCHEN 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC ACUTE 
(LICENSED) 

CTC HOUSING MODULE 
(40 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

MEDICAL 
(LICENSED) 

CTC HOUSING MODULE 
(40 BEDS) 

See: AD-F02 

CTC 
SUPPORT 
SERVICES 

FIP/CTC SUB-ACUTE 
(LICENSABLE) 

CTC HOUSING MODULE 
(40 BEDS) 

MSB 
HEALTHCARE 

UNIT 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-F02 
CTC HOUSING AND TREATMENT MODULE 

NURSING UNIT 

NURSING 
UNIT 

CENTRAL 
NURSING 

CENTRAL 
NURSING 

CUST. 

CUST. 

CTC HOUSING 
MODULE 

CTC SUPPORT 
SERVICES 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H01a
 
HIGH SECURITY HOUSING FLOOR
 

HOUSING UNIT 

HSG FLOOR 
CONTROL RM 

AT MEZZ. 

See: 
AD-H04 
AD-H06 

HOUSING UNIT 
See: 
AD-H04 
AD-H06 

HOUSING UNIT 
See: 
AD-H04 
AD-H06 

HOUSING UNIT 
See: 
AD-H04 
AD-H06 

SUPPORT 
SERVICES CORE 

See: 
AD-H02 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H01b
 
LOW SECURITY HOUSING FLOOR
 

HOUSING UNIT 

HSG FLOOR 
CONTROL RM 

AT MEZZ. 

See: 
AD-H05 
AD-H07 
AD-H08 
AD-H09 
AD-H10 

HOUSING UNIT 

HOUSING UNIT HOUSING UNIT 

SUPPORT 
SERVICES CORE 

See: 
AD-H03 

See: 
AD-H05 
AD-H07 
AD-H08 
AD-H09 
AD-H10 

See: 
AD-H05 
AD-H07 
AD-H08 
AD-H09 
AD-H10 

See: 
AD-H05 
AD-H07 
AD-H08 
AD-H09 
AD-H10 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H02 
HIGH SECURITY HOUSING UNIT SUPPORT SERVICES CORE 

ELEVATORS 

SATELLITE 
CLINIC 

DENTAL 
SUITE 

LAB/ 
POC 

MEDICAL 

PILL 
CALL 

HOUSING 
SUPPORT 

STAFF 
AREAS 

AT 
MEZZANINE 

NON-CONTACT 
VISITING 

HOUSING 
FLOOR 

CONTROL 

FACILITY 
SUPPORT AT 
MEZZANINE 

SGT’S 
OFFICE 

HOUSING UNIT 
See: 
AD-H04 
AD-H06 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H03 
LOW SECURITY HOUSING UNIT SUPPORT SERVICES CORE 

SATELLITE 
CLINIC 

LAB/ 
POC 

MEDICAL 

PILL 
CALL 

HOUSING 
SUPPORT 

STAFF 
AREAS 

AT 
MEZZANINE 

NON-CONTACT 
VISITING 

HOUSING 
FLOOR 

CONTROL 

FACILITY 
SUPPORT AT 
MEZZANINE 

ELEVATORS 

SGT’S 
OFFICE 

HOUSING UNIT 
See: 
AD-H05 
AD-H07 
AD-H08 
AD-H09 
AD-H10 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H04
 
HIGH SECURITY HOUSING UNIT
 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

OFFICE & 
SUPPORT 

SPACE 

PR
O

GR
AM

 S
PA

CE
 

FOOD 
PREP 

DAY ROOM 

OUTDOOR 
RECREATION 

DAY ROOM 

HOUSING UNIT CONTROL ROOM 
AND CATWALK AT MEZZANINE 

AT SINGLE-CELLS ONLY 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

SUPPORT SERVICES CORE 
See: AD-H03 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H05 
MEDICAL OUTPATIENT SPECIALTY HOUSING UNIT 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

OFFICE & 
SUPPORT 

SPACE 

PR
O

GR
AM

 S
PA

CE
 

FOOD 
PREP 

DAY ROOM 

OUTDOOR 
RECREATION 

DAY ROOM 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

CUST. CUST. 

SUPPORT SERVICES CORE 
See: AD-H03 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H06 
HIGH OBSERVATION HOUSING (HOH) UNIT 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

OFFICE & 
SUPPORT 

SPACE 

PR
O

GR
AM

 S
PA

CE
 

FOOD 
PREP 

DAY ROOM 

OUTDOOR 
RECREATION 

DAY ROOM 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

CUST. CUST. 

SUPPORT SERVICES CORE 
See: AD-H02 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H07 
SERVICE AREA HOUSING UNIT 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

OFFICE & 
SUPPORT 

SPACE 

PR
O

GR
AM

 S
PA

CE
 

FOOD 
PREP 

DAY ROOM 

OUTDOOR 
RECREATION 

DAY ROOM 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

CUST. CUST. 

SUPPORT SERVICES CORE 
See: AD-H03 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H08 
SUD TREATMENT PROGRAM HOUSING UNIT – LEVEL 3 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

OFFICE & 
SUPPORT 

SPACE 

PR
O

GR
AM

 S
PA

CE
 

FOOD 
PREP 

DAY ROOM 

OUTDOOR 
RECREATION 

DAY ROOM 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

CUST. CUST. 

SUPPORT SERVICES CORE 
See: AD-H03 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H09 
SUD TREATMENT PROGRAM HOUSING UNIT – LEVEL 2 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

OFFICE & 
SUPPORT 

SPACE 

PR
O

GR
AM

 S
PA

CE
 

FOOD 
PREP 

DAY ROOM 

OUTDOOR 
RECREATION 

DAY ROOM 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

CUST. CUST. 

SUPPORT SERVICES CORE 
See: AD-H03 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-H10 
SUD TREATMENT PROGRAM HOUSING UNIT – LEVEL 1 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

OFFICE & 
SUPPORT 

SPACE 

PROGRAM 
SPACE 

FOOD 
PREP 

DAY ROOM 

OUTDOOR 
RECREATION 

HOUSING 

HOUSING AT 
MEZZANINE 

HOUSING 

CUST. 

SUPPORT SERVICES CORE 
See: AD-H03 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-M01 
ACCESS TO CARE ADMINISTRATION 

PERSONNEL 

BUDGET & 
PERSONNEL 

COMMANDER 

NURSING 
RECRUITMENT 

BUDGETS 

MEDICAL 
BILLING 

CONTRACTS 
& GRANTS 

MENTAL HEALTH 
UNIT 

CAPTAIN 

HEALTH CARE UNIT 

CAPTAIN 

ADMINISTRATION 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 



 
 

   
 

    
   

 
 

 
 
 

 
  

 
 

 
 

 

 
 

 

 
 

 
 

 
 

 
 

 
 
 

 
 

 
 

 
 

 

 
 

 
 

 
 

 
 
 

 
 

 

 
 

 
 
 

 

 
 

 
 

 
 

 
 
 

 
 
 

 
 

 

 
 

 
 

 
 

 
 

 
 

 

 

 

 

 
 
 

 
 

 

 
 
 

 
 

       

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN ADJACENCY DIAGRAM INDEPENDENT REVIEW |COMPREHENSIVE REPORT 

Adjacency Diagram No.: AD-M02
 
OUTPATIENT CLINICAL SERVICES
 

STAFF 
SUPPORT 

CLINIC 
STAFF 

EMR/ 
HIM 

NURSING 
ADMIN 

DENTAL 
ENT/OMFS 

RADIOLOGY 

AMBULANCE ACCESS 

OUTPATIENT 
GENERAL CLINIC 

OB/GYN 

SPECIALIST 

ORTHO/ 
PHYSICAL 
THERAPY 

EYE LINE 

DIALYSIS 

URGENT 
CARE 

ENTRY 

CONTROL 

SPECIAL 
NEEDS 

WAITING 
GENERAL 
WAITING 

SPECIALTY 
CLINIC 

GENERAL 
SERVICES 

STAFF & SUPPORT SERVICES 

See: AD-M05 

See: AD-M03 

See: AD-M04 

LAB 

See: AD-M09 

SATELLITE 
PHARMACY 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-M03 
OUTPATIENT GENERAL CLINIC 

FROM INMATE 


NURSES’ 
STATION 

SPUTUM 
CHAMBER 

EQUIP. 
ALCOVE 

CUSTODY 
STATION 

GEN. 
EXAM 

ROOMS 
TYPE 1 

SCREENING 
ALCOVE 

GEN. 
EXAM 

ROOMS 
TYPE 2 

GEN. 
EXAM 

ROOMS 
TYPE 3 

MED 
ROOM 

RADIOLOGY 
See: AD-M05 

CLINICAL 
STAFF 
AREAS 

GENERAL CLINIC 

WAITING 

SOILED 
UTILITY/ 

LINEN 

CLEAN 
UTILITY/ 

LINEN 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-M04
 
OUTPATIENT SPECIALTY CLINIC
 

SOILED 
UTILITY/ 

LINEN 

NURSES’ 
STATION 

CLINICAL 
EQUIP. 

STORAGE 

OB/GYN 

ORTHO/ 
PHYSICAL 
THERAPY 

EYE LINE 

DIALYSIS 

CUSTODY 
STATION 

SPECIAL 
EXAM 

SPECIALTY 
CLINIC 

CLEAN 
UTILITY/ 

LINEN 

INMATE 
SHOWER 

FROM INMATE 
WAITING 

MED 
ROOM 

AMBULANCE 
ACCESS 

URGENT 
CARE 

CLINICAL 
STAFF 
AREAS 

RADIOLOGY 
See: AD-M05 

DENTAL 
ENT/OMFS 

See: AD-M09 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-M05 
RADIOLOGY 

FROM WAITING FROM WAITING
 

CNTRL 

R/F 
DIAGNOSTIC 

CT 
DIAGNOSTIC 

CNTRL 

MOBILE 
X-RAY 

STORAGE 

STAFF 
TOILETS 

SUPERVISOR 

PAC 
COORDINATOR 

RADIOLOGIST 
READING 

ROOM 

RADIOLOGY 
TECHNICIANS 

CLERKS 

FILE 
STORAGE 

STAFF AREA 

RADIOLOGY DIAGNOSTIC 
AREA 

CNTRL 

R/F 
DIAGNOSTIC 

I/T 

ULTRA-
SOUND 

DRESS 

MAMMO 

I/T 

DRESS 

MAMMOGRAM & 
ULTRASOUND 
DIAGNOSTICS 

R/F & CT DIAGNOSTIC 
PROCEDURES 

I/T 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-M06 
PHARMACY 

SECURE 
VESTIBULE 

DISPENSING 

LOADING 
DOCK 

CORRIDOR 

RECEIVING 

WAREHOUSE 

STAFF 
SUPPORT 

Refer to AD-M08 
for more detail. 

Refer to AD-M07 
for more detail. 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-M07 
PHARMACY DISPENSING 

SUPV. 
PHARMACIST 

SR. 
TYPIST/ 
CLERK 

SECURE 
VESTIBULE 

CORRIDOR 

NURSE 
PICK-UP 

WINDOW 

STAFF 
ROOM 

SUPPORT 

AUTOMED 
MACHINE 

PICK 
STATIONS 

DISPENSING 

TRANSFER 
CART 

STAGING 

HOOD 

PHARMACY 
TECHNICIAN 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-M08 
PHARMACY RECEIVING & WAREHOUSING 

LOADING 
DOCK 

STAGING 

WORKSTATION 

PHARMACIST 

PHARMACY 
HELPER 

STAFF 

TALYST 
CAROUSEL 

REFRIGERATION 

SHELVES 

FREEZER 

BULK 
STORAGE 

FILES 

DIAGRAM LEGEND 

=  Functional Area 

=  Functional Area within Another 

=  Mandatory Relationship 

=  Strong Relationship 

=  Desirable Relationship 

=  Negative/Undesirable Relationship 

=  Visual Surveillance Required 

=  Secured/Controlled Access Point 

=  Vehicle Access/Circulation 

=  Public Access/Circulation 

=  Restricted Access/Circulation 

=  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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Adjacency Diagram No.: AD-M09 
DENTAL & ENT/OMFS 

STERILIZATION 
WORKROOM ENT/OMFS SUITE 

DENTAL 
MECH. ROOM 

CORRIDOR 

SHARED 
SUPPORT 

PANOGRAPH 
X-RAY 

DENTAL 
OPERATORY 

SUITE 

DENTAL 
LAB 

DIAGRAM LEGEND 

=  Functional Area =  Desirable Relationship =  Vehicle Access/Circulation 

=  Functional Area within Another =  Negative/Undesirable Relationship =  Public Access/Circulation 

=  Mandatory Relationship =  Visual Surveillance Required =  Restricted Access/Circulation 

=  Strong Relationship =  Secured/Controlled Access Point =  Secure Access/Circulation 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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VOLUME 6
 

GUIDELINES FOR DESIGN AND SECURITY 

ADJACENCY DIAGRAMS 

ROOM DATA SHEETS
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VOLUME 6 Room Data Sheets
 

USER GUIDE FOR THE ROOM DATA SHEETS 

VI. ROOM REQUIREMENTS FOR THE CCTF 

A. ADMINISTRATIVE SPACES 
1. Offices 

a. Level 6 – Office .................................................................................................... A-01a
 

b. Level 4 – Office .................................................................................................... A-01b
 

c. Level 3 – Office .................................................................................................... A-01c
 

d. Level 2 – Office .................................................................................................... A-01d
 

e. Level 1 – Office .................................................................................................... A-01e
 

2. Workstations 
a. Level 6 – Workstation .......................................................................................... A-02a
 

b. Level 5 – Workstation .......................................................................................... A-02b
 

c. Level 4 – Workstation .......................................................................................... A-02c
 

d. Level 3 – Workstation .......................................................................................... A-02d
 

e. Level 2 – Workstation .......................................................................................... A-02e
 

f. Level 1 – Workstation .......................................................................................... A-02f
 
3. Conference Rooms 

a. Conference Room – 50 ........................................................................................ A-03a
 

b. Conference Room – 25 ........................................................................................ A-03b
 

c. Conference Room – 20 ........................................................................................ A-03c
 

d. Conference Room – 16 ........................................................................................ A-03d
 

e. Conference Room – 12 ........................................................................................ A-03e
 

f. Conference Room – 8 .......................................................................................... A-03f
 
4. Work/Copy Rooms 

a. Copy/Work – A .................................................................................................... A-04a
 

b. Copy/Work – B .................................................................................................... A-04b
 

c. Copy/Work – C .................................................................................................... A-04c
 

d. Copy/Work – D .................................................................................................... A-04d
 

e. Custody Staff Mailboxes ..................................................................................... A-04e
 

f. MSB Staff Mailboxes ........................................................................................... A-04f
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5. Break/Staff Rooms 
a. Break Room – A ................................................................................................... A-05a
 

b. Break Room – B ................................................................................................... A-05b
 

c. Break Room – C ................................................................................................... A-05c
 

d. Staff Room – A .................................................................................................... A-05d
 

e. Staff Room – B ..................................................................................................... A-05e
 

f. Lactation Room ................................................................................................... A-05f
 
6. File Rooms 

a. File Room – A ...................................................................................................... A-06a
 

b. File Room – B ...................................................................................................... A-06b
 

c. File Room – C ....................................................................................................... A-06c
 

d. File Room – D ....................................................................................................... A-06d
 

7. Training Room 
a. Training/Classroom.............................................................................................. A-07a
 

b. Healthcare Skills Lab ............................................................................................ A-07b
 

c. Computer Lab ...................................................................................................... A-07c
 

d. Multipurpose Room............................................................................................. A-07d
 

e. Briefing Room ...................................................................................................... A-07e
 

f. Mat Room ....................................................................................................... A-07f
 
g. Classroom ....................................................................................................... A-07g
 

B. BUILDING SERVICES 
1. Vestibule ...................................................................................................... B-01
 

2. Lobby ....................................................................................................... B-02
 

3. Toilets 
a. Men’s Toilet ....................................................................................................... B-03a
 

b. Women’s Toilet.................................................................................................... B-03b
 

c. Inmate Toilet ....................................................................................................... B-03c
 

d. Visitor Toilet ....................................................................................................... B-03d
 

e. Unisex Toilet – Staff ............................................................................................ B-03e
 

f. Unisex Toilet – Inmate ........................................................................................ B-03f
 
4. Janitor Closet 

a. Janitor Closet – A ................................................................................................. B-04a
 

b. Janitor Closet – B ................................................................................................. B-04b
 

c. Janitor Closet – C ................................................................................................. B-04c
 

d. Janitor Closet – D ................................................................................................. B-04d
 

e. Housekeeping Closet – A .................................................................................... B-04e
 

Vanir Construction Management, Inc. Solutions for Success 



 
 

 

 
  

 
   

      
      
    

       
       
        
        
        

  
      
      

  
     
     

    
    
    

     
     
     
    
     
     
    
     
    

      
  

       
       
       

  
     
     
     
     
      

                                                                                                             
                     

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

INDEX INDEPENDENT REVIEW |COMPREHENSIVE REPORT 

f. Housekeeping Closet – B ..................................................................................... B-04f
 
5. Vending ....................................................................................................... B-05
 

6. Storage 
a. Storage – A ....................................................................................................... B-06a
 

b. Storage – B ....................................................................................................... B-06b
 

c. Storage – C ....................................................................................................... B-06c
 

d. Storage – D ....................................................................................................... B-06d
 

e. Storage – E ....................................................................................................... B-06e
 

7. Secure Storage 
a. Secure Storage – A .............................................................................................. B-07a
 

b. Secure Storage – B  ............................................................................................. B-07b
 

8. Laundry 
a. Clean Linen ....................................................................................................... B-08a
 

b. Soiled Linen ....................................................................................................... B-08b
 

9. Warehouse 
a. General Warehouse ............................................................................................. B-09a
 

b. Warehouse with Caged Storage .......................................................................... B-09b
 

10. Shops 
a. Electrical Shop ..................................................................................................... B-10a
 

b. Plumbing Shop .................................................................................................... B-10b
 

c. Sheet Metal Shop ................................................................................................ B-10c
 

d. Locksmith Shop ................................................................................................... B-10d
 

e. Elevator Shop ...................................................................................................... B-10e
 

f. Masonry Shop ..................................................................................................... B-10f
 
g. Refrigeration/Steamfitter Shop .......................................................................... B-10g
 

h. General Maintenance/Kitchen Shop ................................................................... B-10h
 

i. A/V Security and Technology Shop ..................................................................... B-10i
 
11. Loading Dock 

a. Loading Dock – General Delivery ........................................................................ B-11a
 

b. Loading Dock – Clean Linen ................................................................................ B-11b
 

c. Loading Dock – Soiled Linen ................................................................................ B-11c
 

12. Facilities Support 
a. Communications ................................................................................................. B-12a
 

b. Computer Networking ........................................................................................ B-12b
 

c. Security Electronics ............................................................................................. B-12c
 

d. FSB Workroom/Storage ...................................................................................... B-12d
 

e. Tech Lab ....................................................................................................... B-12e
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f. Server Room ....................................................................................................... B-12f
 
g. Main Communications Room ............................................................................. B-12g
 

h. MPOE ....................................................................................................... B-12h
 

C. CUSTODY 
1. Control 

a. Main Control Room ............................................................................................. C-01a
 

b. Housing Floor Control Room ............................................................................... C-01b
 

c. Housing Unit Control Room ................................................................................ C-01c
 

d. Housing Pod Control Station ............................................................................... C-01d
 

e. Housing Pod Custody Station............................................................................... C-01e
 

f. Custody Station ................................................................................................... C-01f
 
2. Sallyport 

a. Main Sallyport ..................................................................................................... C-02a
 

b. Large Sallyport .................................................................................................... C-02b
 

c. Small Sallyport ..................................................................................................... C-02c
 

d. Visiting Sallyport ................................................................................................. C-02d
 

e. Sallyport Control Booth ....................................................................................... C-02e
 

3. Armory 
a. Main Armory ....................................................................................................... C-03a
 

b. Weapons Maintenance ....................................................................................... C-03b
 

c. Sub-Armory – Small ............................................................................................. C-03c
 

d. Sub-Armory – Large ............................................................................................ C-03d
 

e. Emergency Response Equipment Room ............................................................. C-03e
 

f. Chemical Agents Storage .................................................................................... C-03f
 
4. Search 

a. Search Room ........................................................................................................ C-04a
 

b. Safety Scanner Room – 3 Scanners ..................................................................... C-04b
 

c. Safety Scanner Room – 2 Scanners ..................................................................... C-04c
 

5. Holding/Staging Cells 
a. Staging A – Large Multiperson (50, ADA) ............................................................ C-05a
 

b. Staging B – Medium Multiperson (32, ADA) ....................................................... C-05b
 

c. Staging C – Small Multiperson (16, ADA) ............................................................ C-05c
 

d. Staging D – Small Multiperson (10, ADA) ............................................................ C-05d
 

e. Staging E – Small Multiperson (5, ADA) .............................................................. C-05e
 

f. Staging F – Secure Holding .................................................................................. C-05f
 
g. Staging G – Chain Up Cell .................................................................................... C-05g
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6. Custody/Inmate Interview 
a. Inmate Interview Room ...................................................................................... C-06a
 

b. Vestibule/Staging Room ..................................................................................... C-06b
 

c. Entry Vestibule .................................................................................................... C-06c
 

7. Custody Lockers 
a. Gun Lockers ......................................................................................................... C-07a
 

b. Cell Phone Lockers .............................................................................................. C-07b
 

H. INMATE HOUSING 
1. Cells 

a. Single Occupancy Cell ......................................................................................... H-01a
 

b. Double Occupancy Cell ....................................................................................... H-01b
 

c. Single Occupancy Cell – ADA  .............................................................................. H-01c
 

d. Double Occupancy Cell – ADA ............................................................................. H-01d
 

e. Individual Holding Cell ........................................................................................ H-01e
 

f. Assessment/Observation Cell ............................................................................. H-01f
 
2. Dormitories 

a. 4 Person Dormitory ............................................................................................. H-02a
 

b. 6 Person Dormitory ............................................................................................. H-02b
 

c. 10 Person Dormitory ........................................................................................... H-02c
 

d. 12 Person Dormitory ........................................................................................... H-02d
 

e. 20 Person Dormitory ........................................................................................... H-02e
 

3. Dayrooms 
a. Dayroom – A ........................................................................................................ H-03a
 

b. Dayroom – B ........................................................................................................ H-03b
 

c. Dayroom – C ........................................................................................................ H-03c
 

d. Dayroom – D ....................................................................................................... H-03d
 

4. Inmate Housing Restrooms/Showers 
a. Standard Shower ................................................................................................. H-04a
 

b. ADA Shower ........................................................................................................ H-04b
 

c. Lavatory, Toilet, Shower – A ............................................................................... H-04c
 

d. Lavatory, Toilet, Shower – B ................................................................................ H-04d
 

e. Lavatory, Toilet, Shower – C ................................................................................ H-04e
 

f. Lavatory, Toilet, Shower – D................................................................................ H-04f
 
5. Visitation (Inmate Side) 

a. Non-Contact Visitation ........................................................................................ H-05a
 

b. Non-Contact Visitation (ADA) .............................................................................. H-05b
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I. KITCHEN 
1. Kitchen Services 

a. Food Prep/Pantry (Re-therm Kitchen) ................................................................ I-01a
 

M. MEDICAL/MENTAL HEALTH 
1. Inmate Patient Room 

a. Inmate Patient Room – Single ............................................................................. M-05a
 

b. Inmate Patient Room Single – Isolation .............................................................. M-05b
 

c. Not Used 
d. Inmate Patient Room – Observation .................................................................. M-05d
 

e. Inmate Patient Room – Restraint ....................................................................... M-05e
 

2. Clinical 
a. General Exam Room – Type 1 ............................................................................. M-02a
 

b. General Exam Room – Type 2 ............................................................................. M-02b
 

c. General Exam Room – Type 3 ............................................................................. M-02c
 

d. Screening/Assessment Alcove ............................................................................ M-02d
 

e. Nurses’ Station .................................................................................................... M-02e
 

f. Medication Room ................................................................................................ M-02f
 
3. Laboratory Point of Care 

a. Blood Draw .......................................................................................................... M-03a
 

b. Lab Workroom .................................................................................................... M-03b
 

4. Urgent Care 
a. Standard Patient Bay ........................................................................................... M-04a
 

b. Trauma Room ...................................................................................................... M-04b
 

c. Special Procedures Room ................................................................................... M-04c
 

d. Medical Observation Room ................................................................................ M-04d
 

5. Orthopedic/Physical Therapy 
a. Physical Therapy ................................................................................................. M-05a
 

b. OB/GYN ............................................................................................................... M-05b
 

c. Ophthalmology ................................................................................................... M-05c
 

d. Equipment Storage (Physical Therapy) ............................................................... M-05d
 

6. Clinical Support Areas 
a. Equipment Storage ............................................................................................. M-06a
 

b. Supply Storage .................................................................................................... M-06b
 

c. Clean Linen/Utility Room .................................................................................... M-06c
 

d. Soiled Linen/Utility Room ................................................................................... M-06d
 

Vanir Construction Management, Inc. Solutions for Success 



 
 

 

 
  

 
   

     
     
    
     

   
     
      
      
     

    
     
    
    
     
     
    
    
     

      
    

  
     
      
    
     

  
     
     
     
     
     
     
     

    
     
     
     

                                                                                                             
                     

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

INDEX INDEPENDENT REVIEW |COMPREHENSIVE REPORT 

e. Biohazard Waste Holding .................................................................................... M-06e
 

f. Chart Storage ...................................................................................................... M-06f
 
g. Clinical Janitor Room – A ..................................................................................... M-06g
 

h. Clinical Janitor Room – B ..................................................................................... M-06h
 

7. Clinical Staff Area 
a. Specialist/Consulting Chart Room ...................................................................... M-07a
 

b. Clinic Copy/Work Room ...................................................................................... M-07b
 

c. Clinic Staff Room ................................................................................................. M-07c
 

d. Nursing Office ..................................................................................................... M-07d
 

8. Radiology/Fluoroscopy (R/F) Services 
a. R/F Diagnostics .................................................................................................... M-08a
 

b. R/F Control Room ................................................................................................ M-08b
 

c. Computed Tomography (CT) ............................................................................... M-08c
 

d. CT Control Room ................................................................................................. M-08d
 

e. Mammography .................................................................................................... M-08e
 

f. Ultrasound ........................................................................................................... M-08f
 
g. Mobile X-Ray ....................................................................................................... M-08g
 

h. Dressing Room .................................................................................................... M-08h
 

i. Dressing Room – ADA ......................................................................................... M-08i
 
j. Radiologist Reading Room .................................................................................. M-08j
 

9. Dialysis Clinic 
a. Dialysis Station .................................................................................................... M-09a
 

b. Secure Dialysis Station ........................................................................................ M-09b
 

c. Dialysis Machine/Work Room ............................................................................. M-09c
 

d. Dialysis Water Room ........................................................................................... M-09d
 

10. Pharmacy 
a. Pharmacy Entrance ............................................................................................. M-10a
 

b. Pharmacy Technician .......................................................................................... M-10b
 

c. Med Cart Filling ................................................................................................... M-10c
 

d. Pharmacy Bulk Storage ....................................................................................... M-10d
 

e. Pharmacy Secure Storage ................................................................................... M-10e
 

f. Expired/Waste Medication Storage .................................................................... M-10f
 
g. Satellite Pharmacy .............................................................................................. M-10g
 

11. Dental 
a. Dental Operatory ................................................................................................ M-11a
 

b. Dental Workstation ............................................................................................. M-11b
 

c. Dental Laboratory ............................................................................................... M-11c
 

Vanir Construction Management, Inc. Solutions for Success 



 
 

 

 
  

 
   

     
     
    
    
    

    
     
    
     
    
     
      
     
    

 
  

    
   

    
    

    
  

      
     
     
     

   
     
     
      
      
     
     
       
     

     
   

                                                                                                             
                     

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

INDEX INDEPENDENT REVIEW |COMPREHENSIVE REPORT 

d. Dental Mechanical Room .................................................................................... M-11d
 

e. Not Used ..............................................................................................................
 
f. Not Used ..............................................................................................................
 
g. Panograph X-Ray ................................................................................................. M-11e
 

h. Sterilization Workroom ....................................................................................... M-11f
 
12. Correctional Treatment Center (CTC) 

a. Anteroom/Sub-Utility Vestibule ......................................................................... M-12a
 

b. Nourishment Room ............................................................................................. M-12b
 

c. CTC Consultation/Interview Room ..................................................................... M-12c
 

d. Safety Room ........................................................................................................ M-12d
 

e. Central Sterile Supply .......................................................................................... M-12e
 

f. CTC Nurses’ Station ............................................................................................. M-12f
 
g. CTC General Storage ........................................................................................... M-12g
 

h. CTC Lavatory, Toilet, Shower .............................................................................. M-12h
 

P. PROGRAM AREAS 
1. Not Used 
2. Interview Room 

a. Contact Interview Room ..................................................................................... P-02a
 

b. Non-Contact Interview Room ............................................................................. P-02b
 

3. Not Used 
4. Outdoor Recreation 

a. Outdoor Recreation – Large ................................................................................ P-04a
 

b. Outdoor Recreation – A ...................................................................................... P-04b
 

c. Outdoor Recreation – B ...................................................................................... P-04c
 

d. Outdoor Recreation – C ...................................................................................... P-04d
 

5. Group Rooms 
a. Small Group Room – A ........................................................................................ P-05a
 

b. Small Group Room – B ........................................................................................ P-05b
 

c. Group Room – A .................................................................................................. P-05c
 

d. Group Room – B .................................................................................................. P-05d
 

e. Large Group Room – A ........................................................................................ P-05e
 

f. Large Group Room – B ........................................................................................ P-05f
 
g. Group Therapy Room (Conference, Small) ......................................................... P-05g
 

h. Group Therapy Room (Rec. & Dining, Small) ...................................................... P-05h
 

i. Group Therapy Room .......................................................................................... P-05i
 
j. Not Used 
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k. Group Therapy Room (Conference, Med.) ......................................................... P-05k
 

l. Group Therapy Room (Rec. & Dining, Med.) ...................................................... P-05l
 
6. Not Used 
7. Interdisciplinary Multipurpose Room ....................................................................... P-07
 

S. STAFF SERVICES 
1. Staff Services 

a. Bunk Room – 2 .................................................................................................... S-01a
 

b. Bunk Room – 8 .................................................................................................... S-01b
 

c. Bunk Room – 4 .................................................................................................... S-01c
 

d. Locker Room ....................................................................................................... S-01d
 

e. Physical Training .................................................................................................. S-01e
 

f. DMH, DPH, MSB Staff Lockers ............................................................................ S-01f
 
g. Executive/Deputy Lockers ................................................................................... S-01g
 

h. Custody Assistant Lockers ................................................................................... S-01h
 

i. Shower/Dressing ................................................................................................. S-01i
 

V. VISITATION (PUBLIC SIDE) 
1. Video Visitation (Public Side) ....................................................................................
 

a. Professional Visitation ........................................................................................ V-01a
 

2. Contact Visitation ......................................................................................................
 
a. Visitor Processing ................................................................................................ V-02a
 

b. Visitation Room ................................................................................................... V-02b
 

3. Video Hearing ............................................................................................................ V-03
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User Guide for the Room Data Sheets 

Room data sheets are a format used to communicate technical 

requirements for individual rooms planned for a new building to the 

architects and engineers who will be designing the building. They identify 

the need for furnishings, equipment, security elements, building 

components, environmental criteria and other similar design features that 

are required in a specific room. 

The room data sheets work together with the specifications that will 

ultimately be developed by the architects and engineers during design. For 

example, the room data sheet will identify the need for a CCTV surveillance 

system in a room. The specification for the CCTV system with very detailed 

criteria and requirements will be developed by the design engineers later. 

The information contained on the room data sheets is organized into the 

following categories: 

 Architectural identifies requirements for materials and finishes, 

doors and frames, fixed equipment and furniture and movable 

equipment. 

 Security identifies requirements for door controls, alarms, video 

surveillance systems, etc. 

 HVAC identifies acceptable environmental ranges for heating, 

cooling, noise, ventilation, humidity, etc. 

 Plumbing identifies requirements for toilets, floor drains, sprinkler 

systems, smoke detection, etc. 

 Electrical/Communications identifies requirements for telephone, 

data, cameras, lighting, etc. 

The room data sheets in this section apply to all of the Options for the 

Consolidated Correctional Treatment Facility. On each space list, refer to 

the column labeled “Room Data No.” for the number of the room data 

sheet that is applicable to an individual room. 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-01a 
HOURS OF OPERATION: 8 hours/5 days LEVEL 6 - OFFICE 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 1 Workstation with Chair 
BASE Rubber DOOR TYPE Flush 1 Credenza 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS STC 50-55 12 Open Shelving (LF) 
CASEWORK N/A GLAZING N/A 1 Lateral File Cabinet (4 Dwrs) 

1 Computer 
FIXED EQUIPMENT 1 Printer 

NO. DESCRIPTION NO. DESCRIPTION 1 Television 
1 Marker Board 1 Tack Board 1 Medium Conference Table 

6 Conference Table Chairs 
1 Conference End Table 
1 Wardrobe for Commanders 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Consolidated Correctional Treatment Facility Vanir Construction Management, Inc. Solutions for Success 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-01b 
HOURS OF OPERATION: 8 hours/5 days LEVELS 4 AND 5 - OFFICE 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 1 Workstation with Chair 
BASE Rubber DOOR TYPE Flush 1 Lateral File Cabinet (4 Dwrs) 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Computer 
CEILING HT. 8'-0" ACOUSTICS STC 50-55 1 Printer 
CASEWORK N/A GLAZING N/A 1 Trash Bin 

2 Guest Chair 
FIXED EQUIPMENT 1 Small Conference Table 

NO. DESCRIPTION NO. DESCRIPTION 4 Conference Table Chairs 
1 Marker Board 1 Tack Board 6 Open Shelving (LF) 

6 Credenza (LF) 
1 Wardrobe for Captains 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: A-01c 
HOURS OF OPERATION: 8 hours/5 days LEVEL 3 - OFFICE 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 1 Workstation with Chair 
BASE Rubber DOOR TYPE Flush 1 Lateral File Cabinet 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS STC 50-55 1 Bookcase 
CASEWORK N/A GLAZING N/A 1 Computer 

1 Trash Bin 
FIXED EQUIPMENT 1 Wardrobe for Lieutenants 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-01d 
HOURS OF OPERATION: 8 hours/5 days LEVEL 2 - OFFICE 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 1 Workstation with Chair 
BASE Rubber DOOR TYPE Flush 1 Lateral File Cabinet 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 6 Open Shelving (LF) 
CASEWORK N/A GLAZING N/A 1 Computer 

1 Trash Bin 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION Note: 
1 Marker Board 1 Tack Board Three Lateral File Cabinet for 

Administrative Services 
Manager II and III. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: A-01e 
HOURS OF OPERATION: 8 hours/5 days LEVEL 1 - OFFICE 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 1 Workstation with Chair 
BASE Rubber DOOR TYPE Flush 1 Lateral File Cabinet 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Bookcase 
CASEWORK N/A GLAZING N/A 1 Computer 

1 Printer 
FIXED EQUIPMENT 1 Trash Bin 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board Note: 
1 Fixed CCTV Monitor STC 60 Acoustical Privacy for 

Supervising RN II in the CTCs. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-02a 
HOURS OF OPERATION: 8 hours/5 days LEVEL 6 - WORKSTATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS N/A FRAME N/A NO. DESCRIPTION 

FLOORS Premium Carpet DOOR N/A 1 Workstation with Chair 
BASE Rubber DOOR TYPE N/A 1 Lateral File Cabinet (4 Dwrs) 

CEILING Acoustic Ceiling Panel HARDWARE N/A 2 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS N/A 6 Closed Shelving (LF) 
CASEWORK N/A GLAZING N/A 1 Computer 

1 Printer 
FIXED EQUIPMENT 1 Trash Bin 

NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-02b 
HOURS OF OPERATION: 8 hours/5 days LEVEL 5 - WORKSTATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS N/A FRAME N/A NO. DESCRIPTION 

FLOORS Premium Carpet DOOR N/A 1 Workstation with Chair 
BASE Rubber DOOR TYPE N/A 1 Lateral File Cabinet (4 Dwrs) 

CEILING Acoustic Ceiling Panel HARDWARE N/A 2 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS N/A 6 Closed Shelving (LF) 
CASEWORK N/A GLAZING N/A 1 Computer 

1 Printer 
FIXED EQUIPMENT 1 Trash Bin 

NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-02c 
HOURS OF OPERATION: 8 hours/5 days LEVEL 4 - WORKSTATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS N/A FRAME N/A NO. DESCRIPTION 

FLOORS Premium Carpet DOOR N/A 1 Workstation with Chair 
BASE Rubber DOOR TYPE N/A 1 Lateral File Cabinet (4 Dwrs) 

CEILING Acoustic Ceiling Panel HARDWARE N/A 1 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS N/A 6 Closed Shelving (LF) 
CASEWORK N/A GLAZING N/A 1 Computer 

1 Trash Bin 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-02d 
HOURS OF OPERATION: 8 hours/5 days LEVEL 3 - WORKSTATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS N/A FRAME N/A NO. DESCRIPTION 

FLOORS Premium Carpet DOOR N/A 1 Workstation with Chair 
BASE Rubber DOOR TYPE N/A 1 Lateral File Cabinet (4 Dwrs) 

CEILING Acoustic Ceiling Panel HARDWARE N/A 1 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS N/A 3 Closed Shelving (LF) 
CASEWORK N/A GLAZING N/A 1 Computer 

1 Trash Bin 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-02e 
HOURS OF OPERATION: 8 hours/5 days LEVEL 2 - WORKSTATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS N/A FRAME N/A NO. DESCRIPTION 

FLOORS Premium Carpet DOOR N/A 1 Workstation with Chair 
BASE Rubber DOOR TYPE N/A 1 Lateral File Cabinet (4 Dwrs) 

CEILING Acoustic Ceiling Panel HARDWARE N/A 1 Guest Chair 
CEILING HT. 8'-0" ACOUSTICS N/A 1 Computer 
CASEWORK N/A GLAZING N/A 1 Trash Bin 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-02f 
HOURS OF OPERATION: 8 hours/5 days LEVEL 1 - WORKSTATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS N/A FRAME N/A NO. DESCRIPTION 

FLOORS Premium Carpet DOOR N/A 1 Workstation with Chair 
BASE Rubber DOOR TYPE N/A 1 Computer 

CEILING Acoustic Ceiling Panel HARDWARE N/A 1 Trash Bin 
CEILING HT. 8'-0" ACOUSTICS N/A 1 4 Drawer Lateral File 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 50 Room Data Sheet No.: A-03a 
HOURS OF OPERATION: 8 hours/5 days CONFERENCE ROOM - 50 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 8 Tables (moveable configuration) 
BASE Rubber DOOR TYPE Vision Panel 50 Conference Table Chairs 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Credenza 
CEILING HT. 10'-0" Min. ACOUSTICS STC 40-45 2 Television 
CASEWORK Plastic Laminate GLAZING Tempered 2 Trash Bin 

2 Videoconference Equipment 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
2 Marker Board 2 Tack Board 
2 LCD Projector 2 Projection Screen 
2 Display Rail 1 Room Divider Panels 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 25 Room Data Sheet No.: A-03b 
HOURS OF OPERATION: 8 hours/5 days CONFERENCE ROOM - 25 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 4 Conf. Tables (moveable configuration) 
BASE Rubber DOOR TYPE Vision Panel 25 Conference Table Chairs 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Credenza 
CEILING HT. 10'-0" Min. ACOUSTICS STC 40-45 1 Television 
CASEWORK Plastic Laminate GLAZING Tempered 2 Trash Bin 

1 Videoconference Equipment 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board 
1 LCD Projector 1 Projection Screen 
1 Display Rail 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 20 Room Data Sheet No.: A-03c 
HOURS OF OPERATION: 8 hours/5 days CONFERENCE ROOM - 20 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 2 Large Conference Table 
BASE Rubber DOOR TYPE Vision Panel 20 Conference Table Chairs 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Credenza 
CEILING HT. 9'-0" Min. ACOUSTICS STC 40-45 1 Television 
CASEWORK Plastic Laminate GLAZING Tempered 2 Trash Bin 

1 Videoconference Equipment 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board 
1 LCD Projector 1 Projection Screen 
1 Display Rail 1 Room Divider 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 16 Room Data Sheet No.: A-03d 
HOURS OF OPERATION: 8 hours/5 days CONFERENCE ROOM - 16 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 1 Large Conference Table 
BASE Rubber DOOR TYPE Vision Panel 16 Conference Table Chairs 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Credenza 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Television 
CASEWORK Plastic Laminate GLAZING Tempered 1 Trash Bin 

1 Videoconference Equipment 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board 
1 LCD Projector 1 Projection Screen 
1 Display Rail 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 

Wifi 
LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 12 Room Data Sheet No.: A-03e 
HOURS OF OPERATION: 8 hours/5 days CONFERENCE ROOM - 12 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 1 Medium Conference Table 
BASE Rubber DOOR TYPE Vision Panel 12 Conference Table Chairs 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Credenza 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Television 
CASEWORK Plastic Laminate GLAZING Tempered 1 Trash Bin 

1 Videoconference Equipment 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board 
1 LCD Projector 1 Projection Screen 
1 Display Rail 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 8 Room Data Sheet No.: A-03f 
HOURS OF OPERATION: 8 hours/5 days CONFERENCE ROOM - 8 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Premium Carpet DOOR Wood 1 Small Conference Table 
BASE Rubber DOOR TYPE Vision Panel 8 Conference Table Chairs 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Credenza 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Television 
CASEWORK Plastic Laminate GLAZING Tempered 1 Trash Bin 

1 Videoconference Equipment 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board 
1 Display Rail 1 Projection Screen 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET	 INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 6 Room Data Sheet No.: A-04a
 
HOURS OF OPERATION: 8 hours/5 days COPY/WORK - A
 
ARCHITECTURAL 

MATERIALS & FINISHES	 DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 2 Work Table
 
BASE Rubber DOOR TYPE Vision Panel 1 Lateral File Cabinet
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 3 Copy Machine (NIC)
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Printer
 
CASEWORK Plastic Laminate GLAZING Tempered 1 Trash Bin
 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 2 Shredder (Bin) 

NO. DESCRIPTION	 NO. DESCRIPTION 
1 Storage Cabinet - 36"x18"x72	 1 Tack Board
 

3 Storage Shelving Unit - 36"x16"x72"
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER	 DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA 	 PA STATION 

TELEPHONE 	 CABLE TV 

PAYPHONE	 EMERGENCY POWER 

CCTV CAMERA	 EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success	 Consolidated Correctional Treatment Facility 
k 



  

k 

 

 
 

 

  

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET	 INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: A-04b
 
HOURS OF OPERATION: 8 hours/5 days COPY/WORK - B
 
ARCHITECTURAL 

MATERIALS & FINISHES	 DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 2 Work Table
 
BASE Rubber DOOR TYPE Vision Panel 1 Lateral File Cabinet
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Copy Machine (NIC)
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Printer
 
CASEWORK Plastic Laminate GLAZING Tempered 1 Trash Bin
 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 2 Shredder (BIN) 

NO. DESCRIPTION	 NO. DESCRIPTION 
1 Storage Cabinet - 36"x18"x72	 1 Tack Board
 

2 Storage Shelving Unit - 36"x16"x72"
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER	 DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA 	 PA STATION 

TELEPHONE 	 CABLE TV 

PAYPHONE	 EMERGENCY POWER 

CCTV CAMERA	 EMERGENCY LIGHTING  

OTHER 

Consolidated Correctional Treatment Facility Vanir Construction Management, Inc. Solutions for Success 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: A-04c
 
HOURS OF OPERATION: 8 hours/5 days COPY/WORK - C
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Work Table
 
BASE Rubber DOOR TYPE Vision Panel 1 Lateral File Cabinet
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Copy Machine (NIC)
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Printer
 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Trash Bin
 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 1 Shredder (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 4 Chair
 
1 Marker Board 1 Tack Board 2 Shredder (BIN)
 
1 Staff Mailboxes 1 Storage Shelving Unit - 36"x16"x72"
 

1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: A-04d 

ARCHITECTURAL 
HOURS OF OPERATION: 8 hours/5 days COPY/WORK - D 

WALLS 
FLOORS 

BASE Rubber 

MATERIALS & FINISHES 
Metal Stud,GWB 
Vinyl Composition Tile 

FRAME 
DOOR 

DOOR TYPE Vision Panel 

DOORS & FRAMES 
Hollow Metal 
Wood 

NO. DESCRIPTION 
1 
1 Lateral File Cabinet 

FURNITURE & MOVEABLE EQUIPMENT 

Work Table 

CEILING 
CEILING HT. 

Acoustic Ceiling Panel 
8'-0" 

HARDWARE 
ACOUSTICS 

Commercial 
STC 40-45 

1 
1 

Copy Machine (NIC) 
Printer 

CASEWORK GLAZING 

NO. NO. DESCRIPTION 
1 1 
1 Storage Cabinet - 36"x18"x72" 
1 
1 

Storage Shelving Unit - 36"x16"x72" 
Counter with Sink 

Plastic Laminate Impact Resistant 

FIXED EQUIPMENT 
DESCRIPTION 
Marker Board Tack Board 

1 
1 
1 
1 
1 
1 
2 Shredder (BIN) 

Microwave (NIC) 

Trash Bin 
Recycle Bin (NIC) 
Shredder (NIC) 
Refrigerator (NIC) 
Coffee Maker (NIC) 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

  

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: A-04e
 
HOURS OF OPERATION: 8 hours/5 days CUSTODY STAFF MAILBOXES
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 2 Trash Bin
 
BASE Rubber DOOR TYPE Vision Panel 2 Recycle Bin (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45
 
CASEWORK Plastic Laminate GLAZING Tempered
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION See Space List for quantities. 

Varies Mail Slots 1 Counter w/Form Storage 
TBD Package Slots 2 Tack Board 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

  

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: A-04f 
HOURS OF OPERATION: 8 hours/5 days DMH, DPH, MSB STAFF MAILBOXES 
ARCHITECTURAL 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 
CASEWORK 

Rubber 

MATERIALS & FINISHES 
Metal Stud,GWB 
Vinyl Composition Tile 

Acoustic Ceiling Panel 
8'-0" 
Plastic Laminate 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING 

Vision Panel 

DOORS & FRAMES 
Hollow Metal 
Wood 

Commercial 
STC 40-45 
Impact Resistant 

NO. DESCRIPTION 
2 
2 Recycle Bin (NIC) 

FURNITURE & MOVEABLE EQUIPMENT 

Trash Bin 

NO. 
Varies 

TBD Package Slots 

DESCRIPTION 
Mail Slots 

NO. DESCRIPTION 
1 
2 Tack Board 

FIXED EQUIPMENT 

Counter w/Form Storage 

Note: 
See Space List for quantities. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 20 Room Data Sheet No.: A-05a
 
HOURS OF OPERATION: 8 hours/5 days BREAK ROOM - A
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 5 Table (4-person) 
BASE Rubber DOOR TYPE Vision Panel 20 Chairs 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Refrigerator (NIC) 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Coffee Maker (NIC) 
CASEWORK Plastic Laminate GLAZING Tempered 1 Microwave (NIC) 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION Vending Machine (NIC) 
1 Tack Board 2 Storage Shelving Unit - 36"x16"x72" 
1 Counter w/Sink 2 Storage Cabinet - 36"x18"x72" Note: 

Verify quantities with space lists. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

  

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 12 Room Data Sheet No.: A-05b
 
HOURS OF OPERATION: 8 hours/5 days BREAK ROOM - B
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 3 Table (4-person)
 
BASE Rubber DOOR TYPE Vision Panel 12 Chairs
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Refrigerator (NIC)
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Coffee Maker (NIC)
 
CASEWORK Plastic Laminate GLAZING Tempered 1 Microwave (NIC)
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 
2 Storage Cabinet - 36"x18"x72 1 Tack Board
 
1 Counter w/Sink 2 Storage Shelving Unit - 36"x16"x72"
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: A-05c
 
HOURS OF OPERATION: 8 hours/5 days BREAK ROOM - C
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Table (4-person)
 
BASE Rubber DOOR TYPE Vision Panel 4 Chairs
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Refrigerator (NIC)
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Coffee Maker (NIC)
 
CASEWORK Plastic Laminate GLAZING Tempered 1 Microwave (NIC)
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 
1 Storage Cabinet - 36"x18"x72 1 Tack Board
 
1 Counter w/Sink 1 Storage Shelving Unit - 36"x16"x72"
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 10 Room Data Sheet No.: A-05d
 
HOURS OF OPERATION: 8 hours/5 days STAFF ROOM - A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Refrigerator (NIC)
 
BASE Rubber DOOR TYPE Vision Panel 1 Coffee Maker (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Microwave (NIC)
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Trash Bin
 
CASEWORK Plastic Laminate GLAZING Tempered 1 Recycle Bin (NIC)
 

1 Table 
FIXED EQUIPMENT 2 Chair 

NO. DESCRIPTION NO. DESCRIPTION 
2 Storage Cabinet - 36"x18"x72 1 Tack Board
 
1 Counter w/Sink 2 Storage Shelving Unit - 36"x16"x72"
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 5 Room Data Sheet No.: A-05e
 
HOURS OF OPERATION: 8 hours/5 days STAFF ROOM - B
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Refrigerator (NIC)
 
BASE Rubber DOOR TYPE Vision Panel 1 Coffee Maker (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Microwave (NIC)
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Trash Bin
 
CASEWORK Plastic Laminate GLAZING Tempered 1 Recycle Bin (NIC)
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Tack Board 1 Storage Cabinet - 36"x18"x72"
 
1 Counter w/Sink 1 Storage Shelving Unit - 36"x16"x72"
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: A-05f
 
HOURS OF OPERATION: 8 hours/5 days LACTATION ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 2 Chairs
 
BASE Rubber DOOR TYPE Flush 1 U/C Refrigerator
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Trash Bin
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Recycle Bin (NIC)
 
CASEWORK Plastic Laminate GLAZING N/A 1 Side Table
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72"
 
1 Tack Board
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 

Dimmable Lighting. 
LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-06a 
HOURS OF OPERATION: 8 hours/5 days FILE ROOM - A 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 20 Lateral File Cabinet 
BASE Rubber DOOR TYPE Flush 1 Trash Bin 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Recycle Bin (NIC) 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-06b 
HOURS OF OPERATION: 8 hours/5 days FILE ROOM - B 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 12 Lateral File Cabinet 
BASE Rubber DOOR TYPE Flush 1 Trash Bin 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Recycle Bin (NIC) 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-06c 
HOURS OF OPERATION: 8 hours/5 days FILE ROOM - C 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 8 Lateral File Cabinet 
BASE Rubber DOOR TYPE Flush 1 Trash Bin 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Recycle Bin (NIC) 
CEILING HT. 8'-0" ACOUSTICS N/A 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: A-06d
 
HOURS OF OPERATION: 8 hours/5 days FILE ROOM - D
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush 1 Recycle Bin (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Floor area for file box storage 

4 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 102 Room Data Sheet No.: A-07a 
HOURS OF OPERATION: 8 hours/5 days TRAINING/CLASSROOM 
ARCHITECTURAL 

MATERIALS & FINISHES 
WALLS Metal Stud,GWB 

FLOORS Midgrade Carpet 
BASE Rubber 

CEILING Acoustic Ceiling Panel 
CEILING HT. 10'-0" Min. 
CASEWORK Plastic Laminate 

NO. DESCRIPTION 
2 Marker Board 
2 LCD Projector 
2 Display Rail 

SECURITY 

DOORS & FRAMES 
FRAME Hollow Metal 

DOOR Wood 
DOOR TYPE Vision Panel 
HARDWARE Commercial 
ACOUSTICS STC 40-45 

GLAZING Tempered 

FIXED EQUIPMENT 
NO. DESCRIPTION 

2 Tack Board 
2 Projection Screen 
1 Moveable Partition 

FURNITURE & MOVEABLE EQUIPMENT 
NO. DESCRIPTION 

2 Instructor Table
 
2 Instructor Chair
 

10 Seminar Tables (folding)
 
100 Chair (Stacking)
 

2 Computer (2 monitors)
 
2 Television
 

10 Trash Bin
 
10 Recycle Bin (NIC)
 

2 Videoconference Equipment
 

SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST Acoustic Privacy 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 50 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES Wifi 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 10 Room Data Sheet No.: A-07b
 
HOURS OF OPERATION: 8 hours/5 days HEALTHCARE SKILLS LAB
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Exam Table
 
BASE Rubber DOOR TYPE Vision Panel 1 Charting Station
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Exam Stool
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 1 Sharps Container
 
CASEWORK Plastic Laminate GLAZING Tempered 1 Trash Bin
 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 1 Otoscope 

NO. DESCRIPTION NO. DESCRIPTION 1 Ophtho Scope 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 1 Overhead Moveable Exam Light 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 26 Room Data Sheet No.: A-07c 
HOURS OF OPERATION: 8 hours/5 days COMPUTER LAB 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 1 Instructor Table 
BASE Rubber DOOR TYPE Vision Panel 1 Instructor Chair 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 13 Seminar Tables (folding) 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 25 Chair (Stacking) 
CASEWORK Plastic Laminate GLAZING Tempered 1 Bookcase 

25 Computer 
FIXED EQUIPMENT 1 Printer 

NO. DESCRIPTION NO. DESCRIPTION 1 Television 
1 Marker Board 1 Tack Board 4 Trash Bin 
1 LCD Projector 1 Projection Screen 4 Recycle Bin (NIC) 
1 Display Rail 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES Wifi 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER  

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 11 Room Data Sheet No.: A-07d
 
HOURS OF OPERATION: 8 hours/5 days MULTIPURPOSE ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Midgrade Carpet DOOR Wood 1 Instructor Table
 
BASE Rubber DOOR TYPE Vision Panel 1 Instructor Chair
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Seminar Tables (folding)
 
CEILING HT. 8'-0" ACOUSTICS STC 40-45 10 Chair (Stacking)
 
CASEWORK Plastic Laminate GLAZING Tempered 2 Computer
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board
 
1 LCD Projector 1 Projection Screen
 
1 Display Rail 1 5 LF Counter w/ Storage Slots
 

Above, Cabinet and Drawers 
Below 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 

Wifi 
LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Up to 80 

HOURS OF OPERATION: 8 hours/5 days 

Room Data Sheet No.: A-07e 
BRIEFING ROOM 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Midgrade Carpet DOOR Wood Seminar Table (Folding) 
BASE Rubber DOOR TYPE Vision Panel Chair (Stacking) 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Instructor Table 
CEILING HT. 10'-0" Min. ACOUSTICS STC 40-45 2 Instructor Chair 
CASEWORK Plastic Laminate GLAZING Tempered 2 Computer (2 monitors) 

2 Television 
FIXED EQUIPMENT 4 Trash Bin 

NO. DESCRIPTION NO. DESCRIPTION 4 Recycle Bin (NIC) 
2 Marker Board 2 Tack Board 
2 LCD Projector 2 Projection Screen Note: 
2 Display Rail 1 Moveable Partition Refer to space lists for Chair and 

Seminar Table quantities. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST Acoustic Privacy 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 50 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES Wifi 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER  

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 31 Room Data Sheet No.: A-07f
 
HOURS OF OPERATION: 8 hours/5 days MAT ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Hollow Metal 30 Stackable Tumbling Mats (6x4) 
BASE Rubber DOOR TYPE Vision Panel 2 Television 

CEILING Acoustic Ceiling Panel HARDWARE Card Reader 1 Instructor Table
 
CEILING HT. 12'-0" Min. ACOUSTICS STC 40-45 1 Instructor Chair
 
CASEWORK Plastic Laminate GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Provide wall padding. 

1 Marker Board 2 Tack Board 
30 Spring Platform 2 Projection Screen 

3 Storage Cabinet - 36"x18"x72 2 LCD Projector 
3 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 50 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 26 Room Data Sheet No.: A-07g 
HOURS OF OPERATION: 8 hours/5 days CLASSROOM 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Midgrade Carpet DOOR Wood 1 Instructor Table 
BASE Rubber DOOR TYPE Vision Panel 1 Instructor Chair 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 13 Seminar Tables (folding) 
CEILING HT. 10'-0" Min. ACOUSTICS STC 40-45 25 Chairs 
CASEWORK Plastic Laminate GLAZING Tempered 2 Computer (2 monitors) 

2 Television 
FIXED EQUIPMENT 3 Trash Bin 

NO. DESCRIPTION NO. DESCRIPTION 3 Recycle Bin (NIC) 
1 Marker Board 1 Tack Board 1 Videoconference Equipment 
1 LCD Projector 1 Projection Screen 
1 Display Rail 1 Moveable Partition 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST Acoustic Privacy 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 50 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES Wifi 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-01
 
HOURS OF OPERATION: 8 hours/5 days VESTIBULE
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Aluminum NO. DESCRIPTION 

FLOORS Entrance Mat DOOR Alum. Storefront 
BASE None DOOR TYPE Vision Panel 

CEILING Metal Framing, GWB HARDWARE Commercial 
CEILING HT. 10'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Tempered 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 No Throw Chair 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Public AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 Glazing in wall for viewing, external call button. 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-02
 
HOURS OF OPERATION: 8 hours/5 days LOBBY
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Terrazzo DOOR Wood 
BASE Terrazzo DOOR TYPE Flush Coordinate with Space List 

CEILING Metal Framing, GWB HARDWARE Commercial 
CEILING HT. 10'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Custody Station 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER  

Security & Local 
Public AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-03a 
HOURS OF OPERATION: 8 hours/5 days MEN'S TOILET 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Ceramic Tile DOOR Wood 1 Trash Bin 
BASE Ceramic Tile DOOR TYPE Flush 

CEILING Metal Framing, GWB HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Baby Changing Station at Public

1 Soap Dispenser 1 Towel Dispenser  Area Toilet 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Grab Bars in ADA Toilet, commercial grade fixtures 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS GFI SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 10-20 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-03b 
HOURS OF OPERATION: 8 hours/5 days WOMEN'S TOILET 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Ceramic Tile DOOR Wood 1 Trash Bin 
BASE Ceramic Tile DOOR TYPE Flush 

CEILING Metal Framing, GWB HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Baby Changing Station at Public 

1 Soap Dispenser 1 Towel Dispenser Area Toilet 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Grab Bars in ADA Toilet, commercial grade fixtures 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS GFI SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 10-20 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-03c 
HOURS OF OPERATION: 8 hours/5 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

Met. Framing, Sec. Plaster Detention 
8'-0" Not Applicable 

None Flush 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Hollow Metal 
Sealed Concrete Hollow Metal 

INMATE TOILET 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
FIXED EQUIPMENT 

ADA where applicable. 
Note: 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Grab Bars in ADA Toilet, Stainless Steel Combination Unit. 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 10-20 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-03d 
HOURS OF OPERATION: 8 hours/5 days VISITOR TOILET 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Ceramic Tile DOOR Wood 1 Trash Bin 
BASE Ceramic Tile DOOR TYPE Flush 

CEILING Metal Framing, GWB HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Grab Bars (ADA) 1 Toilet 
1 Soap Dispenser 1 Towel Dispenser Note: 
1 Baby Changing Station ADA where applicable. Unisex toilet. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Grab Bars in ADA Toilet, Commercial Grade Fixtures 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS GFI SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 10-20 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-03e 
HOURS OF OPERATION: 8 hours/5 days UNISEX TOILET - STAFF 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Ceramic Tile DOOR Wood 1 Trash Bin 
BASE Ceramic Tile DOOR TYPE Flush 

CEILING Metal Framing, GWB HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Grab Bars (ADA) 1 Toilet 
1 Soap Dispenser 1 Towel Dispenser Note: 

ADA where applicable. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Grab Bars in ADA Toilet, Commercial Grade Fixtures 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS GFI SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 10-20 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-03f 
HOURS OF OPERATION: 8 hours/5 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

Met. Framing, Sec. Plaster Detention 
8'-0" Not Applicable 

None Flush 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Hollow Metal 
Sealed Concrete Hollow Metal 

UNISEX TOILET - INMATE 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. NO. DESCRIPTION 
1 

ADA 

FIXED EQUIPMENT 
DESCRIPTION 
Inmate toilet/lav combo 

ADA where applicable. 
Note: 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Grab Bars in ADA Toilet, Stainless Steel Combination Unit. 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 10-20 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-04a
 
HOURS OF OPERATION: 24 hours/7 days JANITOR CLOSET - A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush 1 Recycle Bin (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

3 Mop Hook 2 Storage Cabinet - 36"x18"x72"
 
1 Towel Dispenser 2 Storage Shelving Unit - 36"x16"x72"
 
1 Soap Dispenser
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK  SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-04b
 
HOURS OF OPERATION: 24 hours/7 days JANITOR CLOSET - B
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush 1 Recycle Bin (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Mop Hook 1 Storage Cabinet - 36"x18"x72"
 
1 Towel Dispenser 2 Storage Shelving Unit - 36"x16"x72"
 
1 Soap Dispenser
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK  SPRINKLER SYSTEM  
EYE WASH Standard SPRINKLER HEADS 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-04c
 
HOURS OF OPERATION: 24 hours/7 days JANITOR CLOSET - C
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush 1 Recycle Bin (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Mop Hook 1 Storage Cabinet - 36"x18"x72"
 
1 Towel Dispenser 1 Storage Shelving Unit - 36"x16"x72"
 
1 Soap Dispenser
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK  SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-04d
 
HOURS OF OPERATION: 24 hours/7 days JANITOR CLOSET - D
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Mop Hook 1 Storage Cabinet - 36"x18"x72"
 
1 Towel Dispenser 1 Storage Shelving Unit - 36"x16"x72"
 
1 Soap Dispenser
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK  SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-04e
 
HOURS OF OPERATION: 24 hours/7 days HOUSEKEEPING CLOSET - A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush 1 Recycle Bin (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Mop Hook 6 Storage Cabinet - 36"x18"x72"
 
1 Towel Dispenser 6 Storage Shelving Unit - 36"x16"x72"
 
1 Soap Dispenser
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK  SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-04f
 
HOURS OF OPERATION: 24 hours/7 days HOUSEKEEPING CLOSET - F
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Wood 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush 1 Recycle Bin (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

3 Mop Hook 4 Storage Cabinet - 36"x18"x72"
 
1 Towel Dispenser 4 Storage Shelving Unit - 36"x16"x72"
 
1 Soap Dispenser
 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK  SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

  

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-05
 
HOURS OF OPERATION: 8 hours/5 days VENDING
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME N/A NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR N/A 2 Vending Machine (NIC) 
BASE Rubber DOOR TYPE N/A 1 Trash Bin 

CEILING Acoustic Ceiling Panel HARDWARE N/A 1 Recycle Bin (NIC)
 
CEILING HT. 8'-0" ACOUSTICS N/A
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Tack Board 1 Storage Cabinet - 36"x18"x72" 
1 Cabinet w/Sink 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-06a
 
HOURS OF OPERATION: 8 hours/5 days STORAGE - A
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 
BASE Rubber DOOR TYPE Flush 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

9 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-06b
 
HOURS OF OPERATION: 8 hours/5 days STORAGE - B
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 
BASE Rubber DOOR TYPE Flush 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

5 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-06c
 
HOURS OF OPERATION: 8 hours/5 days STORAGE - C
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 
BASE Rubber DOOR TYPE Flush 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-06d
 
HOURS OF OPERATION: 8 hours/5 days STORAGE - D
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 
BASE Rubber DOOR TYPE Flush 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

3 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-06e
 
HOURS OF OPERATION: 8 hours/5 days STORAGE - E
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 
BASE Rubber DOOR TYPE Flush 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Lockable Storage where applicable 

1 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-07a
 
HOURS OF OPERATION: 8 hours/5 days SECURE STORAGE - A
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 
BASE Rubber DOOR TYPE Flush 

CEILING Acoustic Ceiling Panel HARDWARE Card Reader 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

20 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV Secure Storage/Lockset 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-07b
 
HOURS OF OPERATION: 8 hours/5 days SECURE STORAGE - B
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Wood 
BASE Rubber DOOR TYPE Flush 

CEILING Acoustic Ceiling Panel HARDWARE Card Reader 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV Secure Storage/Lockset 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-08a
 
HOURS OF OPERATION: 8 hours/5 days CLEAN LINEN
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Hollow Metal 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush 1 Recycle Bin (NIC)
 

CEILING Acoustic Ceiling Panel HARDWARE Commercial
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Shelving Unit - 36"x16"x72" 
1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-08b
 
HOURS OF OPERATION: 8 hours/5 days SOILED LINEN
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Hollow Metal 2 Soiled Linen Cart
 
BASE Rubber DOOR TYPE Flush 2 Waste Receptacle
 

CEILING Acoustic Ceiling Panel HARDWARE Card Reader
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Shelving Unit - 36"x16"x72" 
1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Counter w/utility sink, rim/bedpan sink 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

Room Data Sheet No.: B-09a 
GENERAL WAREHOUSE 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Hollow Metal Varies 
BASE None DOOR TYPE Flush 

CEILING Exposed Construction HARDWARE Commercial 
CEILING HT. Varies ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

Varies 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

ARCHITECTURAL 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

None Flush 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Hollow Metal 
Sealed Concrete Hollow Metal 

Exposed Construction Commercial 
Varies Not Applicable 
N/A Impact Resistant 

Room Data Sheet No.: B-09b 
WAREHOUSE W/CAGED STORAGE 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. DESCRIPTION 
Caged Storage 

NO. DESCRIPTION 
FIXED EQUIPMENT Note: 

See Space Plan for Number of 
Caged Areas 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 6 Room Data Sheet No.: B-10a
 
HOURS OF OPERATION: 8 hours/5 days ELECTRICAL SHOP
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Epoxy DOOR Hollow Metal 6 Work Bench
 
BASE None DOOR TYPE Metal Roll-up/Flush 6 Task Chair
 

CEILING Exposed Construction HARDWARE Commercial 6 Trash Bin
 
CEILING HT. Varies ACOUSTICS Not Applicable 6 Recycle Bin (NIC)
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Confirm specialized equipment 

1 Tack Board 1 Pallet Racks (2-tier) during desing phase 
1 Marker Board 10 Storage Cabinet - 36"x18"x72" 
1 Soap Dispenser 10 Storage Shelving Unit - 36"x16"x72" 
1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 

None 
LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 6 Room Data Sheet No.: B-10b
 
HOURS OF OPERATION: 8 hours/5 days PLUMBING SHOP
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Hollow Metal 6 Work Bench
 
BASE None DOOR TYPE Metal Roll-up/Flush 6 Task Chair
 

CEILING Exposed Construction HARDWARE Commercial 1 8' Work Table
 
CEILING HT. Varies ACOUSTICS Not Applicable 6 Trash Bin
 
CASEWORK N/A GLAZING N/A 6 Recycle Bin (NIC)
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Confirm specialized equipment 

1 Tack Board 10 Storage Cabinet - 36"x18"x72" during design phase 
1 Marker Board 10 Storage Shelving Unit - 36"x16"x72" 
1 Soap Dispenser Pallet Racks (2-tier) 
1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 20 Room Data Sheet No.: B-10c
 
HOURS OF OPERATION: 8 hours/5 days SHEET METAL SHOP
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Epoxy DOOR Hollow Metal 20 Work Bench
 
BASE None DOOR TYPE Metal Roll-up/Flush 20 Task Chair
 

CEILING Exposed Construction HARDWARE Commercial 20 Trash Bin
 
CEILING HT. Varies ACOUSTICS Not Applicable 20 Recycle Bin (NIC)
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Confirm specialized equipment 

1 Tack Board 10 Storage Cabinet - 36"x18"x72" during design phase 
1 Marker Board 10 Storage Shelving Unit - 36"x16"x72" 
1 Soap Dispenser 1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 277/408 v 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: B-10d 
HOURS OF OPERATION: 8 hours/5 days LOCKSMITH SHOP 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 1 Work Bench 
BASE None DOOR TYPE Flush/Detention 1 Task Chair 

CEILING Exposed Construction HARDWARE Card Reader 
CEILING HT. Varies ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Tack Board 1 Towel Dispenser 
1 Marker Board 1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-10e
 
HOURS OF OPERATION: 8 hours/5 days ELEVATOR SHOP
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Epoxy DOOR Hollow Metal 4 Work Bench
 
BASE None DOOR TYPE Flush 4 Task Chair
 

CEILING Exposed Construction HARDWARE Commercial 4 Trash Bin
 
CEILING HT. Varies ACOUSTICS Not Applicable 4 Recycle Bin (NIC)
 
CASEWORK N/A GLAZING N/A 1 Soap Dispenser
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Confirm specialized equipment 

1 Tack Board 5 Storage Cabinet - 36"x18"x72" during design phase 
1 Marker Board 5 Storage Shelving Unit - 36"x16"x72" 
1 Soap Dispenser 1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: B-10f
 
HOURS OF OPERATION: 8 hours/5 days MASONRY SHOP
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Epoxy DOOR Hollow Metal 2 Work Bench
 
BASE None DOOR TYPE Metal Roll-up/Flush 2 Task Chair
 

CEILING Exposed Construction HARDWARE Institutional 2 Trash Bin
 
CEILING HT. Varies ACOUSTICS Not Applicable 2 Recycle Bin (NIC)
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Confirm specialized equipment 

1 Tack Board 1 Pallet Racks (2-tier) during design phase 
1 Marker Board 6 Storage Cabinet - 36"x18"x72" 
1 Soap Dispenser 6 Storage Shelving Unit - 36"x16"x72" 
1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-10g
 
HOURS OF OPERATION: 8 hours/5 days REFRIGERATION/STEAMFITTER SHOP
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Epoxy DOOR Hollow Metal 4 Work Bench
 
BASE None DOOR TYPE Metal Roll-up/Flush 4 Task Chair
 

CEILING Exposed Construction HARDWARE Commercial 4 Trash Bin
 
CEILING HT. Varies ACOUSTICS Not Applicable 4 Recycle Bin (NIC)
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Confirm Specialized Equipment 

1 Tack Board 10 Storage Cabinet - 36"x18"x72" During Design Phase 
1 Marker Board 10 Storage Shelving Unit - 36"x16"x72" 
1 Soap Dispenser 1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 12 Room Data Sheet No.: B-10h
 
HOURS OF OPERATION: 8 hours/5 days GEN. MAINT./KITCHEN SHOP
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Epoxy DOOR Hollow Metal 12 Work Bench
 
BASE None DOOR TYPE Flush 12 Task Chair
 

CEILING Exposed Construction HARDWARE Commercial 1 Workstation with Chair
 
CEILING HT. Varies ACOUSTICS Not Applicable 2 Guest Chair
 
CASEWORK N/A GLAZING N/A 13 Trash Bin
 

13 Recycle Bin (NIC) 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION Note: 
1 Tack Board 10 Storage Cabinet - 36"x18"x72" Confrim Specialized Equipment 
1 Marker Board 10 Storage Shelving Unit - 36"x16"x72" During Design Phase 
1 Soap Dispenser 1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 25-35 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-10i
 
HOURS OF OPERATION: 8 hours/5 days A/V SECURITY AND TECHNOLOGY SHOP
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Epoxy DOOR Hollow Metal 4 Work Bench
 
BASE None DOOR TYPE Flush 4 Task Chair
 

CEILING Exposed Construction HARDWARE Commercial 1 8' Work Table
 
CEILING HT. Varies ACOUSTICS Not Applicable 4 Trash Bin
 
CASEWORK N/A GLAZING N/A 4 Recycle Bin (NIC)
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Confirm Specialized Equipment 

1 Tack Board 5 Storage Cabinet - 36"x18"x72" During Design Phase 
1 Marker Board 5 Storage Shelving Unit - 36"x16"x72" 
1 Soap Dispenser 1 Towel Dispenser 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal 
None 

REMARKS 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Compressed air outlets to work benches and drop down lines 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

Ro
LO

om Data Sheet No.: 
ADING DOCK - GEN

B-11a 
ERAL DELIVERY 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Metal 
BASE None DOOR TYPE Roll-down Gate 

CEILING Exposed Construction HARDWARE Commercial 
CEILING HT. Varies ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Staging area required 

4 Dock Leveler 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

Room Data Sheet No.: 
LOADING DOC

B-11b 
K - CLEAN LINEN 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Metal 
BASE None DOOR TYPE Roll-down Gate 

CEILING Exposed Construction HARDWARE Commercial 
CEILING HT. Varies ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Staging area required 

1 Dock Leveler 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

Room Data Sheet No.: 
LOADING DOCK 

B-11c 
- SOILED LINEN 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Metal 
BASE None DOOR TYPE Roll-down Gate 

CEILING Exposed Construction HARDWARE Commercial 
CEILING HT. Varies ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Staging area required 

1 Dock Leveler 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-12a
 
HOURS OF OPERATION: 8 hours/7 days COMMUNICATIONS
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Flush
 

CEILING Exposed Construction HARDWARE Card Reader
 
CEILING HT. Varies ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Storage Shelving Unit - 36"x16"x72" 
4 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Secured Access 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 

General Phones, Inmate Phones 
LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 

HOURS OF OPERATION: 8 hours/7 days 

Room Data Sheet No.: B-12b 
COMPUTER NETWORKING 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Flush 

CEILING Exposed Construction HARDWARE Card Reader 
CEILING HT. Varies ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Networking Racks 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Secure 
Security & Local 

AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 Secured Access 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST Temperature Control 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS
 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES
 Wifi Equipment, 208 Volt Power. Computer Equipment for 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL Vending Machine, Cable, TV. 

UPS  PA SPEAKERS 
 

DATA  PA STATION
 

TELEPHONE  CABLE TV
 

PAYPHONE EMERGENCY POWER 
 

CCTV CAMERA  EMERGENCY LIGHTING 
 

OTHER
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-12c
 
HOURS OF OPERATION: 8 hours/7 days SECURITY ELECTRONICS
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Flush
 

CEILING Exposed Construction HARDWARE Card Reader
 
CEILING HT. Varies ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Storage Shelving Unit - 36"x16"x72" 
4 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Secured Access 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
Temperature Control 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-12d
 
HOURS OF OPERATION: 8 hours/7 days FSB WORKROOM/STORAGE
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 4 Tool Carts
 
BASE None DOOR TYPE Flush 1 Workbench
 

CEILING Exposed Construction HARDWARE Card Reader 4 Stools
 
CEILING HT. Varies ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Storage Cabinet - 36"x18"x72 4 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV Secured Access 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-12e 
HOURS OF OPERATION: 8 hours/7 days TECH LAB 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 2 Tables 
BASE None DOOR TYPE Vision Panel 1 Workbench 

CEILING Metal Framing, GWB HARDWARE Card Reader 4 Chairs 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 4 Computer 
CASEWORK N/A GLAZING Impact Resistant 1 Printer 

1 Copy Machine (NIC) 
FIXED EQUIPMENT 1 Fax Machine (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 1 Shredder (NIC) 
1 Marker Board 1 Storage Shelving Unit - 36"x16"x72" 4 Trash Bin 
1 Display Rail 2 Storage Cabinet - 36"x18"x72" 4 Recycle Bin (NIC) 

1 Tack Board 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 

COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 

DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 

NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 

Wifi 
LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: B-12f 
HOURS OF OPERATION: 8 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

None Flush 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

Exposed Construction Card Reader 
8'-0" Not Applicable 
N/A N/A 

SERVER ROOM 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
4 
4 
1 

Post Racks 

DESCRIPTION 
Server Rack 19" wide 

Network Rack 

NO. DESCRIPTION 
FIXED EQUIPMENT 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Secure 
Security & Local 

AUDIO SURV. 

CCTV 
DURESS ALARM 

Electronic Monitoring System 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST Max Temp 72 F, Humidity 40% - 60% 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Fire Supression System 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 

HOURS OF OPERATION: 8 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

None Flush 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

Exposed Construction Card Reader 
Varies Not Applicable 
N/A N/A 

Room Data Sheet No.: B-12g 
MAIN COMMUNICATIONS ROOM 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. NO. DESCRIPTION 
1 

FIXED EQUIPMENT 
DESCRIPTION 
Communication Equip. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Secure 
Security & Local 

AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 

HOURS OF OPERATION: 8 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

Exposed Construction Card Reader 
Varies Not Applicable 

None Flush 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

Room Data Sheet No.: B-12h 
MPOE 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. NO. DESCRIPTION 
1 

FIXED EQUIPMENT 
DESCRIPTION 
Point of Entry Equipment 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Secure 
Security & Local 

AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 5 Room Data Sheet No.: C-01a
 
HOURS OF OPERATION: 24 hours/7 days MAIN CONTROL ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 5 Chair
 
BASE None DOOR TYPE Vision Panel 5 Trash Bin
 

CEILING Acoustic Ceiling Panel HARDWARE Detention 2 Recycle Bin (NIC)
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 5 Computer
 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Printer
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Chemical Agent Deploy 1 Storage Shelving Unit - 36"x16"x72"
 
Port 1 Counter with 5 workstations
 

1 Radio Dispatch Console 1 Door Control Console
 
1 Bank of CCTV Monitors
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-01b
 
HOURS OF OPERATION: 24 hours/7 days HOUSING FLOOR CONTROL ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Chair
 
BASE None DOOR TYPE Vision Panel 1 Trash Bin
 

CEILING Acoustic Ceiling Panel HARDWARE Detention 1 Recycle Bin (NIC)
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 1 Computer
 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Printer
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Lockable Storage for personal 

1 Door Control Console 1 Counter Workstation gear, medical kit, suicide kit 
1 Bank of CCTV Monitors 1 Chemical Agent Deploy Port and office supplies. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

Video Monitors, Door Controller DOOR CONTROL From Security CCTV  

GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-01c
 
HOURS OF OPERATION: 24 hours/7 days HOUSING UNIT CONTROL ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Chair
 
BASE None DOOR TYPE Vision Panel 1 Computer
 

CEILING Acoustic Ceiling Panel HARDWARE Detention 1 Printer
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 1 Trash Bin
 
CASEWORK Plastic Laminate GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Chemical Agent Deploy 1 Storage Shelving Unit - 36"x16"x72"
 
Port 1 Counter Workstation
 

1 Door Control Console 1 Bank of CCTV Monitors
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-01d 
HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING Plastic Laminate N/A 

N/A N/A 
N/A N/A 

None N/A 

MATERIALS & FINISHES DOORS & FRAMES 
N/A N/A 
Sealed Concrete N/A 

HOUSING POD CONTROL STATION 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. NO. DESCRIPTION 
1 1 

1 Bank of CCTV Monitors 
(Lockable) 

(Lockable) 

FIXED EQUIPMENT 
DESCRIPTION 
Door Control Console Counter Workstation 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

N/A 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 

 

Lockable Workstation with Personal Storage Area. 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-01e 
HOURS OF OPERATION: 24 hours/7 days HOUSING POD CUSTODY STATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS N/A FRAME N/A NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR N/A 1 Chair 
BASE None DOOR TYPE N/A 1 Trash Bin 

CEILING N/A HARDWARE N/A 
CEILING HT. N/A ACOUSTICS N/A 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Counter Workstation 
(Lockable) 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL N/A CCTV  Lockable Workstation with Personal Storage Area 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-01f 
HOURS OF OPERATION: 24 hours/7 days CUSTODY STATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS N/A FRAME N/A NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR N/A 2 Chair 
BASE None DOOR TYPE N/A 1 Computer 

CEILING N/A HARDWARE N/A 
CEILING HT. N/A ACOUSTICS N/A 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Counter Workstation 
(Lockable) 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL N/A CCTV  Lockable Workstation with Personal Storage Area. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 40 Room Data Sheet No.: C-02a
 
HOURS OF OPERATION: 24 hours/7 days MAIN SALLYPORT
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Vision Panel 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

From Security 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 50 Room Data Sheet No.: C-02b
 
HOURS OF OPERATION: 24 hours/7 days LARGE SALLYPORT
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Vision Panel 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

From Security 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION  

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 25 Room Data Sheet No.: C-02c
 
HOURS OF OPERATION: 24 hours/7 days SMALL SALLYPORT
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Vision Panel 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

From Security 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION  

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: C-02d
 
HOURS OF OPERATION: 24 hours/7 days VISITING SALLYPORT
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Vision Panel 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

From Security 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION  

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: C-02e
 
HOURS OF OPERATION: 24 hours/7 days SALLYPORT CONTROL BOOTH
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Chair
 
BASE None DOOR TYPE Vision Panel 1 Computer
 

CEILING Acoustic Ceiling Panel HARDWARE Detention 1 Printer
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 1 Trash Bin
 
CASEWORK Plastic Laminate GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Chemical Agent Deploy 1 Storage Shelving Unit - 36"x16"x72"
 
Port 1 Sallyport Control Console
 

1 Counter Workstation 1 Bank of CCTV Monitors
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

  

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-03a
 
HOURS OF OPERATION: 24 hours/7 days MAIN ARMORY
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 1 Workstation with Chair 
BASE None DOOR TYPE Flush 1 Computer 

CEILING Sealed Concrete HARDWARE Detention 1 Printer
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 1 Trash Bin
 
CASEWORK N/A GLAZING N/A 1 Recycle Bin (NIC)
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Ammo Storage Cabinet 1 Storage Shelving Unit - 36"x16"x72"
 
1 Radio Charging Station 1 Gun Locker
 

1 Weapon Storage Rack
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS
 

DOOR CONTROL From Security CCTV 
 Secure Room to Meet Requirements of National Fire Code. 
Confirm Quantities for all Equipment. GUN LOCKER  DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL  

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-03b 
HOURS OF OPERATION: 24 hours/7 days WEAPONS MAINTENANCE 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 1 Workbench 
BASE None DOOR TYPE Flush 2 Stools 

CEILING Sealed Concrete HARDWARE Detention 1 Trash Bin 
CEILING HT. 8'-0" Min. ACOUSTICS N/A 1 Recycle Bin (NIC) 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Fume Exhaust/Hood 1 Utility Sink 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  Entrance from Armory 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL  

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-03c
 
HOURS OF OPERATION: 24 hours/7 days SUB-ARMORY - SMALL
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Flush 

CEILING Exposed Construction HARDWARE Detention 
CEILING HT. Varies ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Shelving Unit TBD 

2 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Chemical Agent Storage. 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-03d
 
HOURS OF OPERATION: 24 hours/7 days SUB-ARMORY - LARGE
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 4 Emergency Response Cart 
BASE None DOOR TYPE Flush 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Verify quantities of shelving 

4 Storage Cabinet - 36"x18"x72" and cabinets required. 
1 Wall Mounted Respirators 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  Secure Room for Storage of Emergency Response Gear. 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
Vent Hood 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Utility Sink 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES Capacity to Charge Radios and Flashlights. 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: C-03e
 
HOURS OF OPERATION: 24 hours/7 days EMERGENCY RESPONSE EQUIPMENT ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 3 Jaws of Life
 
BASE None DOOR TYPE Flush 3 Welding Torch
 

CEILING Exposed Construction HARDWARE Detention 3 Power Tools, Etc.
 
CEILING HT. Varies ACOUSTICS Not Applicable 1 Trash Bin
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

3 Lockable Cabinet 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Locate outside Security, Adjacent to Sallyport 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

Sealed Concrete Detention 
8'-0" Min. Not Applicable 

None Flush 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

Room Data Sheet No.: C-03f 
CHEMICAL AGENTS STORAGE 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
FIXED EQUIPMENT Note: 

Shelving Unit Type and 
Quantities to be Verified. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Standard SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL  

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 20 Room Data Sheet No.: C-04a 
HOURS OF OPERATION: 24 hours/7 days SEARCH ROOM 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Vision Panel 

CEILING Met. Framing, Sec. Plaster HARDWARE Card Reader 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

20 Modesty Panels 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 50 Room Data Sheet No.: C-04b
 
HOURS OF OPERATION: 24 hours/7 days SAFETY SCANNER ROOM - 3 SCANNERS
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Met. Framing, Sec. Plaster HARDWARE Detention
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

3 Safety Scanner Machine 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Provide plexiglass screening around observation station. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS
 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 
 Each scanner requires dedicated 115V 20A circuit 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV
 

PAYPHONE EMERGENCY POWER 
 

CCTV CAMERA  EMERGENCY LIGHTING 
 

OTHER
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 30 Room Data Sheet No.: C-04c
 
HOURS OF OPERATION: 24 hours/7 days SAFETY SCANNER ROOM - 2 SCANNERS
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Met. Framing, Sec. Plaster HARDWARE Detention
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Safety Scanner Machine 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Provide plexiglass screening around observation station. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS
 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 
 Each scanner requires dedicated 115V 20A circuit 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS  PA SPEAKERS  

DATA  PA STATION  

TELEPHONE  CABLE TV
 

PAYPHONE EMERGENCY POWER 
 

CCTV CAMERA  EMERGENCY LIGHTING 
 

OTHER
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 50 Room Data Sheet No.: C-05a
 
HOURS OF OPERATION: 8 hours/5 days STAGING A - LARGE MULTIPERSON (50, ADA)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 9'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Bench seating attached to floor 

50 Bench Seating (18" per) 1 Modesty Panel or wall. 
1 Comby Unit, ADA 1 Soap Dispenser 
1 Towel Dispenser 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  None 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 32 Room Data Sheet No.: C-05b
 
HOURS OF OPERATION: 8 hours/5 days STAGING B - MEDIUM MULTIPERSON (32, ADA)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 9'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Bench seating attached to floor 

32 Bench Seating (18" per) 1 Modesty Panel or wall. 
1 Comby Unit, ADA 1 Soap Dispenser 
1 Towel Dispenser 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  None 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 16 Room Data Sheet No.: C-05c
 
HOURS OF OPERATION: 8 hours/5 days STAGING C - SMALL MULTIPERSON (16, ADA)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 9'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Bench seating attached to floor 

16 Bench Seating (18" per) 1 Modesty Panel or wall. 
1 Comby Unit, ADA 1 Soap Dispenser 
1 Towel Dispenser 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  None 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 10 Room Data Sheet No.: C-05d
 
HOURS OF OPERATION: 8 hours/5 days STAGING D - SMALL MULTIPERSON (10, ADA)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 9'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Bench seating attached to floor 

10 Bench Seating (18" per) 1 Modesty Panel or wall. 
1 Comby Unit, ADA 1 Soap Dispenser 
1 Towel Dispenser 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  None 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 6 Room Data Sheet No.: C-05e
 
HOURS OF OPERATION: 8 hours/5 days STAGING E - SMALL MULTIPERSON (5, ADA)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 9'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Bench seating attached to floor 

5 Bench Seating (18" per) 1 Modesty Panel or wall. 
1 Comby Unit, ADA 1 Soap Dispenser 
1 Towel Dispenser 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  None 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION  

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

N/A N/A 
N/A N/A 

N/A N/A 

MATERIALS & FINISHES DOORS & FRAMES 
N/A N/A 
N/A N/A 

Room Data Sheet No.: C-05f 
STAGING F - SECURE HOLDING 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
1 

DESCRIPTION 
Bench Seating 

NO. DESCRIPTION 
FIXED EQUIPMENT Note: 

Bench seating attached to floor 
or wall. ADA where applicable 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

Barred or Mesh Temporary Holding Module. 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS N/A SEPARATE ZONE 
NOISE CRITERIA N/A SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION 
MOP SINK SPRINKLER SYSTEM 
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS N/A SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: C-05g
 
HOURS OF OPERATION: 8 hours/5 days STAGING G - CHAIN-UP CELL
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Vision Panel 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 9'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION No seating 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 3 Room Data Sheet No.: C-06a
 
HOURS OF OPERATION: 8 hours/5 days INMATE INTERVIEW ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Table
 
BASE None DOOR TYPE Vision Panel 3 Guest Chair
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS STC 60 Acoustical Privacy
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Stainless steel bench with 
restraints. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal 
None 

REMARKS 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Audio 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: C-06b 
HOURS OF OPERATION: 8 hours/5 days VESTIBULE/STAGING ROOM 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Vision Panel 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Viewing Window 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Secure 
Security & Local 

AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 

REMARKS 
None 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Audio 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 

HOURS OF OPERATION: 8 hours/5 days 

Room Data C-06c 
ENTRY VESTIBULE 

 Sheet No.: 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Hollow Metal 4 Guest Chair 
BASE Rubber DOOR TYPE Vision Panel 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Viewing Window/ 
Counter 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Waiting area with access to CISU Interview Rooms. 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 

None 
LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies 

HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

Acoustic Ceiling Panel N/A 
8'-0" Min. N/A 

Rubber N/A 

MATERIALS & FINISHES DOORS & FRAMES 
CMU N/A 
Vinyl Composition Tile N/A 

Room Data Sheet No.: C-07a 
GUN LOCKERS 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
8 

DESCRIPTION 
Pistol Locker Units 

NO. DESCRIPTION 
FIXED EQUIPMENT Note: 

8 individual compartments each unit, 
located adjacent to Main Sallyport. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

N/A 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies 

HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

Acoustic Ceiling Panel N/A 
8'-0" Min. N/A 

Rubber N/A 

MATERIALS & FINISHES DOORS & FRAMES 
CMU N/A 
Vinyl Composition Tile N/A 

Room Data Sheet No.: C-07b 
CELL PHONE LOCKERS 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. NO. DESCRIPTION 
8 

FIXED EQUIPMENT 
DESCRIPTION 
Cell Phone Locker Units 

Note: 
16 individual compartments each unit, 

located adjacent to Main Sallyport. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: H-01a
 
HOURS OF OPERATION: 24 hours/7 days SINGLE OCCUPANCY CELL
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Cell Swinging
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Lavatory-Toilet Comby 1 Inmate Stool
 
1 Bed 1 Inmate Desk
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS
 

DOOR CONTROL Security & Local CCTV 
 Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS
 

FLOOR DRAIN SEC. DRINKING FOUNTAIN
 Stainless steel sink/toilet combi unit. 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS 

LIGHT SOURCE 
LIGHTING LEVEL 

UPS 

DATA 
TELEPHONE 
PAYPHONE 

CCTV CAMERA 
OTHER 

Secure 
Fluorescent 
20 fc min. 

 

 Inmate 
 

 USB Charging 

SECURE LIGHT SWITCH 

SECURE LIGHT FIXTURES  

REMOTE LIGHT CONTROL  

PA SPEAKERS  

PA STATION 
CABLE TV  

EMERGENCY POWER 

EMERGENCY LIGHTING  

REMARKS 
Provide conduit and wiring for phone, TV and data. At High 


Occupancy Housing Cells provide secure coverplate over phone,
 
TV and data boxes.
 

All communications access activated by officer stations.
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: H-01b
 
HOURS OF OPERATION: 24 hours/7 days DOUBLE OCCUPANCY CELL
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Cell Swinging
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Lavatory-Toilet Comby 1 Inmate Stool
 
1 Bunk Bed  1 Inmate Desk
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS
 

DOOR CONTROL Security & Local CCTV 
 Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS
 

FLOOR DRAIN SEC. DRINKING FOUNTAIN
 Stainless steel sink/toilet combi unit. 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS 

LIGHT SOURCE 
LIGHTING LEVEL 

UPS 

DATA 
TELEPHONE 
PAYPHONE 

CCTV CAMERA 
OTHER 

Secure 
Fluorescent 
20 fc min. 

 

 Inmate 
 

 USB Charging 

SECURE LIGHT SWITCH 

SECURE LIGHT FIXTURES  

REMOTE LIGHT CONTROL  

PA SPEAKERS  

PA STATION 
CABLE TV  

EMERGENCY POWER 

EMERGENCY LIGHTING  

REMARKS 
Provide conduit and wiring for phone, TV and data. At High 


Occupancy Housing Cells provide secure coverplate over phone,
 
TV and data boxes.
 

All communications access activated by officer station.
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: H-01c
 
HOURS OF OPERATION: 24 hours/7 days SINGLE OCCUPANCY CELL - ADA
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Beds
 
BASE None DOOR TYPE Cell Swinging
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Bed, ADA 1 Lavatory-Toilet Comby, ADA
 
1 Swing Arm Stool 1 Inmate Desk, ADA
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS
 

DOOR CONTROL Security & Local CCTV 
 Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS
 

FLOOR DRAIN SEC. DRINKING FOUNTAIN
 Stainless steel sink/toilet combi unit. Provide ADA Turn-Around 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS 

LIGHT SOURCE 
LIGHTING LEVEL 

UPS 

DATA 

TELEPHONE 
PAYPHONE 

CCTV CAMERA 
OTHER 

Secure 
Fluorescent 
20 fc min. 

 

 Inmate 
 

 USB Charging 

SECURE LIGHT SWITCH 

SECURE LIGHT FIXTURES  

REMOTE LIGHT CONTROL  

PA SPEAKERS  

PA STATION 

CABLE TV  

EMERGENCY POWER 

EMERGENCY LIGHTING  

REMARKS 
Provide conduit and wiring for phone, TV and data. At High 


Occupancy Housing Cells provide secure coverplate over phone,
 
TV and data boxes.
 

All communications access activated by officer station.
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: H-01d
 
HOURS OF OPERATION: 24 hours/7 days DOUBLE OCCUPANCY CELL - ADA
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Cell Swinging
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Bunk Bed (1 ADA) 1 Lavatory-Toilet Comby, ADA
 
1 Swing Arm Stool 1 Inmate Desk, ADA
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS
 

DOOR CONTROL Security & Local CCTV 
 Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS
 

FLOOR DRAIN SEC. DRINKING FOUNTAIN
 Stainless steel sink/toilet combi unit. Provide ADA Turn-Around 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS 

LIGHT SOURCE 
LIGHTING LEVEL 

UPS 

DATA 

TELEPHONE 
PAYPHONE 

CCTV CAMERA 
OTHER 

Secure 
Fluorescent 
20 fc min. 

 

 Inmate 
 

 USB Charging 

SECURE LIGHT SWITCH 

SECURE LIGHT FIXTURES  

REMOTE LIGHT CONTROL  

PA SPEAKERS  

PA STATION 

CABLE TV  

EMERGENCY POWER 

EMERGENCY LIGHTING  

REMARKS 
Provide conduit and wiring for phone, TV and data. At High 


Occupancy Housing Cells provide secure coverplate over phone,
 
TV and data boxes.
 

All communications access activated by officer station.
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: H-01e
 
HOURS OF OPERATION: 24 hours/7 days INDIVIDUAL HOLDING CELL
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Cell Swinging 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Min. 18" bench 1 Lavatory-Toilet Comby, ADA 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal 
None 

REMARKS 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Stainless steel sink/toilet combi unit. 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: H-01f 
HOURS OF OPERATION: 24 hours/7 days ASSESSMENT/OBSERVATION CELL 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Cell Swinging 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Low-profile platform 1 Lavatory-Toilet Comby 
for mattress 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: H-02a
 
HOURS OF OPERATION: 24 hours/7 days 4 PERSON DORMITORY
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Cell Swinging
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION Note: 

2 Bunk Bed  One lower bed is ADA in all 
lower tier dorms. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS
 

DOOR CONTROL Security & Local CCTV 
 Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS
 

FLOOR DRAIN SEC. DRINKING FOUNTAIN 
 ADA fixtures where applicable. 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS 

LIGHT SOURCE 
LIGHTING LEVEL 

UPS 

DATA 

TELEPHONE 
PAYPHONE 

CCTV CAMERA 
OTHER 

Secure 
Fluorescent 
20 fc min. 

 

 Inmate 
 

 USB Charging 

SECURE LIGHT SWITCH 

SECURE LIGHT FIXTURES  

REMOTE LIGHT CONTROL  

PA SPEAKERS  

PA STATION 

CABLE TV  

EMERGENCY POWER 

EMERGENCY LIGHTING  

REMARKS 
Provide conduit and wiring for phone, TV and data. Provide 

phone outlets at a rate of one per 5 inmates. 

All communications access activated by control station. 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 6 Room Data Sheet No.: H-02b
 
HOURS OF OPERATION: 24 hours/7 days 6 PERSON DORMITORY
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Cell Swinging
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

3 Bunk Bed  Note: 
One lower bed is ADA in all 

lower tier dorms. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS
 

DOOR CONTROL Security & Local CCTV 
 Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS
 

FLOOR DRAIN SEC. DRINKING FOUNTAIN 
 ADA fixtures where applicable. 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS 

LIGHT SOURCE 
LIGHTING LEVEL 

UPS 

DATA 

TELEPHONE 
PAYPHONE 

CCTV CAMERA 
OTHER 

Secure 
Fluorescent 
20 fc min. 

 

 Inmate 
 

 USB Charging 

SECURE LIGHT SWITCH 

SECURE LIGHT FIXTURES  

REMOTE LIGHT CONTROL  

PA SPEAKERS  

PA STATION 

CABLE TV  

EMERGENCY POWER 

EMERGENCY LIGHTING  

REMARKS 
Provide conduit and wiring for phone, TV and data. Provide 

phone outlets at a rate of one per 5 inmates. 

All communications access activated by control station. 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 10 Room Data Sheet No.: H-02c 
HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

None Cell Swinging 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

Sealed Concrete Detention 
8'-0" Not Applicable 
N/A Impact Resistant 

10 PERSON DORMITORY 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
5 

FIXED EQUIPMENT 

Bunk Bed  
One lower bed is ADA in all 

Note: 

lower tier dorms. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 Maximize visual supervision of inmates by staff. 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN  ADA fixtures where applicable. 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 
PAYPHONE  Inmate EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  USB Charging 

REMARKS 
Provide conduit and wiring for phone, TV and data. Provide 

phone outlets at a rate of one per 5 inmates. 

All communications access activated by control station. 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 12 Room Data Sheet No.: H-02d
 
HOURS OF OPERATION: 24 hours/7 days 12 PERSON DORMITORY
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Cell Swinging
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

6 Bunk Bed  Note: 
Two lower bed is ADA in all 

lower tier dorms. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS
 

DOOR CONTROL Security & Local CCTV 
 Maximize visual supervision of inmates by staff. 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS
 

FLOOR DRAIN SEC. DRINKING FOUNTAIN 
 ADA fixtures where applicable. 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS 

LIGHT SOURCE 
LIGHTING LEVEL 

UPS 

DATA 

TELEPHONE 
PAYPHONE 

CCTV CAMERA 
OTHER 

Secure 
Fluorescent 
20 fc min. 

 

 Inmate 
 

 USB Charging 

SECURE LIGHT SWITCH 

SECURE LIGHT FIXTURES  

REMOTE LIGHT CONTROL  

PA SPEAKERS  

PA STATION 

CABLE TV  

EMERGENCY POWER 

EMERGENCY LIGHTING  

REMARKS 
Provide conduit and wiring for phone, TV and data. Provide 

phone outlets at a rate of one per 5 inmates. 

All communications access activated by control station. 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 
 

 

 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 20 

HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

None Cell Swinging 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

Sealed Concrete Detention 
8'-0" Not Applicable 
N/A Impact Resistant 

Room Data Sheet No.: H-02e 
20 PERSON DORMITORY 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
10 

DESCRIPTION 
Bunk Bed  

NO. DESCRIPTION 
FIXED EQUIPMENT 

lower tier dorms. 

Note: 
Two lower bed is ADA in all 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 Maximize visual supervision of inmates by staff. 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Ada fixtures where applicable. 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 
PAYPHONE  Inmate EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  USB Charging 

REMARKS 
Provide conduit and wiring for phone, TV and data. Provide 

phone outlets at a rate of one per 5 inmates. 

All communications access activated by control station. 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 100 Room Data Sheet No.: H-03a
 
HOURS OF OPERATION: 8 hours/7 days DAYROOM - A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 20 No-Throw Chair
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 10'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

10 Inmate Phones 14 Pedestal Table (4 seats ea.) Note: 
10 Inmate Kiosk 1 Counter with Sink Provide one (1) ADA phone 

and kiosk. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  Maximize visual supervision of inmates by staff. Housing Pod 
Custody Station in Dayroom. GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN  None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 
PAYPHONE  Inmate EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 50 Room Data Sheet No.: H-03b
 
HOURS OF OPERATION: 8 hours/7 days DAYROOM - B
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 10 No-Throw Chair
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 10'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

5 Inmate Phones 6 Pedestal Table (4 seats ea.) Note: 
5 Inmate Kiosk Provide one (1) ADA phone 

and kiosk. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  Maximize visual supervision of inmates by staff. Housing Pod 
Control Station in Dayroom. GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN  None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 
PAYPHONE  Inmate EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 50 Room Data Sheet No.: H-03c
 
HOURS OF OPERATION: 8 hours/7 days DAYROOM - C
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 10 No-Throw Chair
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 10'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

5 Inmate Phones 6 Pedestal Table (4 seats ea.) Note: 
5 Inmate Kiosk 1 Counter with Sink Provide one (1) ADA phone 

and kiosk. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  Maximize visual supervision of inmates by staff. Housing Pod 
Control Station in Dayroom. GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN  None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 
CCTV CAMERA  Inmate EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 50 Room Data Sheet No.: H-03d
 
HOURS OF OPERATION: 8 hours/7 days DAYROOM - D
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 
BASE None DOOR TYPE Vision Panel 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 10'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

6 Pedestal Table (4 seats ea.) 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  Maximize visual supervision of inmates by staff. Housing Pod 
GUN LOCKER DURESS ALARM Custody Station in Dayroom, 2 Secure Holding Booths in 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN  None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 
CCTV CAMERA  Inmate EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: H-04a 
HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

Epoxy N/A 

MATERIALS & FINISHES DOORS & FRAMES 
CMU N/A 
Resinous Epoxy N/A 

Sealed Concrete N/A 
8'-0" N/A 
N/A N/A 

STANDARD SHOWER 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
1 
1 Shower 

DESCRIPTION 
Modesty Panel 

NO. DESCRIPTION 
FIXED EQUIPMENT 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

N/A 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  Negative pressure at Isolation/Anteroom 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  Nurse Call located @ Isolation/Anteroom toilet facilities 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: H-04b 
HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

Sealed Concrete N/A 
8'-0" N/A 

Epoxy N/A 

MATERIALS & FINISHES DOORS & FRAMES 
CMU N/A 
Resinous Epoxy N/A 

ADA SHOWER 

NO. DESCRIPTION 
1 

FURNITURE & MOVEABLE EQUIPMENT 

Bedpan Flushing Attachment 

NO. 
1 
1 
1 Grab Bar 

Shower, ADA 

DESCRIPTION 
Modesty Panel 

NO. DESCRIPTION 
1 

FIXED EQUIPMENT 

Shower Seat 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

N/A 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
Negative pressure at Isolation/Anteroom 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  Nurse Call located @ Isolation/Anteroom toilet facilities 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 6 Room Data Sheet No.: H-04c 
HOURS OF OPERATION: 24 hours/7 days LAVATORY, TOILET, SHOWER - A 
ARCHITECTURAL 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 
CASEWORK N/A 

Sealed Concrete 
8'-0" 

Epoxy 

MATERIALS & FINISHES 
CMU 
Resinous Epoxy 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING N/A 

N/A 
N/A 

N/A 

DOORS & FRAMES 
N/A 
N/A 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
1 
1 
3 Lavatory 

Shower 

DESCRIPTION 
Modesty Panel 

NO. DESCRIPTION 
2 

FIXED EQUIPMENT 

Toilet 

Note: 
Provide ADA in required location 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

N/A 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 5 Room Data Sheet No.: H-04d 
HOURS OF OPERATION: 24 hours/7 days LAVATORY, TOILET, SHOWER - B 
ARCHITECTURAL 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 
CASEWORK N/A 

Sealed Concrete 
8'-0" 

Epoxy 

MATERIALS & FINISHES 
CMU 
Resinous Epoxy 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING N/A 

N/A 
N/A 

N/A 

DOORS & FRAMES 
N/A 
N/A 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
1 
1 
2 Lavatory 

Shower 

DESCRIPTION 
Modesty Panel 

NO. DESCRIPTION 
2 

FIXED EQUIPMENT 

Toilet 

Note: 
Provide ADA in required location 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

N/A 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: H-04e 
HOURS OF OPERATION: 24 hours/7 days LAVATORY, TOILET, SHOWER - C 
ARCHITECTURAL 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 
CASEWORK N/A 

Sealed Concrete 
8'-0" 

Epoxy 

MATERIALS & FINISHES 
CMU 
Resinous Epoxy 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING N/A 

N/A 
N/A 

N/A 

DOORS & FRAMES 
N/A 
N/A 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
1 
1 
1 Lavatory 

Shower 

DESCRIPTION 
Modesty Panel 

NO. DESCRIPTION 
2 

FIXED EQUIPMENT 

Toilet 

Note: 
Provide ADA in required location 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

N/A 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: H-04f 
HOURS OF OPERATION: 24 hours/7 days LAVATORY, TOILET, SHOWER - D 
ARCHITECTURAL 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 
CASEWORK 

Epoxy 

MATERIALS & FINISHES 
CMU 
Resinous Epoxy 

Sealed Concrete 
8'-0" 
N/A 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING 

N/A 

DOORS & FRAMES 
N/A 
N/A 

N/A 
N/A 
N/A 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
1 
1 
1 

Shower 

DESCRIPTION 
Modesty Panel 

Lavatory 

NO. DESCRIPTION 
1 

FIXED EQUIPMENT 

Toilet 

Note: 
Provide ADA in required location 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

N/A 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: H-05a
 
HOURS OF OPERATION: 8 hours/5 days NON-CONTACT VISITATION
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Sealed Concrete DOOR Detention HM 3 Chair - Visitor 
BASE None DOOR TYPE Vision Panel 

CEILING Sealed Concrete HARDWARE Detention 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 
CASEWORK Stainless Steel GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Glass Separation 1 Counter - Inmate Side 
1 Stool - Inmate 1 Counter - Visitor Side 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS
 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES
 Kiosk on inmate side with video visiting, video arraignment and 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL law library. Voice-activated intercom on inmate and visitor side. 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: H-05b
 
HOURS OF OPERATION: 8 hours/5 days NON-CONTACT VISITATION (ADA)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 3 Chair - Visitor
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" Min. ACOUSTICS STC 60 Acoustical Privacy
 
CASEWORK Stainless Steel GLAZING Impact Resistant
 

Note: 
FIXED EQUIPMENT STC 60 Acoustical Privacy for 

NO. DESCRIPTION NO. DESCRIPTION Outside Professionals Visiting. 
1 Glass Separation 2 Counter - Inmate Side 
1 Swing Arm Stool 1 Counter - Visitor Side 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 
LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  

REMARKS 
Kiosk on inmate side with video visiting, video arraignment and 

law library. Voice-activated intercom on inmate and visitor sides. 
At outside professionals only, electrical and data on visitor side. 

Sound attenuation on each side. 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: I-01a 
HOURS OF OPERATION: 8 hours/7 days FOOD PREP/PANTRY (RE-THERM KITCHEN) 
ARCHITECTURAL 

MATERIALS & FINISHES 
WALLS CMU 

FLOORS Resinous Epoxy 
BASE Epoxy 

CEILING Sealed Concrete 
CEILING HT. 8'-0" 
CASEWORK N/A 

NO. DESCRIPTION 
1 Counter w/Sink 

SECURITY 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING 

FIXED EQUIPMENT 

DOORS & FRAMES 
Detention HM 
Detention HM 
Vision Panel 
Detention 
Not Applicable 
Impact Resistant 

NO. DESCRIPTION
 

FURNITURE & MOVEABLE EQUIPMENT 
NO. DESCRIPTION 

Refer to Appendix K for equipment list 

SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Deep Sink 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-01a 
HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING Stainless Steel Impact Resistant 

Smooth, Cleanable Detention 
8'-0" Not Applicable 

Epoxy Vision Panel 

MATERIALS & FINISHES DOORS & FRAMES 
Smooth, Cleanable Detention HM 
Resinous Epoxy Detention HM 

INMATE PATIENT ROOM - SINGLE 

NO. DESCRIPTION 
1 

FURNITURE & MOVEABLE EQUIPMENT 

Patient Bed 

NO. NO. DESCRIPTION 
1 1 

1 Stool 

FIXED EQUIPMENT 
DESCRIPTION 
Lavatory-Toilet Comby Writing Surface 

ADA where applicable 

Confirm furniture and equipment with 
licensing requirements. 

Note: 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 

 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Stainless steel Lavatory-Toilet Comby. 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  nurse call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-01b
 
HOURS OF OPERATION: 24 hours/7 days INMATE PATIENT ROOM SINGLE - ISOLATION
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Detention HM 1 Patient Bed
 
BASE Epoxy DOOR TYPE Vision Panel
 

CEILING Smooth, Cleanable HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Stainless Steel GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 View Window 1 Writing Surface Note: 
1 Lavatory-Toilet Comby 1 Stool Confirm furniture and equipment with 

licensing requirements. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Negative REMARKS 
COOLING 72-76° F DIRECT EXHAUST  None 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-01d
 
HOURS OF OPERATION: 24 hours/7 days INMATE PATIENT ROOM - OBSERVATION
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Detention HM
 
BASE Epoxy DOOR TYPE Vision Panel
 

CEILING Smooth, Cleanable HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Stainless Steel GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Viewing Window Note: 
1 Lavatory-Toilet Comby Confirm furniture and equipment with 

licensing requirements. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  

GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Provide sink in ADA Observation Room 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-01e
 
HOURS OF OPERATION: 24 hours/7 days INMATE PATIENT ROOM - RESTRAINT
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Detention HM
 
BASE Epoxy DOOR TYPE Vision Panel
 

CEILING Smooth, Cleanable HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Stainless Steel GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION Note: 

2 Viewing Window 1 Low Profile Platform for Mattress Confirm furniture and equipment with 
1 Lavatory-Toilet Comby licensing requirements. 

Restraint bed where required 
by spacelist. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Provide sink in ADA Observation Room 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-02a
 
HOURS OF OPERATION: 24 hours/7 days GENERAL EXAM ROOM - TYPE 1
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Exam Table 
BASE Epoxy DOOR TYPE Vision Panel 1 Charting Computer Station 

CEILING Smooth, Cleanable HARDWARE Detention 1 Telemedicine Equip. Storage
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Exam Stool
 
CASEWORK Stainless Steel GLAZING Impact Resistant 1 Sharps Container
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 1 Portable Exam Light 
1 Counter w/Sink 1 Ceiling Mounted Exam Light 

1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-02b
 
HOURS OF OPERATION: 24 hours/7 days GENERAL EXAM ROOM - TYPE 2
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Exam Table 
BASE Epoxy DOOR TYPE Vision Panel 2 Charting Computer Station 

CEILING Smooth, Cleanable HARDWARE Detention 1 Telemedicine Equip. Storage
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Exam Stool
 
CASEWORK Stainless Steel GLAZING Impact Resistant 1 Sharps Container
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 1 Otoscope 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 1 Ophtho Scope 

2 drawers locking 1 Overhead Moveable Exam Light 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-02c
 
HOURS OF OPERATION: 24 hours/7 days GENERAL EXAM ROOM - TYPE 3
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Gurney 
BASE Epoxy DOOR TYPE Vision Panel 2 Charting Computer Station 

CEILING Smooth, Cleanable HARDWARE Detention 1 Telemedicine Equip. Storage
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Exam Stool
 
CASEWORK Stainless Steel GLAZING Impact Resistant 1 Sharps Container
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 1 Otoscope 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 1 Ophtho Scope 

2 drawers locking 1 Overhead Moveable Exam Light 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-02d 
HOURS OF OPERATION: 24 hours/7 days SCREENING/ASSESSMENT ALCOVE 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME N/A NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR N/A 1 Workstation with Chair 
BASE Epoxy DOOR TYPE N/A 1 Exam Chair 

CEILING Smooth, Cleanable HARDWARE N/A 1 Triage Equipment 
CEILING HT. 8'-0" ACOUSTICS N/A 1 Trash Bin 
CASEWORK Stainless Steel GLAZING N/A 1 Recycle Bin (NIC) 

1 Biohazard Waste Bin 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Marker Board 1 Tack Board 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 5 Room Data Sheet No.: M-02e 
HOURS OF OPERATION: 24 hours/7 days NURSES' STATION 
ARCHITECTURAL 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 

Epoxy 

MATERIALS & FINISHES 
Smooth, Cleanable 
Resinous Epoxy 

Smooth, Cleanable 
8'-0" 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

Half Lite 

DOORS & FRAMES 
Hollow Metal 
Hollow Metal 

Detention 
STC 50-55 

NO. DESCRIPTION 
Varies 
Varies 

1 
1 

Computer 

FURNITURE & MOVEABLE EQUIPMENT 

Open Workstation with Chair 

Copy Machine (NIC) 
Printer 

CASEWORK GLAZING 

NO. NO. DESCRIPTION 
1 

Plastic Laminate Impact Resistant 

FIXED EQUIPMENT 
DESCRIPTION 
Marker Board (Magnetic) 

1 
2 

Varies 
Varies 

1 
Note: 

U/C Refrigerator (where applicable) 
Sharps Container 
Trash Bin 
Recycle Bin (NIC) 
Biohazard Waste Bin 

See space list for quantities of 
workstations. Provide one computer per 

workstation. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL 
GUN LOCKER 

Security & Local CCTV 
DURESS ALARM 

 

 

None 

HVAC 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS 
NOISE CRITERIA 

Security Grade 
NC 35 

SEPARATE ZONE 
SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH
 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES
 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

REMARKS 
At all CTC Nursing Units, includes Nurse Call Panel.
 

At licensed CTC, one Nurses Station to have emergency generator
 
alarm panel.
 

At Medical CTC only, include medical gas guages.
 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: N/A Room Data Sheet No.: M-02f
 
HOURS OF OPERATION: 24 hours/7 days MEDICATION ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Automated Medication Dispenser 
BASE Epoxy DOOR TYPE Flush 3 Medication Cart 

CEILING Smooth, Cleanable HARDWARE Detention 1 U/C Refrigerator
 
CEILING HT. 8'-0" ACOUSTICS N/A 1 Trash Bin
 
CASEWORK Plastic Laminate GLAZING N/A 1 Recycle Bin (NIC)
 

5 Equipment Cart 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Counter 1 Storage Cabinet - 36"x18"x72" Note: 

Refer to space list for equipment. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Lockable Storage Cabinets and Equipment Carts. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Utility Sink 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: M-03a
 
HOURS OF OPERATION: 24 hours/7 days BLOOD DRAW
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME N/A NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR N/A 2 Phlebotomy Draw Station 
BASE Epoxy DOOR TYPE N/A 2 Chair 

CEILING Smooth, Cleanable HARDWARE N/A 2 Sharps Container
 
CEILING HT. 8'-0" ACOUSTICS N/A 2 Trash Bin
 
CASEWORK Plastic Laminate GLAZING Impact Resistant 2 Recycle Bin (NIC)
 

2 Computer 
FIXED EQUIPMENT 2 Workstation Overhead Storage 

NO. DESCRIPTION NO. DESCRIPTION 2 Computer Station 
1 Storage Cabinet - 36"x18"x72 1 Pass Thru (to adjacent toilet) 1 Label Printer 

1 Biohazard Waste Bin 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 

HOURS OF OPERATION: 24 hours/7 days 

Room Data Sheet No.: M-03b 
LAB WORKROOM 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS FRAME Smooth, Cleanable Detention HM NO. DESCRIPTION 

FLOORS DOOR Resinous Epoxy Hollow Metal 2 Workstation with Chair 
BASE DOOR TYPE Epoxy Flush 2 Computer 

CEILING HARDWARE Smooth, Cleanable Detention 1 Centrifuge 
CEILING HT. ACOUSTICS 8'-0" N/A 2 U/C Refrigerator w/ Freezer 
CASEWORK GLAZING Plastic Laminate N/A 1 Trash Bin 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 1 Hazardous Waste Disposal 

NO. NO. DESCRIPTION DESCRIPTION 2 Sharps Container 
1 Storage Cabinet - 36"x18"x72 1 Printer 

1 Label Printer 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Secure 
Security & Local 

AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 

REMARKS 
None 

HVAC 
HEATING 
COOLING 

REGISTERS 
NOISE CRITERIA 

VENTILATION 

66-70° F 
72-76° F 
Security Grade 
NC 35 
.15 cfm/sf 

ROOM PRESSURE 
DIRECT EXHAUST 
SEPARATE ZONE 

SMOKE CONTROL 
HUMIDITY CONTROL 

Equal REMARKS 
None 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Utility Sink 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-04a
 
HOURS OF OPERATION: 24 hours/7 days STANDARD PATIENT BAY
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME N/A NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR N/A 1 Exam Table 
BASE Epoxy DOOR TYPE N/A 2 Charting Computer Station 

CEILING Smooth, Cleanable HARDWARE N/A 1 Telemedicine Equip. Storage
 
CEILING HT. 8'-0" ACOUSTICS N/A 1 Exam Stool
 
CASEWORK N/A GLAZING N/A 1 Sharps Container
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 1 Otoscope 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 1 Ophtho Scope 

2 drawers locking 1 Overhead Moveable Exam Light 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-04b
 
HOURS OF OPERATION: 24 hours/7 days TRAUMA ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM Gurney 
BASE Epoxy DOOR TYPE Vision Panel Computer Station 

CEILING Smooth, Cleanable HARDWARE Detention Overhead Moveable Exam Light 
CEILING HT. 8'-0" ACOUSTICS Not Applicable Sharps Container 
CASEWORK Plastic Laminate GLAZING Impact Resistant Trash Bin 

Recycle Bin (NIC) 
FIXED EQUIPMENT Otoscope 

NO. DESCRIPTION NO. DESCRIPTION Ophtho Scope 
1 Medical Oxygen 1 Storage Cabinet - 36"x18"x72" Ultrasound 
1 Suction 2 drawers locking Exam Stool 
1 Counter w/Sink 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 

 

None 
REMARKS 

HVAC 
HEATING 
COOLING 

REGISTERS 
NOISE CRITERIA 

VENTILATION 

66-70° F 
72-76° F 
Security Grade 
NC 35 
.15 cfm/sf 

ROOM PRESSURE 
DIRECT EXHAUST 
SEPARATE ZONE 

SMOKE CONTROL 
HUMIDITY CONTROL 

Equal REMARKS 

PLUMBING/FIRE PROTECTION 
FIXTURES 

FLOOR DRAIN  
HAND SINK   
MOP SINK  
EYE WASH 

SEC. DRINKING FOUNTAIN 
SMOKE DETECTION 
SPRINKLER SYSTEM 

SPRINKLER HEADS Security 

ELECTRIC WATER COOLER 
None 

REMARKS 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-04c
 
HOURS OF OPERATION: 24 hours/7 days SPECIAL PROCEDURES ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Gurney 
BASE Epoxy DOOR TYPE Vision Panel 1 Charting Computer Station 

CEILING Smooth, Cleanable HARDWARE Detention 1 Ortho Cart 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Autoclave 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Overhead Moveable Exam Light 

1 Exam Stool 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72"
 
1 Medical Oxygen Tall Cabinet for Equipment
 
1 Suction
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 3 Room Data Sheet No.: M-04d 
HOURS OF OPERATION: 24 hours/7 days MEDICAL OBSERVATION ROOM 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 3 Gurney 
BASE Epoxy DOOR TYPE Vision Panel 1 Charting Computer Station 

CEILING Smooth, Cleanable HARDWARE Detention 3 Sharps Container 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Trash Bin 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Recycle Bin (NIC) 

2 Partition Divider 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-05a 
HOURS OF OPERATION: 8 hours/5 days PHYSICAL THERAPY 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Workstation with Chair 
BASE Epoxy DOOR TYPE Vision Panel 2 Treatment Table 

CEILING Smooth, Cleanable HARDWARE Detention 2 Hydrotherapy Tub 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Exercise Equipment 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Computer 

1 Printer 
FIXED EQUIPMENT 2 Trash Bin 

NO. DESCRIPTION NO. DESCRIPTION 2 Recycle Bin (NIC) 
1 Marker Board 1 Tack Board 
2 Storage Cabinet - 36"x18"x72 1 Cabinet - Cold Pack 
1 Cabinet - Hot Pack 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-05b 

ARCHITECTURAL 
HOURS OF OPERATION: 8 hours/5 days OB/GYN 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 
CASEWORK 

Epoxy 

MATERIALS & FINISHES 
Smooth, Cleanable 
Resinous Epoxy 

Smooth, Cleanable 
8'-0" 
Plastic Laminate 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING 

Vision Panel 

DOORS & FRAMES 
Detention HM 
Detention HM 

Detention 
Not Applicable 
Impact Resistant 

NO. DESCRIPTION 
1 
1 
1 
1 
1 
1 

Charting Computer Station 

FURNITURE & MOVEABLE EQUIPMENT 

Exam Table 

Exam Stool 
Medical Equipment 
Sharps Container 
Trash Bin 

NO. NO. DESCRIPTION 
1 
2 Counter w/Sink 

FIXED EQUIPMENT 
DESCRIPTION 
Storage Cabinet - 36"x18"x72 

1 
1 
1 
1 
1 

Ultrasound 

Recycle Bin (NIC) 
Moveable Exam Light 
Stirrups 

Fetal Monitor 
1 Colposcope 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 

 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Hand Sink includes counter 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-05c 
HOURS OF OPERATION: 8 hours/5 days OPHTHALMOLOGY 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Exam Table 
BASE Epoxy DOOR TYPE Vision Panel 1 Charting Computer Station 

CEILING Smooth, Cleanable HARDWARE Detention 1 Exam Stool 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Sharps Container 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Trash Bin 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 1 Slit Lamp 

NO. DESCRIPTION NO. DESCRIPTION 
1 Storage Cabinet - 36"x18"x72 
1 Counter w/Sink 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Hand Sink includes counter 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-05d
 
HOURS OF OPERATION: 8 hours/5 days EQUIPMENT STORAGE (PHYS. THERAPY)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Detention HM 1 Telemed Equipment
 
BASE Epoxy DOOR TYPE Flush 1 Specialist Equipment
 

CEILING Smooth, Cleanable HARDWARE Detention 2 Mobile Carts
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Hand Sink includes counter 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-06a
 
HOURS OF OPERATION: 8 hours/5 days EQUIPMENT STORAGE
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 
BASE Epoxy DOOR TYPE Flush 

CEILING Smooth, Cleanable HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Shelving 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

Room Data Sheet No.: M-06b 
SUPPLY STORAGE 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 
BASE Epoxy DOOR TYPE Flush 

CEILING Smooth, Cleanable HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Storage Shelving Unit 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET	 INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-06c
 
HOURS OF OPERATION: 8 hours/7 days CLEAN LINEN/UTILITY ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES	 DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Hollow Metal 1 Trash Bin
 
BASE Epoxy DOOR TYPE Flush 1 Recycle Bin (NIC)
 

CEILING Smooth, Cleanable HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION	 NO. DESCRIPTION 

1 Storage Shelving	 1 Storage Cabinet - 36"x18"x72"
 
1 Workcounter
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER	 DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Counter with deep sink to accommodate drinking water 
HAND SINK  SMOKE DETECTION  containers 
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success	 Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-06d
 
HOURS OF OPERATION: 8 hours/7 days SOILED LINEN/UTILITY ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Hollow Metal 2 Soiled Linen Cart
 
BASE Epoxy DOOR TYPE Flush 2 Waste Receptacle
 

CEILING Smooth, Cleanable HARDWARE Detention 1 Biohazard Waste Bin
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Shelving 1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Counter w/utility sink, rim/bedpan sink 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-06e
 
HOURS OF OPERATION: 8 hours/5 days BIOHAZARD WASTE HOLDING
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Hollow Metal 1 Biohazard Equipment
 
BASE Epoxy DOOR TYPE Flush 1 Trash Bin
 

CEILING Smooth, Cleanable HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS N/A
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Shelving 1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-06f
 
HOURS OF OPERATION: 8 hours/5 days CHART STORAGE
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 5 Lateral File Cabinet 
BASE Epoxy DOOR TYPE Flush 

CEILING Smooth, Cleanable HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-06g
 
HOURS OF OPERATION: 8 hours/5 days CLINICAL JANITOR ROOM - A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Hollow Metal 2 Janitor Supplies
 
BASE Epoxy DOOR TYPE Flush 2 Toilet Supplies
 

CEILING Smooth, Cleanable HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

3 Storage Cabinet - 36"x18"x72 3 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN 2 Mop Sinks 
HAND SINK SMOKE DETECTION  
MOP SINK  SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-06h
 
HOURS OF OPERATION: 8 hours/5 days CLINICAL JANITOR ROOM - B
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Hollow Metal 1 Janitor Supplies
 
BASE Epoxy DOOR TYPE Flush 1 Toilet Supplies
 

CEILING Smooth, Cleanable HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Cabinet - 36"x18"x72 1 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK  SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: M-07a
 
HOURS OF OPERATION: 8 hours/5 days SPECIALIST/CONSULTING CHARTING ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 4 Charting Computer Station 
BASE Epoxy DOOR TYPE Vision Panel 1 Printer 

CEILING Smooth, Cleanable HARDWARE Detention 1 Fax Machine (NIC)
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 2 Trash Bin
 
CASEWORK Plastic Laminate GLAZING Impact Resistant 2 Recycle Bin (NIC)
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Counter Workstation 1 Storage Shelving Unit - 36"x16"x72"
 
(Shared)
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

ARCHITECTURAL 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

Room Data Sheet No.: M-07b 
CLINIC COPY/WORK ROOM 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 1 Computer 
BASE Epoxy DOOR TYPE Vision Panel 1 Printer 

CEILING Smooth, Cleanable HARDWARE Detention 1 Trash 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Recycle Bin (NIC) 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 8 hours/5 days 

Room Data M-07c 
CLINIC STAFF ROOM 

 Sheet No.: 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 1 Trash Bin 
BASE Epoxy DOOR TYPE Vision Panel 1 Recycle Bin (NIC) 

CEILING Smooth, Cleanable HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Cabinet - 36"x18"x72" 
1 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: M-07d 
HOURS OF OPERATION: 8 hours/5 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

Epoxy Vision Panel 

MATERIALS & FINISHES DOORS & FRAMES 
Smooth, Cleanable Hollow Metal 
Resinous Epoxy Hollow Metal 

Smooth, Cleanable Detention 
8'-0" Not Applicable 
Plastic Laminate Impact Resistant 

NURSING OFFICE 

NO. DESCRIPTION 
2 
2 
2 
2 
2 

Computer 

FURNITURE & MOVEABLE EQUIPMENT 

Workcounter w/Chair 

Printer 
Trash Bin 
Recycle Bin (NIC) 

NO. 
1 

DESCRIPTION 
Counter w/Storage 

NO. DESCRIPTION 
1 
1 Soap Dispenser 

FIXED EQUIPMENT 

Towel Dispenser 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 
COOLING 

REGISTERS 
NOISE CRITERIA 

VENTILATION 

66-70° F 
72-76° F 
Security Grade 
NC 35 
.15 cfm/sf 

ROOM PRESSURE 
DIRECT EXHAUST 
SEPARATE ZONE 

SMOKE CONTROL 
HUMIDITY CONTROL 

Equal REMARKS 
None 

PLUMBING/FIRE PROTECTION 
FIXTURES 

FLOOR DRAIN  
HAND SINK   
MOP SINK  
EYE WASH 

SEC. DRINKING FOUNTAIN 
SMOKE DETECTION 
SPRINKLER SYSTEM 

SPRINKLER HEADS Security 

ELECTRIC WATER COOLER 
Counter w/utility deep sink to fill water 

REMARKS 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08a
 
HOURS OF OPERATION: 24 hours/7 days R/F DIAGNOSTICS
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 X-Ray Equipment 
BASE Epoxy DOOR TYPE Vision Panel 1 Transformer Equipment 

CEILING Smooth, Cleanable HARDWARE Detention 1 Apron Rack
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Computer
 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Printer
 

1 Sharps Container 
FIXED EQUIPMENT 1 Trash Bin 

NO. DESCRIPTION NO. DESCRIPTION 1 Recycle Bin (NIC)
 
1 Procedures Table 2 Storage Cabinet - 36"x18"x72"
 
1 Counter w/Sink
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08b 
HOURS OF OPERATION: 24 hours/7 days R/F CONTROL ROOM 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Computer 
BASE Epoxy DOOR TYPE Flush 1 Printer 

CEILING Smooth, Cleanable HARDWARE Detention 1 Trash Bin 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Recycle Bin (NIC) 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Storage Cabinet - 36 1"x18"x72 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08c
 
HOURS OF OPERATION: 24 hours/7 days COMPUTED TOMOGRAPHY (CT)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Transformer Equipment 
BASE Epoxy DOOR TYPE Flush 1 Apron Rack 

CEILING Smooth, Cleanable HARDWARE Detention 1 Computer
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Printer
 
CASEWORK Plastic Laminate GLAZING N/A 1 Sharps Container
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 
1 Procedures Table 2 CT Equipment
 
1 Counter w/Sink 2 Storage Cabinet - 36"x18"x72"
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08d
 
HOURS OF OPERATION: 24 hours/7 days CT CONTROL ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Computer 
BASE Epoxy DOOR TYPE Vision Panel 1 Printer 

CEILING Smooth, Cleanable HARDWARE Detention 1 Trash Bin 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Recycle Bin (NIC) 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. NO. DESCRIPTION DESCRIPTION 

2 Storage Cabinet - 36"x18"x72 1 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08e
 
HOURS OF OPERATION: 24 hours/7 days MAMMOGRAPHY
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Mammogram X-Ray Equipment 
BASE Epoxy DOOR TYPE Flush 1 Control Equipment 

CEILING Smooth, Cleanable HARDWARE Detention 1 Computer
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Printer
 
CASEWORK Plastic Laminate GLAZING N/A 1 Sharps Container
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 

Note: 
Control equipment shielded. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08f
 
HOURS OF OPERATION: 24 hours/7 days ULTRASOUND
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Treatment Table 
BASE Epoxy DOOR TYPE Flush 1 Ultrasound Equipment 

CEILING Smooth, Cleanable HARDWARE Detention 1 Computer
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Printer
 
CASEWORK Plastic Laminate GLAZING N/A 1 Sharps Container
 

1 Trash Bin 
FIXED EQUIPMENT 1 Recycle Bin (NIC) 

NO. DESCRIPTION NO. DESCRIPTION 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08g 
HOURS OF OPERATION: 24 hours/7 days MOBILE X-RAY 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Mobile X-Ray Unit 
BASE Epoxy DOOR TYPE Flush 1 Lead Shielding Curtains 

CEILING Smooth, Cleanable HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08h
 
HOURS OF OPERATION: 24 hours/7 days DRESSING ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 
BASE Epoxy DOOR TYPE Vision Panel 

CEILING Smooth, Cleanable HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Bench 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-08i
 
HOURS OF OPERATION: 24 hours/7 days DRESSING ROOM - ADA
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 
BASE Epoxy DOOR TYPE Vision Panel 

CEILING Smooth, Cleanable HARDWARE Detention 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Bench - Wheelchair 
Accessible 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 3 

HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

Epoxy Vision Panel 

MATERIALS & FINISHES DOORS & FRAMES 
Smooth, Cleanable Detention HM 
Resinous Epoxy Detention HM 

Smooth, Cleanable Commercial 
8'-0" Not Applicable 
N/A Impact Resistant 

Room Data Sheet No.: M-08j 
RADIOLOGIST READING ROOM 

NO. DESCRIPTION 
3 
3 
3 
3 
1 

Computer 

FURNITURE & MOVEABLE EQUIPMENT 

Workstation with Chair 

Trash Bin 
Recycle Bin (NIC) 
Printer 

NO. DESCRIPTION NO. DESCRIPTION 
FIXED EQUIPMENT Note: 

Low light room. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 10-20 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS 

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-09a
 
HOURS OF OPERATION: 24 hours/7 days DIALYSIS STATION
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Not Applicable NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Not Applicable 1 Patient Chair
 
BASE Epoxy DOOR TYPE Not Applicable 1 Dialysis Machine
 

CEILING Smooth, Cleanable HARDWARE Not Applicable 1 Exam Stool
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Exam Stool
 
CASEWORK Plastic Laminate GLAZING Not Applicable 1 Computer
 

1 Printer 
FIXED EQUIPMENT 1 Sharps Container 

NO. DESCRIPTION NO. DESCRIPTION 1 Trash Bin 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 1 Recycle Bin (NIC) 

1 Biohazard Waste Bin 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-09b
 
HOURS OF OPERATION: 24 hours/7 days SECURE DIALYSIS STATION
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME N/A NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR N/A 1 Patient Chair
 
BASE Epoxy DOOR TYPE N/A 1 Dialysis Machine
 

CEILING Smooth, Cleanable HARDWARE N/A 1 Exam Stool
 
CEILING HT. 8'-0" ACOUSTICS N/A 1 Exam Stool
 
CASEWORK Plastic Laminate GLAZING N/A 1 Computer
 

1 Printer 
FIXED EQUIPMENT 1 Sharps Container 

NO. DESCRIPTION NO. DESCRIPTION 1 Trash Bin 
1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 1 Recycle Bin (NIC) 

1 Biohazard Waste Bin 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-09c 
HOURS OF OPERATION: 24 hours/7 days DIALYSIS MACHINE/WORK ROOM 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Computer 
BASE Epoxy DOOR TYPE Flush 1 Printer 

CEILING Smooth, Cleanable HARDWARE Detention 1 Trash Bin 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Recycle Bin (NIC) 
CASEWORK Plastic Laminate GLAZING N/A 1 Biohazard Waste Bin 

1 Dialysis Machine 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-09d
 
HOURS OF OPERATION: 24 hours/7 days DIALYSIS WATER ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 1 Dialysis Chemicals 
BASE Epoxy DOOR TYPE Vision Panel 1 Trash Bin 

CEILING Smooth, Cleanable HARDWARE Detention 1 Recycle Bin (NIC) 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Biohazard Waste Bin 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Water Tanks 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-10a 
HOURS OF OPERATION: 24 hours/7 days PHARMACY ENTRANCE 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION 

FLOORS Rubber Roll Goods DOOR Detention HM 
BASE Rubber DOOR TYPE Vision Panel 

CEILING Acoustic Ceiling Panel HARDWARE Biometric Access 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

Note: 
FIXED EQUIPMENT Door width to accommodate 

NO. DESCRIPTION NO. DESCRIPTION medication carts. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 

HOURS OF OPERATION: 24 hours/7 days 

Room Data M-10b 
PHARMACY TECHNICIAN 
 Sheet No.: 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Not Applicable NO. DESCRIPTION 

FLOORS Rubber Roll Goods DOOR Not Applicable 2 Computer 
BASE Rubber DOOR TYPE Not Applicable 1 Printer 

CEILING Smooth, Cleanable HARDWARE Not Applicable 2 Trash Bin 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 2 Recycle Bin (NIC) 
CASEWORK Plastic Laminate GLAZING Not Applicable 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Counter Workstation 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-10c 
HOURS OF OPERATION: 24 hours/7 days MED CART REFILLING 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Not Applicable NO. DESCRIPTION 

FLOORS Rubber Roll Goods DOOR Not Applicable 5 Mobile Tables 
BASE Rubber DOOR TYPE Not Applicable 5 Carts 

CEILING Smooth, Cleanable HARDWARE Not Applicable 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK Plastic Laminate GLAZING Not Applicable 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-10d
 
HOURS OF OPERATION: 24 hours/7 days PHARMACY BULK STORAGE
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Rubber Roll Goods DOOR Hollow Metal
 
BASE Rubber DOOR TYPE Flush
 

CEILING Smooth, Cleanable HARDWARE Biometric Access
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Storage Cabinet - 36"x18"x72 20 Storage Shelving Unit - 36"x16"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET	 INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-10e
 
HOURS OF OPERATION: 24 hours/7 days PHARMACY SECURE STORAGE
 
ARCHITECTURAL
 

MATERIALS & FINISHES	 DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION
 

FLOORS Rubber Roll Goods DOOR Detention HM
 
BASE Rubber DOOR TYPE Flush
 

CEILING Smooth, Cleanable HARDWARE Biometric Access
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION	 NO. DESCRIPTION 

2 Storage Cabinet - 36"x18"x72	 1 Pyxis CII Safe
 
1 Storage Shelving Unit - 36"x16"x72"
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER	 DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success	 Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-10f
 
HOURS OF OPERATION: 24 hours/7 days EXPIRED/WASTE MEDICATION STORAGE
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Rubber Roll Goods DOOR Hollow Metal 1 Trash Bin
 
BASE Rubber DOOR TYPE Flush
 

CEILING Smooth, Cleanable HARDWARE Biometric Access
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

2 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 3 

HOURS OF OPERATION: 24 hours/7 days 

Room Data Sheet No.: M-10g 
SATELLITE PHARMACY 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Rubber Roll Goods DOOR Hollow Metal 3 Workstation with Chair 
BASE Rubber DOOR TYPE Flush 1 Chair 

CEILING Smooth, Cleanable HARDWARE Biometric Access 3 Computer 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 3 Trash Bin 
CASEWORK Plastic Laminate GLAZING N/A 2 Label Printer 

2 Postscript Printer 
FIXED EQUIPMENT 1 Vertical File Cabinet 

NO. DESCRIPTION NO. DESCRIPTION 1 Bookshelf 
1 Safe (Narcotics) 1 Dispensing Window 1 Mini-Refrigerator (NIC) 
1 Counter with Sink 1 Pick Station 
1 Storage Shelving Unit-36"x17"x87" 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING 
COOLING 

REGISTERS 
NOISE CRITERIA 

VENTILATION 

66-70° F 
72-76° F 
Security Grade 
NC 35 
.15 cfm/sf 

ROOM PRESSURE 
DIRECT EXHAUST 
SEPARATE ZONE 

SMOKE CONTROL 
HUMIDITY CONTROL 

Equal REMARKS 
None 

PLUMBING/FIRE PROTECTION 
FIXTURES 

FLOOR DRAIN  
HAND SINK   
MOP SINK  
EYE WASH 

ELECTRIC WATER COOLER 
SEC. DRINKING FOUNTAIN 

SMOKE DETECTION 
SPRINKLER SYSTEM 

SPRINKLER HEADS Security 

REMARKS 
None 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING 
OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-11a
 
HOURS OF OPERATION: 8 hours/5 days DENTAL OPERATORY
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Exam/Treatment Chair 
BASE Epoxy DOOR TYPE Vision Panel 1 Intraoral X-Ray 

CEILING Smooth, Cleanable HARDWARE Detention 1 Stool - Dentist
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Stool - Dental Assistant
 
CASEWORK Stainless Steel GLAZING Impact Resistant 1 Sharps Container
 

1 Trash Bin
 

FIXED EQUIPMENT 1 Recycle Bin (NIC)
 
NO. DESCRIPTION NO. DESCRIPTION 1 Computer
 

1 Counter w/Sink 1 Storage Shelving Unit - 36"x16"x72" 1 Crash Cart
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS
 
COOLING 72-76° F DIRECT EXHAUST
 Underfloor utility trench to Dental Mechanical Room 

REGISTERS Security Grade SEPARATE ZONE
 

NOISE CRITERIA NC 35 SMOKE CONTROL
 

VENTILATION .15 cfm/sf HUMIDITY CONTROL
 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-11b 
HOURS OF OPERATION: 8 hours/5 days DENTAL WORKSTATION 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME N/A NO. DESCRIPTION 

FLOORS Rubber Roll Goods DOOR N/A 2 Workcounter 
BASE Rubber DOOR TYPE N/A 2 Chair 

CEILING Smooth, Cleanable HARDWARE N/A 2 Computer 
CEILING HT. 8'-0" ACOUSTICS N/A 1 Printer 
CASEWORK Plastic Laminate GLAZING N/A 2 Trash Bin 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-11c 
HOURS OF OPERATION: 8 hours/5 days DENTAL LABORATORY 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Rubber Roll Goods DOOR Hollow Metal 1 Workcounter 
BASE Rubber DOOR TYPE Vision Panel 1 Chair 

CEILING Smooth, Cleanable HARDWARE Detention 1 Water Distiller 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 U/C Refrigerator 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Trash Bin 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 

NO. DESCRIPTION NO. DESCRIPTION 
1 Storage Cabinet - 36"x18"x72 1 Counter Workstation 
1 Tack Board 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST Countertop fume and dust extraction 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Utility Sink 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH  SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-11d 
HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A N/A 

Smooth, Cleanable Detention 
8'-0" Not Applicable 

None Flush 

MATERIALS & FINISHES DOORS & FRAMES 
Smooth, Cleanable Hollow Metal 
Sealed Concrete Hollow Metal 

DENTAL MECHANICAL ROOM 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. NO. DESCRIPTION 
1 
1 Vacuum Pump 

FIXED EQUIPMENT 
DESCRIPTION 
Dental Air Compressor 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 
COOLING 

REGISTERS 
NOISE CRITERIA 

VENTILATION 

66-70° F 
72-76° F 
Security Grade 
NC 35 
.15 cfm/sf 

ROOM PRESSURE 
DIRECT EXHAUST 
SEPARATE ZONE 

SMOKE CONTROL 
HUMIDITY CONTROL 

Equal REMARKS 
Underfloor utility trench from Dental Operatory. Supply make-up 

air for equipment. 

PLUMBING/FIRE PROTECTION 
FIXTURES 

FLOOR DRAIN 
HAND SINK  
MOP SINK  
EYE WASH 

ELECTRIC WATER COOLER 
SEC. DRINKING FOUNTAIN 

SMOKE DETECTION 
SPRINKLER SYSTEM 

SPRINKLER HEADS Security 

REMARKS 
Utility Sink 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-11g
 
HOURS OF OPERATION: 24 hours/7 days PANOGRAPH X-RAY
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 X-Ray Control Station 
BASE Epoxy DOOR TYPE Vision Panel 1 Exam Chair 

CEILING Smooth, Cleanable HARDWARE Detention 1 Trash Bin 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Recycle Bin (NIC) 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 X-Ray Machine 1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 

HOURS OF OPERATION: 24 hours/7 days 

Room Data Sheet No.: M-11h 
STERILIZATION WORKROOM 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS FRAME Smooth, Cleanable Hollow Metal NO. DESCRIPTION 

FLOORS DOOR Rubber Roll Goods Hollow Metal 1 Exam Stool 
BASE DOOR TYPE Rubber Vision Panel 1 Handpiece Sterilizer 

CEILING HARDWARE Smooth, Cleanable Commercial 1 Autoclave 
CEILING HT. ACOUSTICS 8'-0" Not Applicable 1 Trash Bin 
CASEWORK GLAZING Plastic Laminate Impact Resistant 1 Recycle Bin (NIC) 

1 Ultrasonic Cleaner 
FIXED EQUIPMENT 1 Work Table 

NO. NO. DESCRIPTION DESCRIPTION 
1 Storage Cabinet - 36"x18"x72 1 Counter Workstation 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 
COOLING 

REGISTERS 
NOISE CRITERIA 

VENTILATION 

66-70° F 
72-76° F 
Security Grade 
NC 35 
.15 cfm/sf 

ROOM PRESSURE 
DIRECT EXHAUST 
SEPARATE ZONE 

SMOKE CONTROL 
HUMIDITY CONTROL 

Equal REMARKS 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Utility Sink 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET	 INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-12a
 
HOURS OF OPERATION: 24 hours/7 days ANTEROOM/SUB-UTILITY VESTIBULE
 
ARCHITECTURAL 

MATERIALS & FINISHES	 DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Work Counter 
BASE Epoxy DOOR TYPE Vision Panel 1 Clean Material Storage 

CEILING Metal Framing, GWB HARDWARE Detention 1 Soiled Material Storage
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Protective Gear Storage
 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 Trash Bin
 

1 Recycle Bin (NIC) 
FIXED EQUIPMENT 

NO. DESCRIPTION	 NO. DESCRIPTION 
1 Counter w/Sink	 1 View Window
 

2 Storage Cabinet - 36"x18"x72"
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER	 DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Negative REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success	 Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-12b
 
HOURS OF OPERATION: 24 hours/7 days NOURISHMENT ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 1 Refrigerator (NIC) 
BASE Epoxy DOOR TYPE Vision Panel 1 Ice Machine (Countertop) 

CEILING Metal Framing, GWB HARDWARE Detention 1 Trash Bin 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Recycle Bin (NIC) 
CASEWORK Plastic Laminate GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Counter w/Sink 1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Deep sink to accommodate filling water pitchers 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-12c
 
HOURS OF OPERATION: 24 hours/7 days CTC CONSULTATION/INTERVIEW ROOM
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Detention HM 1 Chair - Staff
 
BASE Epoxy DOOR TYPE Vision Panel 1 Trash Bin - Staff
 

CEILING Metal Framing, GWB HARDWARE Detention 1 Recycle Bin (NIC) - Staff
 
CEILING HT. 8'-0" ACOUSTICS STC 60 Acoustical Privacy 1 Stool - Inmate
 
CASEWORK Plastic Laminate GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Provide impact resistant glazing between 

1 Counter - Inmate Side staff and inmate above counter height. 
1 Counter - Staff Side 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Separate (enclosed) Inmate-Patient and Staff sides with window 
in between. GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 

Audio only hands-free intercom. 
LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  Staff Side PA STATION 
TELEPHONE  Staff Side CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER  

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: M-12d 
HOURS OF OPERATION: 24 hours/7 days SAFETY ROOM 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Safety Padding FRAME Detention HM NO. DESCRIPTION 

FLOORS Safety Padding DOOR Detention HM 
BASE None DOOR TYPE Cell Swinging 

CEILING Safety Padding HARDWARE Detention 
CEILING HT. 10'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Local Only CCTV  Provide padding on all surfaces of the room, door and frame. 
GUN LOCKER DURESS ALARM 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS
 

FLOOR DRAIN SEC. DRINKING FOUNTAIN
 Recessed detox floor toilet with remote flush (in corridor next to 
HAND SINK SMOKE DETECTION  room). 
MOP SINK SPRINKLER SYSTEM  High pressure hose station ( in corridor next to room). 
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 5 Room Data Sheet No.: M-12e
 
HOURS OF OPERATION: 8 hours/5 days CENTRAL STERILE SUPPLY
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Hollow Metal 5 Mobile Carts 
BASE Epoxy DOOR TYPE Vision Panel 5 Stools 

CEILING Metal Framing, GWB HARDWARE Detention 1 Mobile Gown Rack 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 2 Work Tables 
CASEWORK Stainless Steel GLAZING Impact Resistant 1 Workstation with Chair 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Cart Washer 10 Storage Shelving Unit - 36"x16"x72" 
1 Ultrasonic Washer 10 Storage Cabinet - 36"x18"x72" 
1 Washer/Decontam. 1 Counter w/sink 
2 Work Counter w/sink 1 Marker Board 
1 Tack Board 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Storage Cabinets for gown, goggle and other clothing/equipment 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE  
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Standard
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 7 Room Data Sheet No.: M-12f
 
HOURS OF OPERATION: 24 hours/7 days CTC NURSES' STATION
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Detention HM NO. DESCRIPTION 

FLOORS Resinous Epoxy DOOR Detention HM 7 Open Workstation with Chair 
BASE Epoxy DOOR TYPE Half Lite 7 Computer 

CEILING Smooth, Cleanable HARDWARE Detention 1 Copy Machine (NIC) 
CEILING HT. 8'-0" ACOUSTICS N/A 1 Printer 
CASEWORK Plastic Laminate GLAZING Impact Resistant 1 U/C Refrigerator (where applicable) 

2 Sharps Container
 
FIXED EQUIPMENT 7 Trash Bin
 

NO. DESCRIPTION NO. DESCRIPTION 7 Recycle Bin (NIC)
 
1 Marker Board (Magnetic) 1 Storage Cabinet - 36"x18"x72" 1 Crash Cart
 

1 Storage Shelving Unit - 36"x16"x72"
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK  SMOKE DETECTION 
 
MOP SINK SPRINKLER SYSTEM 
 
EYE WASH  SPRINKLER HEADS Security
 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS  PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 5 Room Data Sheet No.: M-12g
 
HOURS OF OPERATION: 8 hours/5 days CTC GENERAL STORAGE
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Smooth, Cleanable FRAME Hollow Metal NO. DESCRIPTION
 

FLOORS Resinous Epoxy DOOR Hollow Metal
 
BASE Epoxy DOOR TYPE Flush
 

CEILING Metal Framing, GWB HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING N/A
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

20 Storage Shelving Unit - 36"x24"72" 
20 LF High Density, Plastic Coated 

Wire Mobile Shelving 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION 
MOP SINK SPRINKLER SYSTEM 
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  Coordinate outlet locations with shelving. 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: M-12h 
HOURS OF OPERATION: 24 hours/7 days CTC LAVATORY, TOILET, SHOWER 
ARCHITECTURAL 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 
CASEWORK 

Epoxy 

MATERIALS & FINISHES 
Smooth, Cleanable 
Resinous Epoxy 

Metal Framing, GWB 
8'-0" 
N/A 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING 

Vision Panel 

DOORS & FRAMES 
Detention HM 
Detention HM 

Detention 
N/A 
Impact Resistant 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
1 
1 Shower 

DESCRIPTION 
Modesty Panel 

NO. DESCRIPTION 
1 

FIXED EQUIPMENT 

Lavatory-Toilet Comby 

Note: 
Provide ADA in required location 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Negative REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL  

UPS PA SPEAKERS 

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER  Nurse Call 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: P-02a
 
HOURS OF OPERATION: 8 hours/7 days CONTACT INTERVIEW ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Chair - Staff
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS STC 60 Acoustical Privacy
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Swing Arm Stool 1 Table Note: 
ADA where applicable. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM  Staff 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 

Electrical and data on staff side. 
LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  Staff PA STATION 
TELEPHONE  Staff CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: P-02b
 
HOURS OF OPERATION: 8 hours/7 days NON-CONTACT INTERVIEW ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Chair - Staff
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS STC 60 Acoustical Privacy
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Glass Separation 1 Staff Workcounter 30" Deep Note: 
1 Swing Arm Stool 1 Stainless Steel Counter - Inmate ADA where applicable. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Glass Separation between staff and inmate. 
GUN LOCKER DURESS ALARM  Staff 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS
 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES 
 Voice activated intercom system, electrical and data on staff side. 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  Staff PA STATION 
TELEPHONE  Staff CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 20 Room Data Sheet No.: P-04a 
HOURS OF OPERATION: 16 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A Impact Resistant 

Exposed Construction Detention 
15'-0" Min. Not Applicable 

None Vision Panel 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

OUTDOOR RECREATION - LARGE 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. NO. DESCRIPTION 
1 3 
1 1Lavatory-Toilet Comby Inmate Phone, ADA 

FIXED EQUIPMENT 
DESCRIPTION 
Basketball Goal Inmate Phone 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 None 

REMARKS 

HVAC 
HEATING N/A ROOM PRESSURE N/A REMARKS 
COOLING N/A DIRECT EXHAUST None 

REGISTERS N/A SEPARATE ZONE 
NOISE CRITERIA N/A SMOKE CONTROL 

VENTILATION N/A HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  None 
HAND SINK SMOKE DETECTION 
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 
PAYPHONE  Inmate EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 10 Room Data Sheet No.: P-04b
 
HOURS OF OPERATION: 16 hours/7 days OUTDOOR RECREATION A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 15'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

10 Sm Management Yd. 5 Lavatory-Toilet Comby
 
1 Inmate Phone 5 Lavatory-Toilet Comby, ADA
 
1 Inmate Phone, ADA
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

N/A 
N/A 

ROOM PRESSURE 
DIRECT EXHAUST 

N/A REMARKS 
None 

REGISTERS N/A SEPARATE ZONE 
NOISE CRITERIA N/A SMOKE CONTROL 

VENTILATION N/A HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  ADA Turn-Around in ADA Small Management Yards, Grab Bars at 
HAND SINK SMOKE DETECTION ADA Toilet and ADA Lavatory 
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 
PAYPHONE  Inmate EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: P-04c
 
HOURS OF OPERATION: 16 hours/7 days OUTDOOR RECREATION B
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 15'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Verify Small Management Yard 

Sm Management Yd. 4 Lavatory-Toilet Comby quantities with space lists. 
1 Inmate Phone 4 Lavatory-Toilet Comby, ADA Provide ADA where required. 
1 Inmate Phone, ADA 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

N/A 
N/A 

ROOM PRESSURE 
DIRECT EXHAUST 

N/A REMARKS 
None 

REGISTERS N/A SEPARATE ZONE 
NOISE CRITERIA N/A SMOKE CONTROL 

VENTILATION N/A HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  ADA Turn-Around in ADA Small Management Yards, Grab Bars at 
HAND SINK SMOKE DETECTION  ADA Toilet and ADA Lavatory 
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 
PAYPHONE  Inmate EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 8 Room Data Sheet No.: P-04d
 
HOURS OF OPERATION: 16 hours/7 days OUTDOOR RECREATION C
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM
 
BASE None DOOR TYPE Vision Panel
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 15'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Small Management Yard 2 Lavatory-Toilet Comby
 
1 Small Group Yard 3 Lavatory-Toilet Comby, ADA
 
1 Inmate Phone
 
1 Inmate Phone, ADA
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

N/A 
N/A 

ROOM PRESSURE 
DIRECT EXHAUST 

N/A REMARKS 
None 

REGISTERS N/A SEPARATE ZONE 
NOISE CRITERIA N/A SMOKE CONTROL 

VENTILATION N/A HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN  ADA Turn-Around in ADA Small Management Yards, Grab Bars at 
HAND SINK SMOKE DETECTION  ADA Toilet and ADA Lavatory 
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 
PAYPHONE  Inmate EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 5 Room Data Sheet No.: P-05a
 
HOURS OF OPERATION: 8 hours/7 days SMALL GROUP ROOM - A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Work Table
 
BASE None DOOR TYPE Vision Panel 1 Chair - Staff
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Treatment Modules 1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Work table attached to floor, lockable storage cabinet. Treatment 
Modules: 1 ADA, 3 regular. GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 5 Room Data Sheet No.: P-05b
 
HOURS OF OPERATION: 8 hours/7 days SMALL GROUP ROOM - B
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Work Table
 
BASE None DOOR TYPE Vision Panel 1 Chair - Staff
 

CEILING Sealed Concrete HARDWARE Detention 4 No-Throw Chair
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 1 Table for 6 (SUD only)
 
CASEWORK N/A GLAZING Impact Resistant 4 Chair - Inmate (SUD only)
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Work table attached to floor. Lockable storage cabinet. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 16 Room Data Sheet No.: P-05c
 
HOURS OF OPERATION: 8 hours/7 days GROUP ROOM - A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Work Table
 
BASE None DOOR TYPE Vision Panel 1 Chair - Staff
 

CEILING Sealed Concrete HARDWARE Detention 4 Table for 4 (SUD only)
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 15 Chair - Inmate (SUD only)
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

4 Pedestal Table (4 seats ea.) 
1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Work table attached to floor, lockable storage cabinet. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 13 

HOURS OF OPERATION: 8 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A Impact Resistant 

Sealed Concrete Detention 
8'-0" Not Applicable 

None Vision Panel 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

Room Data Sheet No.: P-05d 
GROUP ROOM - B 

NO. DESCRIPTION 
1 
1 

12 No-Throw Chair 
at double cell HOH only 

Chair 

FURNITURE & MOVEABLE EQUIPMENT 

Work Table 

NO. 
12 

DESCRIPTION 
Treatment Modules 

NO. DESCRIPTION 
FIXED EQUIPMENT 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 

 

Work table attached to floor. Lockable stroage cabinet. 
Treatment Modules: 3 ADA, 9 regular. 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 31 Room Data Sheet No.: P-05e
 
HOURS OF OPERATION: 8 hours/7 days LARGE GROUP ROOM - A
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Work Table
 
BASE None DOOR TYPE Vision Panel 31 No-Throw Chair
 

CEILING Sealed Concrete HARDWARE Detention
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Work Table attached to floor, lockable storage cabinet. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 21 

HOURS OF OPERATION: 8 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING N/A Impact Resistant 

Sealed Concrete Detention 
8'-0" Not Applicable 

None Vision Panel 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Sealed Concrete Detention HM 

Room Data Sheet No.: P-05f 
LARGE GROUP ROOM - B 

NO. DESCRIPTION 
1 

21 
1 Chair - Staff 

No-Throw Chair 

FURNITURE & MOVEABLE EQUIPMENT 

Work Table 

NO. DESCRIPTION NO. DESCRIPTION 
FIXED EQUIPMENT 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Secure AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 

 

Work Table attached to floor. Lockable storage cabinet. 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 

 
 

 

    

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: P-05g
 
HOURS OF OPERATION: 8 hours/7 days GROUP THERAPY ROOM (CONFERENCE, SMALL)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Work Table
 
BASE None DOOR TYPE Vision Panel 3 No-Throw Chair
 

CEILING Exposed Construction HARDWARE Card Reader 3 Treatment Module
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK Metal GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  Work table attached to floor, lockable storage cabinet. Treatment 
Modules: 1 ADA, 2 regular GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 
 

 

 

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: P-05h
 
HOURS OF OPERATION: 8 hours/7 days GROUP THERAPY ROOM (REC. & DINING, SMALL)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Pedestal Table
 
BASE Rubber DOOR TYPE Vision Panel 1 Work Table
 

CEILING Exposed Construction HARDWARE Card Reader 1 No-Throw Chair
 
CEILING HT. 12'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK Metal GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Work Counter w/Sink 1 Marker Board
 
1 Projection Screen 1 Storage Cabinet - 36"x18"x72"
 

3 Treatment Module
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Dining table attached to floor, lockable sotrage cabinet. 
Treatment Modules: 1 ADA, 2 regular GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Utility sink @ work counter 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 
  

 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 9 Room Data Sheet No.: P-05i
 
HOURS OF OPERATION: 8 hours/7 days GROUP THERAPY ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 9 No-Throw Chair
 
BASE Rubber DOOR TYPE Vision Panel 1 Work Table
 

CEILING Exposed Construction HARDWARE Card Reader
 
CEILING HT. 12'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK Metal GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Work Table attached to floor, lockable storage cabinet. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Utility sink @ work counter 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 

 
 

 

    

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 9 Room Data Sheet No.: P-05k
 
HOURS OF OPERATION: 8 hours/7 days GROUP THERAPY ROOM (CONFERENCE, MED.)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 1 Work Table
 
BASE None DOOR TYPE Vision Panel 3 No-Throw Chair
 

CEILING Exposed Construction HARDWARE Card Reader 8 Treatment Module
 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK Metal GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Cabinet - 36"x18"x72" 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL From Security CCTV  Work table attached to floor, lockable storage cabinet. Treatment 
Modules: 1 ADA, 2 regular GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 

 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 8 Room Data Sheet No.: P-05l
 
HOURS OF OPERATION: 8 hours/7 days GROUP THERAPY ROOM (REC. & DINING, MED.)
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Sealed Concrete DOOR Detention HM 2 Pedestal Table
 
BASE Rubber DOOR TYPE Vision Panel 1 Work Table
 

CEILING Exposed Construction HARDWARE Card Reader 1 No-Throw Chair
 
CEILING HT. 12'-0" Min. ACOUSTICS Not Applicable
 
CASEWORK Metal GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Work Counter w/Sink 1 Marker Board
 
1 Projection Screen 1 Storage Cabinet - 36"x18"x72"
 

8 Treatment Module
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Dining table attached to floor, lockable sotrage cabinet. 
Treatment Modules: 2 ADA, 6 regular GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN Utility sink @ work counter 
HAND SINK  SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH  REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES  None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL  

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 

 
  

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 12 Room Data Sheet No.: P-07
 
HOURS OF OPERATION: 8 hours/7 days INTERDISCIPLINARY MULTIPURPOSE ROOM
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Detention HM NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Detention HM 12 table and Chair 
BASE Rubber DOOR TYPE Vision Panel 1 Medium Conference Table 

CEILING Acoustic Ceiling Panel HARDWARE Detention 12 Conference Table Chairs
 
CEILING HT. 8'-0" ACOUSTICS Not Applicable
 
CASEWORK Plastic Laminate GLAZING Impact Resistant
 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Projection Screen 1 Marker Board
 
1 Display Rail 1 LCD Projector
 

SECURITY 
SECURITY ZONE Secure AUDIO SURV. REMARKS 

DOOR CONTROL Security & Local CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 20 fc min. REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: S-01a 
HOURS OF OPERATION: 24 hours/7 days BUNK ROOM - 2 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud, GWB, CT Wainsco FRAME Detention HM NO. DESCRIPTION 

FLOORS Midgrade Carpet DOOR Detention HM 2 Beds 
BASE Rubber DOOR TYPE Flush 2 Guest Chair 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 2 Side Table 
CEILING HT. 8'-0" Min. ACOUSTICS STC 50-55 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 8 Room Data Sheet No.: S-01b 
HOURS OF OPERATION: 24 hours/7 days BUNK ROOM - 8 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Detention HM NO. DESCRIPTION 

FLOORS Midgrade Carpet DOOR Detention HM 8 Bed 
BASE Rubber DOOR TYPE Flush 8 Guest Chair 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 8 Side Table 
CEILING HT. 8'-0" Min. ACOUSTICS STC 50-55 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: S-01c 
HOURS OF OPERATION: 24 hours/7 days BUNK ROOM - 4 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Detention HM NO. DESCRIPTION 

FLOORS Midgrade Carpet DOOR Detention HM 4 Bed 
BASE Rubber DOOR TYPE Flush 4 Guest Chair 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 4 Side Table 
CEILING HT. 8'-0" Min. ACOUSTICS STC 50-55 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 



     
k  .

 

 
 

 

 
 

ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: S-01d 
HOURS OF OPERATION: 24 hours/7 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

Epoxy Flush 

MATERIALS & FINISHES DOORS & FRAMES 
CMU Detention HM 
Resinous Epoxy Detention HM 

Sealed Concrete Commercial 
Varies Not Applicable 
N/A N/A 

LOCKER ROOM 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
Varies 
Varies Bench Seating 

DESCRIPTION 
Lockers 

NO. DESCRIPTION 
FIXED EQUIPMENT 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 
COOLING 

REGISTERS 
NOISE CRITERIA 

VENTILATION 

66-70° F 
72-76° F 
Standard 
NC 35 
.15 cfm/sf 

ROOM PRESSURE 
DIRECT EXHAUST  
SEPARATE ZONE 

SMOKE CONTROL 
HUMIDITY CONTROL 

Equal REMARKS 
None 

PLUMBING/FIRE PROTECTION 
FIXTURES  

FLOOR DRAIN  
HAND SINK  
MOP SINK  
EYE WASH 

SEC. DRINKING FOUNTAIN 
SMOKE DETECTION 
SPRINKLER SYSTEM 

SPRINKLER HEADS Standard 

ELECTRIC WATER COOLER 
None 

REMARKS 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: S-01e
 
HOURS OF OPERATION: 24 hours/7 days PHYSICAL TRAINING
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Hollow Metal 1 Water Fountain 
BASE Rubber DOOR TYPE Vision Panel 1 Towel Dispenser 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 1 Laundry Cart 
CEILING HT. 10'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT 
NO. DESCRIPTION NO. DESCRIPTION 

1 Storage Shelving Unit - 36"x1 1 Storage Cabinet - 36"x18"x72" 
1 Treadmill, Bench, Etc. 

EQUIPMENT TO BE DETERMINED 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal 
None 

REMARKS 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER  REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Secure SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV  

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: S-01f 
HOURS OF OPERATION: 24 hours/7 days DMH, DPH, MSB STAFF LOCKERS 
ARCHITECTURAL 

WALLS 
FLOORS 

BASE 
CEILING 

CEILING HT. 
CASEWORK N/A 

Smooth, Cleanable 
8'-0" Min. 

Rubber 

MATERIALS & FINISHES 
CMU 
Vinyl Composition Tile 

FRAME 
DOOR 

DOOR TYPE 
HARDWARE 
ACOUSTICS 

GLAZING N/A 

N/A 
N/A 

N/A 

DOORS & FRAMES 
N/A 
N/A 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. NO. DESCRIPTION 
Varies 

FIXED EQUIPMENT 
DESCRIPTION 
Lockers 12"w x 18"d x 36"h 

Disperse in two or three locations at Staff 
Entry or along main path-of-travel. See 

Space List for quantity. 

Note: 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Local Only 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

None 
REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: S-01g 
HOURS OF OPERATION: 24 hours/7 days EXECUTIVE/DEPUTY LOCKERS 
ARCHITECTURAL 

MATERIALS & FINISHES 
WALLS CMU 

FLOORS Ceramic Tile 
BASE Ceramic Tile 

CEILING Acoustic Ceiling Panel 
CEILING HT. 9'-0" Min. 
CASEWORK N/A 

NO. DESCRIPTION 

SECURITY 

DOORS & FRAMES 
FRAME Hollow Metal 

DOOR Wood 
DOOR TYPE Flush 
HARDWARE Commercial 
ACOUSTICS N/A 

GLAZING N/A 

FIXED EQUIPMENT 
NO. DESCRIPTION 

Varies Lockers 24"w x 24"d x 72"h 

FURNITURE & MOVEABLE EQUIPMENT 
NO. DESCRIPTION 

Note:
 
See Space List for locker quantity. Bench 

seating to be provided in aisles between
 

lockers. See Space List for 8' bench 

quantity.
 

SECURITY ZONE Restricted AUDIO SURV. REMARKS 
DOOR CONTROL Local Only CCTV None 

GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER  REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES Provide electrical outlet at locker shelf to accommodate 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL recharging of flashlight and radio. 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: Varies Room Data Sheet No.: S-01h
 
HOURS OF OPERATION: 24 hours/7 days CUSTODY ASSISTANT LOCKERS
 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Ceramic Tile DOOR Wood 
BASE Ceramic Tile DOOR TYPE Flush 

CEILING Acoustic Ceiling Panel HARDWARE Commercial 
CEILING HT. 10'-0" Min. ACOUSTICS N/A 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION Two tier lockers. See Space List for locker 

Varies Lockers 18"w x 24"d x 36"h quantity. Bench seating to be provided in 
aisles between lockers. See Space List for 8' 

bench quantity. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER  REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 1 Room Data Sheet No.: S-01i 
HOURS OF OPERATION: 8 hours/5 days SHOWER/DRESSING 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Ceramic Tile DOOR Wood 1 Trash Bin 
BASE Ceramic Tile DOOR TYPE Flush 1 Towel Bin 

CEILING Smooth, Cleanable HARDWARE Commercial 
CEILING HT. 8'-0" ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING N/A 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION ADA Shower where applicable. Door for 

1 Shower, ADA 2 Towel Rod Dressing Room. See Space List for total 
1 Bench Seating 2 Coat Hook number of Shower/Dressing areas. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV. REMARKS 

DOOR CONTROL Local Only CCTV None 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST  

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL  

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN  SEC. DRINKING FOUNTAIN Grab Bars in ADA Shower, commercial grade fixtures. 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS GFI SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 10-20 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 

HOURS OF OPERATION: 8 hours/5 days 

Room Data
PROF

 Sh V-01a 
ESSIONAL VISITATION 
eet No.: 

ARCHITECTURAL 
MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Hollow Metal 2 Chair 
BASE Rubber DOOR TYPE Vision Panel 

CEILING Acoustic Ceiling Panel HARDWARE Detention 
CEILING HT. 8'-0" Min. ACOUSTICS STC 50-55 Min. 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION ADA accommodations for 

1 Work counter 1 Video Equipment wheelchairs, clearances, etc. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Enclosed booth. Chairs attached to floor, sound control. 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES Electical @ public side work counter for laptop, wifi. 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER  

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 2 Room Data Sheet No.: V-02a 
HOURS OF OPERATION: 8 hours/5 days 

ARCHITECTURAL 

WALLS FRAME 
FLOORS DOOR 

BASE DOOR TYPE 
CEILING HARDWARE 

CEILING HT. ACOUSTICS 
CASEWORK GLAZING 

Rubber Vision Panel 

MATERIALS & FINISHES DOORS & FRAMES 
Metal Stud,GWB Hollow Metal 
Vinyl Composition Tile Hollow Metal 

Acoustic Ceiling Panel Detention 
8'-0" Min. Not Applicable 
N/A Impact Resistant 

VISITOR PROCESSING 

NO. DESCRIPTION 
FURNITURE & MOVEABLE EQUIPMENT 

NO. 
1 
1 Metal Detector 

DESCRIPTION 
Work counter 

NO. DESCRIPTION 
10 

FIXED EQUIPMENT 

Storage Locker 

Note: 
ADA accommodations for 

wheelchairs, clearances, etc. 

SECURITY 
SECURITY ZONE 

DOOR CONTROL 
GUN LOCKER 

Security & Local 
Restricted AUDIO SURV. 

CCTV 
DURESS ALARM 

 
 Function as Sallyport between visiting and entry lobby. 

REMARKS 

HVAC 
HEATING 66-70° F ROOM PRESSURE Equal REMARKS 
COOLING 72-76° F DIRECT EXHAUST None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 6 Room Data Sheet No.: V-02b 
HOURS OF OPERATION: 8 hours/5 days VISITATION ROOM 
ARCHITECTURAL 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS Metal Stud,GWB FRAME Hollow Metal NO. DESCRIPTION 

FLOORS Vinyl Composition Tile DOOR Hollow Metal 1 Coffee table 
BASE Rubber DOOR TYPE Vision Panel 6 Chairs 

CEILING Acoustic Ceiling Panel HARDWARE Detention 
CEILING HT. 8'-0" Min. ACOUSTICS Not Applicable 
CASEWORK N/A GLAZING Impact Resistant 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION ADA accommodations for 

1 Work counter 10 Storage Locker wheelchairs, clearances, etc. 
1 Metal Detector Full Ht. Glass Wall. 

SECURITY 
SECURITY ZONE Restricted AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Access and Egress controlled by custody officer. 
GUN LOCKER DURESS ALARM 

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Standard SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Standard 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
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ARCHITECTURAL PROGRAM 
LOS ANGELES COUNTY JAIL PLAN 

ROOM DATA SHEET INDEPENDENT REVIEW  | COMPREHENSIVE REPORT 

NO. OF OCCUPANTS: 4 Room Data Sheet No.: V-03
 
HOURS OF OPERATION: 8 hours/5 days VIDEO HEARING
 
ARCHITECTURAL
 

MATERIALS & FINISHES DOORS & FRAMES FURNITURE & MOVEABLE EQUIPMENT 
WALLS CMU FRAME Detention HM NO. DESCRIPTION
 

FLOORS Vinyl Composition Tile DOOR Detention HM 1 Table
 
BASE Rubber DOOR TYPE Vision Panel 4 Chairs
 

CEILING Metal Framing, GWB HARDWARE Detention
 
CEILING HT. 8'-0" Min. ACOUSTICS STC 60 Acoustical Privacy
 
CASEWORK N/A GLAZING Impact Resistant
 

FIXED EQUIPMENT Note: 
NO. DESCRIPTION NO. DESCRIPTION ADA accommodations for 

1 Glass wall (Full ht.) 1 A/V Equipment wheelchairs, clearances, etc. 

SECURITY 
SECURITY ZONE Secure AUDIO SURV.  REMARKS 

DOOR CONTROL Security & Local CCTV  Enclosed room for video hearings. Panic button. 
GUN LOCKER DURESS ALARM  

HVAC
 
HEATING 
COOLING 

66-70° F 
72-76° F 

ROOM PRESSURE 
DIRECT EXHAUST 

Equal REMARKS 
None 

REGISTERS Security Grade SEPARATE ZONE 
NOISE CRITERIA NC 35 SMOKE CONTROL 

VENTILATION .15 cfm/sf HUMIDITY CONTROL 

PLUMBING/FIRE PROTECTION
 
FIXTURES ELECTRIC WATER COOLER REMARKS 

FLOOR DRAIN SEC. DRINKING FOUNTAIN None 
HAND SINK SMOKE DETECTION  
MOP SINK SPRINKLER SYSTEM  
EYE WASH SPRINKLER HEADS Security 

ELECTRICAL/COMMUNICATIONS
 
120V OUTLETS Standard SECURE LIGHT SWITCH REMARKS 
LIGHT SOURCE Fluorescent SECURE LIGHT FIXTURES None 

LIGHTING LEVEL 30-40 fc REMOTE LIGHT CONTROL 

UPS PA SPEAKERS  

DATA  PA STATION 

TELEPHONE  CABLE TV 

PAYPHONE EMERGENCY POWER 

CCTV CAMERA  EMERGENCY LIGHTING  

OTHER 

Vanir Construction Management, Inc. Solutions for Success Consolidated Correctional Treatment Facility 
k 
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